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1.0 EXECUTIVE SUMMARY 

 

Viva Environmental, Health, & Safety, LLC. (Viva EHS), was requested to perform a Lead-Based 

Paint Assessment at Martin Luther King High School located at 6100 Stenton Avenue, Philadelphia, 

PA 19138. The purpose of the inspection was to explore the presence and condition of painted surfaces 

for lead-based paint within rooms the entire building  

 

Erik Swanson, a PA-licensed Lead Risk Assessor with Viva EHS, performed the inspection from 

October 9th to November 9th, 2023. He was assisted on-site by Lead Technicians, Jared Whack and 

Stephen Langan, of Viva EHS. 

 

Painted surfaces were analyzed for lead using an X-ray Fluorescence Spectrometer (XRF) 

manufactured by Thermo Scientific-NITON. 

 

The U.S. Department of Housing and Urban Development (HUD) considers 1.0 milligrams of lead 

per square centimeter of painted surface, or greater, to be lead based paint ( 1.0 mg/c m²). However, 

the City of Philadelphia’s Department of Public Health document entitled “Regulations Relating to 

Labeling, Application and Removal of Lead Paint”, dated December 26, 1977, states that any paint 

lacquer or other applied liquid surface coating, and putty or caulking or other sealing compound with 

a lead content of 0.7 mg/cm² or greater, is considered “lead-based”. 

 

2.0 CONCLUSIONS 

 

During the inspection, no lead-based paint was detected throughout the school (refer to Attachments). 

The inspector made recommendations based on many factors, i.e., condition, friction/non-friction 

surface, height at which lead-based paint is located, and other information that was obtained from the 

client. Listed on the attached sheets (Attachments) are location and components for the areas where 

painted surfaces were sampled. A summary of the locations/components that were tested for lead-

based paint is included in the attached spreadsheet. 

 

The Environmental Protection Agency’s (EPA) Renovation, Repair, and Painting Program Final 

Rule (40 CFR Part 745) (RRP Rule) mandates that if lead-based paint is disturbed during renovation 

or painting activity then the work should be completed using lead-safe work practices as defined in 

the RRP Rule. In addition, the individual disturbing the lead-based paint has to be certified as well 

as the firm with whom he/she is employed. 

 

3.0 RECOMMENDATIONS 

 

Any painted surface that has any concentration of lead should not be sanded, demolished or disturbed 

without the proper engineering controls and work methods, as spelled out under the OSHA’s 29 CFR 

Part 1926.62 Lead Exposure in Construction, Interim Rule. Improper disturbance of any paint with 

lead content can cause lead to become airborne. The emphasis on controlling lead dust derives from 

the conclusion that lead dust appears to be the primary route of exposure to lead, especially of low-

level exposure. 

 

The Environmental Protection Agency’s (EPA) Renovation, Repair, and Painting Program Final 

Rule (40 CFR Part 745) (RRP Rule) mandates that if lead-based paint is disturbed during renovation 
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or painting activity then the work should be completed using lead-safe work practices as defined in 

the RRP Rule.  In addition, the individual disturbing the lead-based paint has to be certified as well 

as the firm with whom he/she is employed. 

 

It is therefore important that occupants of the building and any contractors be made aware of the 

presence of the lead-based paint and the potential health risks associated with the ingestion of lead-

based paint or the associated dust that results from the damaging of the painted surfaces.  

 

Occupants and/or contractors should also be made aware of the importance of not damaging the 

painted surfaces and creating loose and flaking paint or the creation of dust. If the painted surfaces are 

damaged this should be reported to the proper building representative/maintenance personnel to 

properly correct the problem to prevent an increased exposure potential.  

 

A summary of the locations/components where XRF readings were collected is included in the 

attached spreadsheet.   

 

Within the spreadsheet, walls are labeled as “1”, “2”, “3”, or “4”.  The wall that you enter the room 

through is labeled as “1” Wall.  The walls are then labeled in a clockwise fashion as “2” Wall, “3” 

Wall, and “4” Wall.  For hallways, the front entrance-side of the building is considered the “1” Wall.  
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ATTACHMENTS 



Dates: 10/9/23-11/9/23 Lead-Safe Certification Assessment Report
Inspector Name and Certificate Number: Erik Swanson 
#006917 Martin Luther King High School
Inspection Company:  Viva EHS 6100 Stenton Ave, Philadelphia PA 19138

ULCS#

E
l
e
m
e
n
t

BldgElmt
ID

F
l
o
o
r Space # Space Type On-Site Room Name

Student/Teacher 
Occupied 

(yes/no) [1] Component
Substrate 
Material [2] Paint Color

Description of 
Damage

Damage 
Quantity (sf) 

[3]
XRF Reading 

(mg/cm2)

XRF
(positive/ 

negative) [4]

Asbestos Paint 
sampled

(positive/ 
negative) [5]

Debris Present
(describe 

location) [6]
Quantity (sf) 

[7]

Date debris 
reported to 

OEP and/or BE  
[8]

Quanitity (SF) 
of Damage 

Paint behind 
Radiator  [9]

Quantity of 
Ceiling Tile to 
be Replaced 
(Number of 
ceiling tiles 
not the SF)

Padlock Needs 
to be Removed

Contents Need 
to be Moved 

[10]

On-going 
Moisture 
Intrusion

Plastering 
Needed (yes or 

no)

Asbestos 
Abatement 

Needed (yes or 
no) [11]

Comments/ 
Description/ 

Notes
6060 1 B606001 1 100 Senior High Learning Center 100 yes Door Frame 1 Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 100 Senior High Learning Center 100 yes Door Frame 2 Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 100 Senior High Learning Center 100 yes Door Frame 3 Metal Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 100 Senior High Learning Center 100 yes Door Frame 4 Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 100 Senior High Learning Center 100 yes Column 1 Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100 Senior High Learning Center 100 yes Column 2 Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100 Senior High Learning Center 100 yes Column 3 Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100 Senior High Learning Center 100 yes Column 4 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100 Senior High Learning Center 100 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100 Senior High Learning Center 100 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100 Senior High Learning Center 100 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100 Senior High Learning Center 100 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100 Senior High Learning Center 100 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100 Senior High Learning Center 100 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100A Storage Storage Closet 100A yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 100A Storage Storage Closet 100A yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100A Storage Storage Closet 100A yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100A Storage Storage Closet 100A yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100A Storage Storage Closet 100A yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100A Storage Storage Closet 100A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100A Storage Storage Closet 100A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100B Administrative Office Office 100B yes W1 CMU Orange None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100B Administrative Office Office 100B yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100B Administrative Office Office 100B yes W3 CMU Orange None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100B Administrative Office Office 100B yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100B Administrative Office Office 100B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100B Administrative Office Office 100B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100C Administrative Office Office 100C yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100C Administrative Office Office 100C yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100C Administrative Office Office 100C yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100C Administrative Office Office 100C yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100C Administrative Office Office 100C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100C Administrative Office Office 100C yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100D Administrative Office Office 100D yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100D Administrative Office Office 100D yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100D Administrative Office Office 100D yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100D Administrative Office Office 100D yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100D Administrative Office Office 100D yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100D Administrative Office Office 100D yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100E Administrative Office Office 100E yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100E Administrative Office Office 100E yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100E Administrative Office Office 100E yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100E Administrative Office Office 100E yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100E Administrative Office Office 100E yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100E Administrative Office Office 100E yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100F Administrative Office Office 100F yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100F Administrative Office Office 100F yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100F Administrative Office Office 100F yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100F Administrative Office Office 100F yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100F Administrative Office Office 100F yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100F Administrative Office Office 100F yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100G Administrative Office Office 100G yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100G Administrative Office Office 100G yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100G Administrative Office Office 100G yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100G Administrative Office Office 100G yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100G Administrative Office Office 100G yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100G Administrative Office Office 100G yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100H Service Closets Custodial Closet 100H no W1 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100H Service Closets Custodial Closet 100H no W2 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100H Service Closets Custodial Closet 100H no W3 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100H Service Closets Custodial Closet 100H no W4 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100H Service Closets Custodial Closet 100H no Ceiling 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100H Service Closets Custodial Closet 100H no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100I Storage Storage Closet 100I yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 100I Storage Storage Closet 100I yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100I Storage Storage Closet 100I yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100I Storage Storage Closet 100I yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100I Storage Storage Closet 100I yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 100I Storage Storage Closet 100I yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 100I Storage Storage Closet 100I yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 101 Senior High Classroom 101 yes Door Frame Metal Gray Chipping 3 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 101 Senior High Classroom 101 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 101 Senior High Classroom 101 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 101 Senior High Classroom 101 yes W3 CMU White Flaking 12 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 101 Senior High Classroom 101 yes W4 CMU White Flaking 6 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 101 Senior High Classroom 101 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 101 Senior High Classroom 101 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 102 Senior High Classroom 102 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 102 Senior High Classroom 102 yes W1 CMU White Cracking 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe



Dates: 10/9/23-11/9/23 Lead-Safe Certification Assessment Report
Inspector Name and Certificate Number: Erik Swanson 
#006917 Martin Luther King High School
Inspection Company:  Viva EHS 6100 Stenton Ave, Philadelphia PA 19138
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r Space # Space Type On-Site Room Name

Student/Teacher 
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(yes/no) [1] Component
Substrate 
Material [2] Paint Color

Description of 
Damage

Damage 
Quantity (sf) 

[3]
XRF Reading 

(mg/cm2)

XRF
(positive/ 

negative) [4]

Asbestos Paint 
sampled

(positive/ 
negative) [5]

Debris Present
(describe 

location) [6]
Quantity (sf) 

[7]

Date debris 
reported to 

OEP and/or BE  
[8]

Quanitity (SF) 
of Damage 

Paint behind 
Radiator  [9]

Quantity of 
Ceiling Tile to 
be Replaced 
(Number of 
ceiling tiles 
not the SF)

Padlock Needs 
to be Removed

Contents Need 
to be Moved 

[10]

On-going 
Moisture 
Intrusion

Plastering 
Needed (yes or 

no)

Asbestos 
Abatement 

Needed (yes or 
no) [11]

Comments/ 
Description/ 

Notes
6060 1 B606001 1 102 Senior High Classroom 102 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 102 Senior High Classroom 102 yes W3 CMU White Chipping 15 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 102 Senior High Classroom 102 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 102 Senior High Classroom 102 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 102 Senior High Classroom 102 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 103 Administrative Office Teacher's Office 103 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 103 Administrative Office Teacher's Office 103 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 103 Administrative Office Teacher's Office 103 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 103 Administrative Office Teacher's Office 103 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 103 Administrative Office Teacher's Office 103 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 103 Administrative Office Teacher's Office 103 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 103 Administrative Office Teacher's Office 103 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 104 Senior High Classroom 104 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 104 Senior High Classroom 104 yes W1 CMU White Flaking 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 104 Senior High Classroom 104 yes W2 CMU White Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 104 Senior High Classroom 104 yes W3 CMU Red None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 104 Senior High Classroom 104 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 104 Senior High Classroom 104 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 104 Senior High Classroom 104 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 105 Senior High Classroom 105 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 105 Senior High Classroom 105 yes W1 CMU Blue Flaking 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 105 Senior High Classroom 105 yes W2 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 105 Senior High Classroom 105 yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 105 Senior High Classroom 105 yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 105 Senior High Classroom 105 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 105 Senior High Classroom 105 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 106 Senior High Classroom 106 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 106 Senior High Classroom 106 yes W1 CMU White Cracking 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 106 Senior High Classroom 106 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 106 Senior High Classroom 106 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 106 Senior High Classroom 106 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 106 Senior High Classroom 106 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 106 Senior High Classroom 106 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 107 Senior High Classroom 107 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 107 Senior High Classroom 107 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 107 Senior High Classroom 107 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 107 Senior High Classroom 107 yes W3 CMU White Flaking 30 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 107 Senior High Classroom 107 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 107 Senior High Classroom 107 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 107 Senior High Classroom 107 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 108 Senior High Classroom 108 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 108 Senior High Classroom 108 yes W1 CMU White Cracking 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 108 Senior High Classroom 108 yes W2 CMU White Flaking 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 108 Senior High Classroom 108 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 108 Senior High Classroom 108 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 108 Senior High Classroom 108 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 108 Senior High Classroom 108 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 109 Senior High Classroom 109 yes Door Frame Metal Gray Chipping 3 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 109 Senior High Classroom 109 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 109 Senior High Classroom 109 yes W2 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 109 Senior High Classroom 109 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 109 Senior High Classroom 109 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 109 Senior High Classroom 109 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 109 Senior High Classroom 109 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 110 Senior High Classroom 110 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 110 Senior High Classroom 110 yes W1 CMU Blue Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 110 Senior High Classroom 110 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 110 Senior High Classroom 110 yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 110 Senior High Classroom 110 yes W4 CMU Blue Flaking 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 110 Senior High Classroom 110 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 110 Senior High Classroom 110 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 111 Senior High Classroom 111 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 111 Senior High Classroom 111 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 111 Senior High Classroom 111 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 111 Senior High Classroom 111 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 111 Senior High Classroom 111 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 111 Senior High Classroom 111 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 111 Senior High Classroom 111 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112A AV Storage Area 112A Pantry no Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 112A AV Storage Area 112A Pantry no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112A AV Storage Area 112A Pantry no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112A AV Storage Area 112A Pantry no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112A AV Storage Area 112A Pantry no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112A AV Storage Area 112A Pantry no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112A AV Storage Area 112A Pantry no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112A Cafeteria (Dining Area)Cafeteria 112A yes Door Frame 1 Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 112A Cafeteria (Dining Area)Cafeteria 112A yes Door Frame 2 Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 112A Cafeteria (Dining Area)Cafeteria 112A yes Door Frame 3 Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 112A Cafeteria (Dining Area)Cafeteria 112A yes Door Frame 4 Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
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6060 1 B606001 1 112A Cafeteria (Dining Area)Cafeteria 112A yes W1 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 112A Cafeteria (Dining Area)Cafeteria 112A yes W2 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 112A Cafeteria (Dining Area)Cafeteria 112A yes W3 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 112A Cafeteria (Dining Area)Cafeteria 112A yes W4 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 112A Cafeteria (Dining Area)Cafeteria 112A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112A Cafeteria (Dining Area)Cafeteria 112A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112B Cafeteria (Dining Area)Cafeteria 112B yes Door Frame 1 Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 112B Cafeteria (Dining Area)Cafeteria 112B yes Door Frame 2 Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 112B Cafeteria (Dining Area)Cafeteria 112B yes W1 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 112B Cafeteria (Dining Area)Cafeteria 112B yes W2 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 112B Cafeteria (Dining Area)Cafeteria 112B yes W3 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 112B Cafeteria (Dining Area)Cafeteria 112B yes W4 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 112B Cafeteria (Dining Area)Cafeteria 112B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112B Cafeteria (Dining Area)Cafeteria 112B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112C Storage Cafeteria 112A Storage Room yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 112C Storage Cafeteria 112A Storage Room yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112C Storage Cafeteria 112A Storage Room yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112C Storage Cafeteria 112A Storage Room yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112C Storage Cafeteria 112A Storage Room yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112C Storage Cafeteria 112A Storage Room yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112C Storage Cafeteria 112A Storage Room yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112D Storage Cafeteria 112B Storage Room yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 112D Storage Cafeteria 112B Storage Room yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112D Storage Cafeteria 112B Storage Room yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112D Storage Cafeteria 112B Storage Room yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112D Storage Cafeteria 112B Storage Room yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112D Storage Cafeteria 112B Storage Room yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112D Storage Cafeteria 112B Storage Room yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112E Storage Equipment Mechanical Room In Cafeteria 112A no Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 112E Storage Equipment Mechanical Room In Cafeteria 112A no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112E Storage Equipment Mechanical Room In Cafeteria 112A no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112E Storage Equipment Mechanical Room In Cafeteria 112A no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112E Storage Equipment Mechanical Room In Cafeteria 112A no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112E Storage Equipment Mechanical Room In Cafeteria 112A no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 112E Storage Equipment Mechanical Room In Cafeteria 112A no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113 Teacher Lounge/DiningFaculty Lounge 113 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 113 Teacher Lounge/DiningFaculty Lounge 113 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 113 Teacher Lounge/DiningFaculty Lounge 113 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 113 Teacher Lounge/DiningFaculty Lounge 113 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 113 Teacher Lounge/DiningFaculty Lounge 113 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113 Teacher Lounge/DiningFaculty Lounge 113 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113A Restrooms, Staff - FemaleWomen's Restroom 113A yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113A Restrooms, Staff - FemaleWomen's Restroom 113A yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113A Restrooms, Staff - FemaleWomen's Restroom 113A yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113A Restrooms, Staff - FemaleWomen's Restroom 113A yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113A Restrooms, Staff - FemaleWomen's Restroom 113A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113A Restrooms, Staff - FemaleWomen's Restroom 113A yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113B Restrooms, Staff - MaleMen's Restroom 113B yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113B Restrooms, Staff - MaleMen's Restroom 113B yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113B Restrooms, Staff - MaleMen's Restroom 113B yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113B Restrooms, Staff - MaleMen's Restroom 113B yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113B Restrooms, Staff - MaleMen's Restroom 113B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 113B Restrooms, Staff - MaleMen's Restroom 113B yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114C Student Restrooms - Female (4-12)Girl's Restroom 114C yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114C Student Restrooms - Female (4-12)Girl's Restroom 114C yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114C Student Restrooms - Female (4-12)Girl's Restroom 114C yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114C Student Restrooms - Female (4-12)Girl's Restroom 114C yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114C Student Restrooms - Female (4-12)Girl's Restroom 114C yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114C Student Restrooms - Female (4-12)Girl's Restroom 114C yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114D Student Restrooms - Male (4-12)Boy's Restroom 114D yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114D Student Restrooms - Male (4-12)Boy's Restroom 114D yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114D Student Restrooms - Male (4-12)Boy's Restroom 114D yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114D Student Restrooms - Male (4-12)Boy's Restroom 114D yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114D Student Restrooms - Male (4-12)Boy's Restroom 114D yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 114D Student Restrooms - Male (4-12)Boy's Restroom 114D yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 115 Senior High Classroom 115 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 115 Senior High Classroom 115 yes W1 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 115 Senior High Classroom 115 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 115 Senior High Classroom 115 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 115 Senior High Classroom 115 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 115 Senior High Classroom 115 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 115 Senior High Classroom 115 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 116 Senior High Classroom 116 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 116 Senior High Classroom 116 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 116 Senior High Classroom 116 yes W2 CMU White Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 116 Senior High Classroom 116 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 116 Senior High Classroom 116 yes W4 CMU White Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 116 Senior High Classroom 116 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 116 Senior High Classroom 116 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 1 117 Senior High Classroom 117 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 117 Senior High Classroom 117 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 117 Senior High Classroom 117 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 117 Senior High Classroom 117 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 117 Senior High Classroom 117 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 117 Senior High Classroom 117 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 117 Senior High Classroom 117 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 118 Senior High Classroom 118 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 118 Senior High Classroom 118 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 118 Senior High Classroom 118 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 118 Senior High Classroom 118 yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 118 Senior High Classroom 118 yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 118 Senior High Classroom 118 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 118 Senior High Classroom 118 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 119 Administrative Office Teacher's Office 119 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 119 Administrative Office Teacher's Office 119 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 119 Administrative Office Teacher's Office 119 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 119 Administrative Office Teacher's Office 119 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 119 Administrative Office Teacher's Office 119 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 119 Administrative Office Teacher's Office 119 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 120 Senior High Classroom 120 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 120 Senior High Classroom 120 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 120 Senior High Classroom 120 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 120 Senior High Classroom 120 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 120 Senior High Classroom 120 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 120 Senior High Classroom 120 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 120 Senior High Classroom 120 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 121 Senior High Classroom 121 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 121 Senior High Classroom 121 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 121 Senior High Classroom 121 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 121 Senior High Classroom 121 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 121 Senior High Classroom 121 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 121 Senior High Classroom 121 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 121 Senior High Classroom 121 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 122 Senior High Classroom 122 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 122 Senior High Classroom 122 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 122 Senior High Classroom 122 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 122 Senior High Classroom 122 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 122 Senior High Classroom 122 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 122 Senior High Classroom 122 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 122 Senior High Classroom 122 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 123 Senior High Classroom 123 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 123 Senior High Classroom 123 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 123 Senior High Classroom 123 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 123 Senior High Classroom 123 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 123 Senior High Classroom 123 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 123 Senior High Classroom 123 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 123 Senior High Classroom 123 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 124 Senior High Classroom 124 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 124 Senior High Classroom 124 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 124 Senior High Classroom 124 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 124 Senior High Classroom 124 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 124 Senior High Classroom 124 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 124 Senior High Classroom 124 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 124 Senior High Classroom 124 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 125 Senior High Classroom 125 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 125 Senior High Classroom 125 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 125 Senior High Classroom 125 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 125 Senior High Classroom 125 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 125 Senior High Classroom 125 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 125 Senior High Classroom 125 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126 Senior High Learning Center 126 yes Door Frame 1 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126 Senior High Learning Center 126 yes Door Frame 2 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126 Senior High Learning Center 126 yes Door Frame 3 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126 Senior High Learning Center 126 yes Door Frame 4 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126 Senior High Learning Center 126 yes Column 1 Concrete Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126 Senior High Learning Center 126 yes Column 2 Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126 Senior High Learning Center 126 yes Column 3 Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126 Senior High Learning Center 126 yes Column 4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126 Senior High Learning Center 126 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126 Senior High Learning Center 126 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126 Senior High Learning Center 126 yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126 Senior High Learning Center 126 yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126 Senior High Learning Center 126 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126 Senior High Learning Center 126 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126A Storage Storage Closet 126A yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126A Storage Storage Closet 126A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126A Storage Storage Closet 126A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126A Storage Storage Closet 126A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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Padlock Needs 
to be Removed

Contents Need 
to be Moved 

[10]

On-going 
Moisture 
Intrusion

Plastering 
Needed (yes or 

no)

Asbestos 
Abatement 

Needed (yes or 
no) [11]

Comments/ 
Description/ 

Notes
6060 1 B606001 1 126A Storage Storage Closet 126A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126A Storage Storage Closet 126A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126A Storage Storage Closet 126A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126B Administrative Office Office 126B yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126B Administrative Office Office 126B yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126B Administrative Office Office 126B yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126B Administrative Office Office 126B yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126B Administrative Office Office 126B yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126B Administrative Office Office 126B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126B Administrative Office Office 126B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126C Administrative Office Office 126C yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126C Administrative Office Office 126C yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126C Administrative Office Office 126C yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126C Administrative Office Office 126C yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126C Administrative Office Office 126C yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126C Administrative Office Office 126C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126C Administrative Office Office 126C yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126D Administrative Office Office 126D yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126D Administrative Office Office 126D yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126D Administrative Office Office 126D yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126D Administrative Office Office 126D yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126D Administrative Office Office 126D yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126D Administrative Office Office 126D yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126D Administrative Office Office 126D yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126E Administrative Office Office 126E yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126E Administrative Office Office 126E yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126E Administrative Office Office 126E yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126E Administrative Office Office 126E yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126E Administrative Office Office 126E yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126E Administrative Office Office 126E yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126E Administrative Office Office 126E yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126F Administrative Office Office 126F yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126F Administrative Office Office 126F yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126F Administrative Office Office 126F yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126F Administrative Office Office 126F yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126F Administrative Office Office 126F yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126F Administrative Office Office 126F yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126F Administrative Office Office 126F yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126G Administrative Office Office 126G yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126G Administrative Office Office 126G yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126G Administrative Office Office 126G yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126G Administrative Office Office 126G yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126G Administrative Office Office 126G yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126G Administrative Office Office 126G yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126G Administrative Office Office 126G yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126H Service Closets Custodial Closet 126H no Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126H Service Closets Custodial Closet 126H no W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126H Service Closets Custodial Closet 126H no W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126H Service Closets Custodial Closet 126H no W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126H Service Closets Custodial Closet 126H no W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126H Service Closets Custodial Closet 126H no Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126H Service Closets Custodial Closet 126H no Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126I Storage Storage Closet 126I yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 126I Storage Storage Closet 126I yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126I Storage Storage Closet 126I yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126I Storage Storage Closet 126I yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126I Storage Storage Closet 126I yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 126I Storage Storage Closet 126I yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 126I Storage Storage Closet 126I yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127A Storage Maintenance Storage Room 127A yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127A Storage Maintenance Storage Room 127A yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127A Storage Maintenance Storage Room 127A yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127A Storage Maintenance Storage Room 127A yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127A Storage Maintenance Storage Room 127A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127A Storage Maintenance Storage Room 127A yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127B Electrical Room Electrical Room 127B no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127B Electrical Room Electrical Room 127B no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127B Electrical Room Electrical Room 127B no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127B Electrical Room Electrical Room 127B no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127B Electrical Room Electrical Room 127B no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127B Electrical Room Electrical Room 127B no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127C Electrical Room Electrical Room Between 127A and 127B no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127C Electrical Room Electrical Room Between 127A and 127B no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127C Electrical Room Electrical Room Between 127A and 127B no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127C Electrical Room Electrical Room Between 127A and 127B no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127C Electrical Room Electrical Room Between 127A and 127B no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 127C Electrical Room Electrical Room Between 127A and 127B no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 128 School Store School Store 128 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 128 School Store School Store 128 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 1 128 School Store School Store 128 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 128 School Store School Store 128 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 128 School Store School Store 128 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 128 School Store School Store 128 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129 General Office Building Engineer's Office Suite 129 no Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 129 General Office Building Engineer's Office Suite 129 no W1 CMU Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 129 General Office Building Engineer's Office Suite 129 no W2 CMU Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 129 General Office Building Engineer's Office Suite 129 no W3 CMU Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 129 General Office Building Engineer's Office Suite 129 no W4 CMU Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 129 General Office Building Engineer's Office Suite 129 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129 General Office Building Engineer's Office Suite 129 no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129A Restrooms, Staff - FemaleWomen's Restroom 129A yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 129A Restrooms, Staff - FemaleWomen's Restroom 129A yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129A Restrooms, Staff - FemaleWomen's Restroom 129A yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129A Restrooms, Staff - FemaleWomen's Restroom 129A yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129A Restrooms, Staff - FemaleWomen's Restroom 129A yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129A Restrooms, Staff - FemaleWomen's Restroom 129A yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 129A Restrooms, Staff - FemaleWomen's Restroom 129A yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129B Restrooms, Staff - MaleMen's Restroom 129B yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 129B Restrooms, Staff - MaleMen's Restroom 129B yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129B Restrooms, Staff - MaleMen's Restroom 129B yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129B Restrooms, Staff - MaleMen's Restroom 129B yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129B Restrooms, Staff - MaleMen's Restroom 129B yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129B Restrooms, Staff - MaleMen's Restroom 129B yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 129B Restrooms, Staff - MaleMen's Restroom 129B yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129B-PC Pipe Chase Pipe Chase In Men's Restroom 129B no Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 129B-PC Pipe Chase Pipe Chase In Men's Restroom 129B no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 129B-PC Pipe Chase Pipe Chase In Men's Restroom 129B no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129B-PC Pipe Chase Pipe Chase In Men's Restroom 129B no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129B-PC Pipe Chase Pipe Chase In Men's Restroom 129B no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129B-PC Pipe Chase Pipe Chase In Men's Restroom 129B no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129B-PC Pipe Chase Pipe Chase In Men's Restroom 129B no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129C Administrative Office Office 129C yes Door Frame metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 129C Administrative Office Office 129C yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129C Administrative Office Office 129C yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129C Administrative Office Office 129C yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129C Administrative Office Office 129C yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129C Administrative Office Office 129C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129C Administrative Office Office 129C yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129D Administrative Office Office 129D yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 129D Administrative Office Office 129D yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 129D Administrative Office Office 129D yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 129D Administrative Office Office 129D yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 129D Administrative Office Office 129D yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 129D Administrative Office Office 129D yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 130A Storage Storage Room 130A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 130A Storage Storage Room 130A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 130A Storage Storage Room 130A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 130A Storage Storage Room 130A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 130A Storage Storage Room 130A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 130A Storage Storage Room 130A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131 Vo-Tech Classroom for Related InstructionManufacturing Technology Room 131 yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 131 Vo-Tech Classroom for Related InstructionManufacturing Technology Room 131 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 131 Vo-Tech Classroom for Related InstructionManufacturing Technology Room 131 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 131 Vo-Tech Classroom for Related InstructionManufacturing Technology Room 131 yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 131 Vo-Tech Classroom for Related InstructionManufacturing Technology Room 131 yes W4 Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131 Vo-Tech Classroom for Related InstructionManufacturing Technology Room 131 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131 Vo-Tech Classroom for Related InstructionManufacturing Technology Room 131 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131A Storage Clean Room 131A yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 131A Storage Clean Room 131A yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 131A Storage Clean Room 131A yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 131A Storage Clean Room 131A yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 131A Storage Clean Room 131A yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131A Storage Clean Room 131A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131A Storage Clean Room 131A yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131A Storage Clean Room 131A yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 131B Storage Storage Room 131B yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131B Storage Storage Room 131B yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131B Storage Storage Room 131B yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131B Storage Storage Room 131B yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131B Storage Storage Room 131B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 131B Storage Storage Room 131B yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 132 Storage Industrial Art Storage Room 132 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 132 Storage Industrial Art Storage Room 132 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 132 Storage Industrial Art Storage Room 132 yes W2 Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 132 Storage Industrial Art Storage Room 132 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 132 Storage Industrial Art Storage Room 132 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 132 Storage Industrial Art Storage Room 132 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 132 Storage Industrial Art Storage Room 132 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 1 133 Storage Industrial Arts Department Room 133 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 133 Storage Industrial Arts Department Room 133 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 133 Storage Industrial Arts Department Room 133 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 133 Storage Industrial Arts Department Room 133 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 133 Storage Industrial Arts Department Room 133 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 133 Storage Industrial Arts Department Room 133 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 134 Vo-Tech Classroom for Related InstructionSorting Room T134 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134 Vo-Tech Classroom for Related InstructionSorting Room T134 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134 Vo-Tech Classroom for Related InstructionSorting Room T134 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134 Vo-Tech Classroom for Related InstructionSorting Room T134 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134 Vo-Tech Classroom for Related InstructionSorting Room T134 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 134 Vo-Tech Classroom for Related InstructionSorting Room T134 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 134A Storage Storage Room 134A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134A Storage Storage Room 134A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134A Storage Storage Room 134A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134A Storage Storage Room 134A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134A Storage Storage Room 134A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 134A Storage Storage Room 134A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 134B Storage Storage Room 134B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134B Storage Storage Room 134B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134B Storage Storage Room 134B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134B Storage Storage Room 134B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 134B Storage Storage Room 134B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 134B Storage Storage Room 134B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135 Vo-Tech Classroom for Related InstructionAuto Technology Room 135 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135 Vo-Tech Classroom for Related InstructionAuto Technology Room 135 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135 Vo-Tech Classroom for Related InstructionAuto Technology Room 135 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135 Vo-Tech Classroom for Related InstructionAuto Technology Room 135 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135 Vo-Tech Classroom for Related InstructionAuto Technology Room 135 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135 Vo-Tech Classroom for Related InstructionAuto Technology Room 135 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135A Vo-Tech Classroom for Related InstructionAuto Technology Lecture Room 135A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135A Vo-Tech Classroom for Related InstructionAuto Technology Lecture Room 135A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135A Vo-Tech Classroom for Related InstructionAuto Technology Lecture Room 135A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135A Vo-Tech Classroom for Related InstructionAuto Technology Lecture Room 135A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135A Vo-Tech Classroom for Related InstructionAuto Technology Lecture Room 135A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135A Vo-Tech Classroom for Related InstructionAuto Technology Lecture Room 135A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135B Storage Storage Room 135B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135B Storage Storage Room 135B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135B Storage Storage Room 135B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135B Storage Storage Room 135B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135B Storage Storage Room 135B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135B Storage Storage Room 135B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135C Student Restrooms - Male/Female (Classroom)Restroom 135C yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135C Student Restrooms - Male/Female (Classroom)Restroom 135C yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135C Student Restrooms - Male/Female (Classroom)Restroom 135C yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135C Student Restrooms - Male/Female (Classroom)Restroom 135C yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135C Student Restrooms - Male/Female (Classroom)Restroom 135C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135C Student Restrooms - Male/Female (Classroom)Restroom 135C yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135D Storage Storage Room 135D yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135D Storage Storage Room 135D yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135D Storage Storage Room 135D yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135D Storage Storage Room 135D yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 135D Storage Storage Room 135D yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 135D Storage Storage Room 135D yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 136 Vo-Tech Classroom for Related InstructionAuto Technology Room 136 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 136 Vo-Tech Classroom for Related InstructionAuto Technology Room 136 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 136 Vo-Tech Classroom for Related InstructionAuto Technology Room 136 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 136 Vo-Tech Classroom for Related InstructionAuto Technology Room 136 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 136 Vo-Tech Classroom for Related InstructionAuto Technology Room 136 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 136 Vo-Tech Classroom for Related InstructionAuto Technology Room 136 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 136A Storage Storage Room 136A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 136A Storage Storage Room 136A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 136A Storage Storage Room 136A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 136A Storage Storage Room 136A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 136A Storage Storage Room 136A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 136A Storage Storage Room 136A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 136B Student Restrooms - Male/Female (Classroom)Restroom 136B yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 136B Student Restrooms - Male/Female (Classroom)Restroom 136B yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 136B Student Restrooms - Male/Female (Classroom)Restroom 136B yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 136B Student Restrooms - Male/Female (Classroom)Restroom 136B yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 136B Student Restrooms - Male/Female (Classroom)Restroom 136B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 136B Student Restrooms - Male/Female (Classroom)Restroom 136B yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 137 Vo-Tech Classroom for Related InstructionBook Bank Room 137 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 137 Vo-Tech Classroom for Related InstructionBook Bank Room 137 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 137 Vo-Tech Classroom for Related InstructionBook Bank Room 137 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 137 Vo-Tech Classroom for Related InstructionBook Bank Room 137 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 137 Vo-Tech Classroom for Related InstructionBook Bank Room 137 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 137 Vo-Tech Classroom for Related InstructionBook Bank Room 137 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 137A Storage Storage Room 137A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 1 137A Storage Storage Room 137A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 137A Storage Storage Room 137A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 137A Storage Storage Room 137A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 137A Storage Storage Room 137A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 137A Storage Storage Room 137A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 137B Storage Storage Room 137B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 137B Storage Storage Room 137B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 137B Storage Storage Room 137B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 137B Storage Storage Room 137B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 137B Storage Storage Room 137B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 137B Storage Storage Room 137B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138 Vo-Tech Classroom for Related InstructionPower Technology Room 138 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 138 Vo-Tech Classroom for Related InstructionPower Technology Room 138 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138 Vo-Tech Classroom for Related InstructionPower Technology Room 138 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138 Vo-Tech Classroom for Related InstructionPower Technology Room 138 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138 Vo-Tech Classroom for Related InstructionPower Technology Room 138 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138 Vo-Tech Classroom for Related InstructionPower Technology Room 138 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138 Vo-Tech Classroom for Related InstructionPower Technology Room 138 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138A Storage Storage Room 138A yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 138A Storage Storage Room 138A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138A Storage Storage Room 138A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138A Storage Storage Room 138A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138A Storage Storage Room 138A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138A Storage Storage Room 138A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138A Storage Storage Room 138A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138B Student Restrooms - Male/FemaleStudent Restrooms in 138 yes Door Frame Metal White Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 138B Student Restrooms - Male/FemaleStudent Restrooms in 138 yes W1 Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138B Student Restrooms - Male/FemaleStudent Restrooms in 138 yes W2 Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138B Student Restrooms - Male/FemaleStudent Restrooms in 138 yes W3 Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138B Student Restrooms - Male/FemaleStudent Restrooms in 138 yes W4 Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138B Student Restrooms - Male/FemaleStudent Restrooms in 138 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138B Student Restrooms - Male/FemaleStudent Restrooms in 138 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138C Restrooms, Staff - Male/FemaleStaff Restroom in 138 yes Door Frame Metal White Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 138C Restrooms, Staff - Male/FemaleStaff Restroom in 138 yes W1 Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138C Restrooms, Staff - Male/FemaleStaff Restroom in 138 yes W2 Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138C Restrooms, Staff - Male/FemaleStaff Restroom in 138 yes W3 Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138C Restrooms, Staff - Male/FemaleStaff Restroom in 138 yes W4 Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138C Restrooms, Staff - Male/FemaleStaff Restroom in 138 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138C Restrooms, Staff - Male/FemaleStaff Restroom in 138 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138D Administrative Office Office in 138 Near Staff Restroom no Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 138D Administrative Office Office in 138 Near Staff Restroom no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138D Administrative Office Office in 138 Near Staff Restroom no W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138D Administrative Office Office in 138 Near Staff Restroom no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138D Administrative Office Office in 138 Near Staff Restroom no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138D Administrative Office Office in 138 Near Staff Restroom no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138D Administrative Office Office in 138 Near Staff Restroom no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138E Kitchen Kitchen in 138 yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 138E Kitchen Kitchen in 138 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138E Kitchen Kitchen in 138 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138E Kitchen Kitchen in 138 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138E Kitchen Kitchen in 138 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138E Kitchen Kitchen in 138 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138E Kitchen Kitchen in 138 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138F Storage Equipment Storage inside Kitchen 138E no Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 138F Storage Equipment Storage inside Kitchen 138E no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138F Storage Equipment Storage inside Kitchen 138E no W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138F Storage Equipment Storage inside Kitchen 138E no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138F Storage Equipment Storage inside Kitchen 138E no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138F Storage Equipment Storage inside Kitchen 138E no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138F Storage Equipment Storage inside Kitchen 138E no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138G Storage Storage in 138G yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 138G Storage Storage in 138G yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138G Storage Storage in 138G yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138G Storage Storage in 138G yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138G Storage Storage in 138G yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 138G Storage Storage in 138G yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 138G Storage Storage in 138G yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 139 Administrative Office Storage Room 139 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139 Administrative Office Storage Room 139 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139 Administrative Office Storage Room 139 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139 Administrative Office Storage Room 139 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139 Administrative Office Storage Room 139 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 139 Administrative Office Storage Room 139 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 139A Kitchen First Floor Kitchen yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139A Kitchen First Floor Kitchen yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139A Kitchen First Floor Kitchen yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139A Kitchen First Floor Kitchen yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139A Kitchen First Floor Kitchen yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 139A Kitchen First Floor Kitchen yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 1 139B Kitchen Office First Floor Kitchen Office yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139B Kitchen Office First Floor Kitchen Office yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139B Kitchen Office First Floor Kitchen Office yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139B Kitchen Office First Floor Kitchen Office yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139B Kitchen Office First Floor Kitchen Office yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 139B Kitchen Office First Floor Kitchen Office yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 139C Kitchen and Dry Storage AreaFirst Floor Kitchen Dry Storage yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139C Kitchen and Dry Storage AreaFirst Floor Kitchen Dry Storage yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139C Kitchen and Dry Storage AreaFirst Floor Kitchen Dry Storage yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139C Kitchen and Dry Storage AreaFirst Floor Kitchen Dry Storage yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139C Kitchen and Dry Storage AreaFirst Floor Kitchen Dry Storage yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 139C Kitchen and Dry Storage AreaFirst Floor Kitchen Dry Storage yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 139D Custodial Receiving Kitchen receiving/Custodial Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139D Custodial Receiving Kitchen receiving/Custodial Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139D Custodial Receiving Kitchen receiving/Custodial Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139D Custodial Receiving Kitchen receiving/Custodial Room yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 139D Custodial Receiving Kitchen receiving/Custodial Room yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 139D Custodial Receiving Kitchen receiving/Custodial Room yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 140 Teacher Lounge/DiningFaculty Cafeteria 140 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 140 Teacher Lounge/DiningFaculty Cafeteria 140 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 140 Teacher Lounge/DiningFaculty Cafeteria 140 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 140 Teacher Lounge/DiningFaculty Cafeteria 140 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 140 Teacher Lounge/DiningFaculty Cafeteria 140 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 140 Teacher Lounge/DiningFaculty Cafeteria 140 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 140 Teacher Lounge/DiningFaculty Cafeteria 140 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 140A Lockers - Male/FemaleLocker Room 140A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 140A Lockers - Male/FemaleLocker Room 140A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 140A Lockers - Male/FemaleLocker Room 140A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 140A Lockers - Male/FemaleLocker Room 140A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 140A Lockers - Male/FemaleLocker Room 140A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 140A Lockers - Male/FemaleLocker Room 140A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 141 Storage Stock Room 141 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 141 Storage Stock Room 141 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 141 Storage Stock Room 141 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 141 Storage Stock Room 141 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 141 Storage Stock Room 141 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 141 Storage Stock Room 141 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 171 Storage Storage Room 171 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 171 Storage Storage Room 171 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 171 Storage Storage Room 171 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 171 Storage Storage Room 171 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 171 Storage Storage Room 171 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 171 Storage Storage Room 171 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 172 Storage Storage Room 172 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 172 Storage Storage Room 172 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 172 Storage Storage Room 172 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 172 Storage Storage Room 172 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 172 Storage Storage Room 172 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 172 Storage Storage Room 172 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 173 Storage Storage Room 173 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 173 Storage Storage Room 173 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 173 Storage Storage Room 173 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 173 Storage Storage Room 173 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 173 Storage Storage Room 173 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 173 Storage Storage Room 173 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 174 Storage Team Room 174 yes Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 174 Storage Team Room 174 yes Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 174 Storage Team Room 174 yes Duct Metal White Flaking 40 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174 Storage Team Room 174 yes W1 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174 Storage Team Room 174 yes W2 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174 Storage Team Room 174 yes W3 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174 Storage Team Room 174 yes W4 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174 Storage Team Room 174 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174 Storage Team Room 174 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 174A Storage Storage Closet next to Team Room 174 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 174A Storage Storage Closet next to Team Room 174 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 174A Storage Storage Closet next to Team Room 174 yes Duct Metal White Flaking 20 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174A Storage Storage Closet next to Team Room 174 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174A Storage Storage Closet next to Team Room 174 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174A Storage Storage Closet next to Team Room 174 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174A Storage Storage Closet next to Team Room 174 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174A Storage Storage Closet next to Team Room 174 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 174A Storage Storage Closet next to Team Room 174 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 175 Storage Storage Closet next to Team Room 177 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 175 Storage Storage Closet next to Team Room 177 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 175 Storage Storage Closet next to Team Room 177 yes W1 CMU Black None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 175 Storage Storage Closet next to Team Room 177 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 175 Storage Storage Closet next to Team Room 177 yes W2 CMU Black None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 175 Storage Storage Closet next to Team Room 177 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 1 175 Storage Storage Closet next to Team Room 177 yes W3 CMU Black None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 175 Storage Storage Closet next to Team Room 177 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 175 Storage Storage Closet next to Team Room 177 yes W4 CMU Black None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 175 Storage Storage Closet next to Team Room 177 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 175 Storage Storage Closet next to Team Room 177 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 176 Lockers - Male Boy's Locker Room yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 176 Lockers - Male Boy's Locker Room yes Column 1 Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176 Lockers - Male Boy's Locker Room yes Column 2 Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176 Lockers - Male Boy's Locker Room yes Duct Metal White Flaking 100 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176 Lockers - Male Boy's Locker Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176 Lockers - Male Boy's Locker Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176 Lockers - Male Boy's Locker Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176 Lockers - Male Boy's Locker Room yes W4 Concrete White Flaking 150 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176 Lockers - Male Boy's Locker Room yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176 Lockers - Male Boy's Locker Room yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 176A Student Restrooms - Male (4-12)Boy's Locker Room Restroom yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 176A Student Restrooms - Male (4-12)Boy's Locker Room Restroom yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 176A Student Restrooms - Male (4-12)Boy's Locker Room Restroom yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 176A Student Restrooms - Male (4-12)Boy's Locker Room Restroom yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 176A Student Restrooms - Male (4-12)Boy's Locker Room Restroom yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176A Student Restrooms - Male (4-12)Boy's Locker Room Restroom yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 176B Storage Storage Room next to Boy's Locker Room Shower Room yes Door Frame Metal Blue Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 176B Storage Storage Room next to Boy's Locker Room Shower Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176B Storage Storage Room next to Boy's Locker Room Shower Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176B Storage Storage Room next to Boy's Locker Room Shower Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176B Storage Storage Room next to Boy's Locker Room Shower Room yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176B Storage Storage Room next to Boy's Locker Room Shower Room yes Ceiling Concrete White Cracking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 176B Storage Storage Room next to Boy's Locker Room Shower Room yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 177-1 Weight Room Boy's Locker Room Weight Room yes Door Frame Metal Purple Cracking 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 177-1 Weight Room Boy's Locker Room Weight Room yes Door Frame Metal Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 177-1 Weight Room Boy's Locker Room Weight Room yes Duct Metal White Flaking 200 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177-1 Weight Room Boy's Locker Room Weight Room yes W1 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177-1 Weight Room Boy's Locker Room Weight Room yes W2 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177-1 Weight Room Boy's Locker Room Weight Room yes W3 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177-1 Weight Room Boy's Locker Room Weight Room yes W4 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177-1 Weight Room Boy's Locker Room Weight Room yes Ceiling Concrete White Cracking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177-1 Weight Room Boy's Locker Room Weight Room yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 177-2 Storage Team Room 177 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177-2 Storage Team Room 177 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177-2 Storage Team Room 177 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177-2 Storage Team Room 177 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177-2 Storage Team Room 177 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 177-2 Storage Team Room 177 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 177A Showers - Male Boy's Locker Room Shower Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177A Showers - Male Boy's Locker Room Shower Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177A Showers - Male Boy's Locker Room Shower Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177A Showers - Male Boy's Locker Room Shower Room yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 177A Showers - Male Boy's Locker Room Shower Room yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 177A Showers - Male Boy's Locker Room Shower Room yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 178 Storage Storage Room next to Girl's Locker Room Shower Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 178 Storage Storage Room next to Girl's Locker Room Shower Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 178 Storage Storage Room next to Girl's Locker Room Shower Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 178 Storage Storage Room next to Girl's Locker Room Shower Room yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 178 Storage Storage Room next to Girl's Locker Room Shower Room yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 178 Storage Storage Room next to Girl's Locker Room Shower Room yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes Door Frame 1 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes Door Frame 2 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes Door Frame 3 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes Column 1 Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes Column 2 Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes Column 3 Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes Column 4 Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes Duct Metal White Flaking 100 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes W1 Concrete White Flaking 150 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes W2 Concrete White Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes W4 Concrete White Flaking 150 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 179 Lockers - Female Girl's Locker Room yes Duct Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179-PC Pipe Chase Pipe Chase In Girls Locker Room no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 179-PC Pipe Chase Pipe Chase In Girls Locker Room no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 179-PC Pipe Chase Pipe Chase In Girls Locker Room no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 179-PC Pipe Chase Pipe Chase In Girls Locker Room no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 179-PC Pipe Chase Pipe Chase In Girls Locker Room no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 179-PC Pipe Chase Pipe Chase In Girls Locker Room no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 179A Student Restrooms - Female (4-12)Girl's Locker Room Restroom yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179A Student Restrooms - Female (4-12)Girl's Locker Room Restroom yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179A Student Restrooms - Female (4-12)Girl's Locker Room Restroom yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 1 179A Student Restrooms - Female (4-12)Girl's Locker Room Restroom yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 179A Student Restrooms - Female (4-12)Girl's Locker Room Restroom yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 179A Student Restrooms - Female (4-12)Girl's Locker Room Restroom yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 180 Storage Storage Room 180 yes W1 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 180 Storage Storage Room 180 yes W2 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 180 Storage Storage Room 180 yes W3 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 180 Storage Storage Room 180 yes W4 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 180 Storage Storage Room 180 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 180 Storage Storage Room 180 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 181 Storage Storage Room 181 yes W1 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 181 Storage Storage Room 181 yes W2 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 181 Storage Storage Room 181 yes W3 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 181 Storage Storage Room 181 yes W4 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 181 Storage Storage Room 181 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 181 Storage Storage Room 181 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 182 Lockers - Female Girl's Locker Room Sink Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 182 Lockers - Female Girl's Locker Room Sink Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 182 Lockers - Female Girl's Locker Room Sink Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 182 Lockers - Female Girl's Locker Room Sink Room yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 182 Lockers - Female Girl's Locker Room Sink Room yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 182 Lockers - Female Girl's Locker Room Sink Room yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 182A Showers - Female Girl's Locker Room Shower Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 182A Showers - Female Girl's Locker Room Shower Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 182A Showers - Female Girl's Locker Room Shower Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 182A Showers - Female Girl's Locker Room Shower Room yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 182A Showers - Female Girl's Locker Room Shower Room yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 182A Showers - Female Girl's Locker Room Shower Room yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 183 Storage Storage Room 183 yes W1 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 183 Storage Storage Room 183 yes W2 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 183 Storage Storage Room 183 yes W3 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 183 Storage Storage Room 183 yes W4 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 183 Storage Storage Room 183 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 183 Storage Storage Room 183 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 ELEV Elevators, PassengerElevator outside of Cafe 112B yes W1 Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 ELEV Elevators, PassengerElevator outside of Cafe 112B yes W2 Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 ELEV Elevators, PassengerElevator outside of Cafe 112B yes W3 Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 ELEV Elevators, PassengerElevator outside of Cafe 112B yes W4 Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 ELEV Elevators, PassengerElevator outside of Cafe 112B yes Ceiling Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 ELEV Elevators, PassengerElevator outside of Cafe 112B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110 Circulation (Hallway) Main Hallway from 127A to 139B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110 Circulation (Hallway) Main Hallway from 127A to 139B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110 Circulation (Hallway) Main Hallway from 127A to 139B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110 Circulation (Hallway) Main Hallway from 127A to 139B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110 Circulation (Hallway) Main Hallway from 127A to 139B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110 Circulation (Hallway) Main Hallway from 127A to 139B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110-PC Pipe Chase Pipe Chase near Boy's Restroom 114D in H110 no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110-PC Pipe Chase Pipe Chase near Boy's Restroom 114D in H110 no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110-PC Pipe Chase Pipe Chase near Boy's Restroom 114D in H110 no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110-PC Pipe Chase Pipe Chase near Boy's Restroom 114D in H110 no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110-PC Pipe Chase Pipe Chase near Boy's Restroom 114D in H110 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110-PC Pipe Chase Pipe Chase near Boy's Restroom 114D in H110 no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110A Circulation (Hallway) Hallway lobby outside Building Engineer's Office Suite 129 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110A Circulation (Hallway) Hallway lobby outside Building Engineer's Office Suite 129 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110A Circulation (Hallway) Hallway lobby outside Building Engineer's Office Suite 129 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110A Circulation (Hallway) Hallway lobby outside Building Engineer's Office Suite 129 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110A Circulation (Hallway) Hallway lobby outside Building Engineer's Office Suite 129 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110A Circulation (Hallway) Hallway lobby outside Building Engineer's Office Suite 129 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110B Circulation (Hallway) Main Hallway to outside 126 Learning Center yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110B Circulation (Hallway) Main Hallway to outside 126 Learning Center yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110B Circulation (Hallway) Main Hallway to outside 126 Learning Center yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110B Circulation (Hallway) Main Hallway to outside 126 Learning Center yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H110B Circulation (Hallway) Main Hallway to outside 126 Learning Center yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H110B Circulation (Hallway) Main Hallway to outside 126 Learning Center yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H111 Circulation (Hallway) Hallway from Classrooms 115 to 116 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H111 Circulation (Hallway) Hallway from Classrooms 115 to 116 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H111 Circulation (Hallway) Hallway from Classrooms 115 to 116 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H111 Circulation (Hallway) Hallway from Classrooms 115 to 116 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H111 Circulation (Hallway) Hallway from Classrooms 115 to 116 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H111 Circulation (Hallway) Hallway from Classrooms 115 to 116 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H112 Circulation (Hallway) Hallway from Stairwell to Team Room 174 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H112 Circulation (Hallway) Hallway from Stairwell to Team Room 174 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H112 Circulation (Hallway) Hallway from Stairwell to Team Room 174 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H112 Circulation (Hallway) Hallway from Stairwell to Team Room 174 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H112 Circulation (Hallway) Hallway from Stairwell to Team Room 174 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H112 Circulation (Hallway) Hallway from Stairwell to Team Room 174 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H113 Circulation (Hallway) Hallway from stairs to Storage closet 175 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H113 Circulation (Hallway) Hallway from stairs to Storage closet 175 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H113 Circulation (Hallway) Hallway from stairs to Storage closet 175 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H113 Circulation (Hallway) Hallway from stairs to Storage closet 175 yes W4 Concrete White Flaking 200 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 1 H113 Circulation (Hallway) Hallway from stairs to Storage closet 175 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H113 Circulation (Hallway) Hallway from stairs to Storage closet 175 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H114 Circulation (Hallway) Hallway from storage room 181 to girl's locker toom 179 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H114 Circulation (Hallway) Hallway from storage room 181 to girl's locker toom 179 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H114 Circulation (Hallway) Hallway from storage room 181 to girl's locker toom 179 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H114 Circulation (Hallway) Hallway from storage room 181 to girl's locker toom 179 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H114 Circulation (Hallway) Hallway from storage room 181 to girl's locker toom 179 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H114 Circulation (Hallway) Hallway from storage room 181 to girl's locker toom 179 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H115 Circulation (Hallway) Hallway from H113 to Girl's Locker Room 179 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H115 Circulation (Hallway) Hallway from H113 to Girl's Locker Room 179 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H115 Circulation (Hallway) Hallway from H113 to Girl's Locker Room 179 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H115 Circulation (Hallway) Hallway from H113 to Girl's Locker Room 179 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H115 Circulation (Hallway) Hallway from H113 to Girl's Locker Room 179 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H115 Circulation (Hallway) Hallway from H113 to Girl's Locker Room 179 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H116 Circulation (Hallway) Hallway between storage rooms 173 and 174 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H116 Circulation (Hallway) Hallway between storage rooms 173 and 174 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H116 Circulation (Hallway) Hallway between storage rooms 173 and 174 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H116 Circulation (Hallway) Hallway between storage rooms 173 and 174 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H116 Circulation (Hallway) Hallway between storage rooms 173 and 174 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H116 Circulation (Hallway) Hallway between storage rooms 173 and 174 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H117 Circulation (Hallway) Hallway from storage room 171 to boy's locker room 176 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H117 Circulation (Hallway) Hallway from storage room 171 to boy's locker room 176 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H117 Circulation (Hallway) Hallway from storage room 171 to boy's locker room 176 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H117 Circulation (Hallway) Hallway from storage room 171 to boy's locker room 176 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H117 Circulation (Hallway) Hallway from storage room 171 to boy's locker room 176 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H117 Circulation (Hallway) Hallway from storage room 171 to boy's locker room 176 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H12 Circulation (Hallway) Hallway outside Visual Communication Classroom T130 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H12 Circulation (Hallway) Hallway outside Visual Communication Classroom T130 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H12 Circulation (Hallway) Hallway outside Visual Communication Classroom T130 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H12 Circulation (Hallway) Hallway outside Visual Communication Classroom T130 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H12 Circulation (Hallway) Hallway outside Visual Communication Classroom T130 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H12 Circulation (Hallway) Hallway outside Visual Communication Classroom T130 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H13 Circulation (Hallway) Hallway from Classrooms 140 to 141 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H13 Circulation (Hallway) Hallway from Classrooms 140 to 141 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H13 Circulation (Hallway) Hallway from Classrooms 140 to 141 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H13 Circulation (Hallway) Hallway from Classrooms 140 to 141 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H13 Circulation (Hallway) Hallway from Classrooms 140 to 141 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H13 Circulation (Hallway) Hallway from Classrooms 140 to 141 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H13A Circulation (Hallway) Hallway leading to Loading Dock yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H13A Circulation (Hallway) Hallway leading to Loading Dock yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H13A Circulation (Hallway) Hallway leading to Loading Dock yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H13A Circulation (Hallway) Hallway leading to Loading Dock yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H13A Circulation (Hallway) Hallway leading to Loading Dock yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H13A Circulation (Hallway) Hallway leading to Loading Dock yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H14 Circulation (Hallway) Hallway from Classrooms 131 to 134 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H14 Circulation (Hallway) Hallway from Classrooms 131 to 134 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H14 Circulation (Hallway) Hallway from Classrooms 131 to 134 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H14 Circulation (Hallway) Hallway from Classrooms 131 to 134 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H14 Circulation (Hallway) Hallway from Classrooms 131 to 134 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H14 Circulation (Hallway) Hallway from Classrooms 131 to 134 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H15 Circulation (Hallway) Hallway from Classrooms 101 to 104 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H15 Circulation (Hallway) Hallway from Classrooms 101 to 104 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H15 Circulation (Hallway) Hallway from Classrooms 101 to 104 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H15 Circulation (Hallway) Hallway from Classrooms 101 to 104 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H15 Circulation (Hallway) Hallway from Classrooms 101 to 104 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H15 Circulation (Hallway) Hallway from Classrooms 101 to 104 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H16 Circulation (Hallway) Hallway from Classrooms 110 to 111 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H16 Circulation (Hallway) Hallway from Classrooms 110 to 111 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H16 Circulation (Hallway) Hallway from Classrooms 110 to 111 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H16 Circulation (Hallway) Hallway from Classrooms 110 to 111 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H16 Circulation (Hallway) Hallway from Classrooms 110 to 111 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H16 Circulation (Hallway) Hallway from Classrooms 110 to 111 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H16A Circulation (Hallway) Hallway from Classrooms 105 to 109 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H16A Circulation (Hallway) Hallway from Classrooms 105 to 109 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H16A Circulation (Hallway) Hallway from Classrooms 105 to 109 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H16A Circulation (Hallway) Hallway from Classrooms 105 to 109 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H16A Circulation (Hallway) Hallway from Classrooms 105 to 109 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H16A Circulation (Hallway) Hallway from Classrooms 105 to 109 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H17 Circulation (Hallway) Hallway from Classrooms 117 to 122 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H17 Circulation (Hallway) Hallway from Classrooms 117 to 122 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H17 Circulation (Hallway) Hallway from Classrooms 117 to 122 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H17 Circulation (Hallway) Hallway from Classrooms 117 to 122 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H17 Circulation (Hallway) Hallway from Classrooms 117 to 122 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H17 Circulation (Hallway) Hallway from Classrooms 117 to 122 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H177 Circulation (Hallway) Hallway entrance to Team room 177 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H177 Circulation (Hallway) Hallway entrance to Team room 177 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H177 Circulation (Hallway) Hallway entrance to Team room 177 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H177 Circulation (Hallway) Hallway entrance to Team room 177 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H177 Circulation (Hallway) Hallway entrance to Team room 177 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 1 H177 Circulation (Hallway) Hallway entrance to Team room 177 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H18 Circulation (Hallway) Hallway from Classrooms 123 to 125 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H18 Circulation (Hallway) Hallway from Classrooms 123 to 125 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H18 Circulation (Hallway) Hallway from Classrooms 123 to 125 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H18 Circulation (Hallway) Hallway from Classrooms 123 to 125 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H18 Circulation (Hallway) Hallway from Classrooms 123 to 125 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H18 Circulation (Hallway) Hallway from Classrooms 123 to 125 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H19 Circulation (Hallway) Hallway outside Classroom 125 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H19 Circulation (Hallway) Hallway outside Classroom 125 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H19 Circulation (Hallway) Hallway outside Classroom 125 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H19 Circulation (Hallway) Hallway outside Classroom 125 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 H19 Circulation (Hallway) Hallway outside Classroom 125 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 H19 Circulation (Hallway) Hallway outside Classroom 125 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 M127A Boiler Room Boiler/Chiller Room M127A no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 M127A Boiler Room Boiler/Chiller Room M127A no W1 CMU Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 M127A Boiler Room Boiler/Chiller Room M127A no W2 Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 M127A Boiler Room Boiler/Chiller Room M127A no W2 Concrete Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 M127A Boiler Room Boiler/Chiller Room M127A no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 M127A Boiler Room Boiler/Chiller Room M127A no W3 CMU Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 M127A Boiler Room Boiler/Chiller Room M127A no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 M127A Boiler Room Boiler/Chiller Room M127A no W4 CMU Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 M127A Boiler Room Boiler/Chiller Room M127A no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 M127A Boiler Room Boiler/Chiller Room M127A no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S1-1 Stairs Stairwell 1 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S1-1 Stairs Stairwell 1 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S1-1 Stairs Stairwell 1 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S1-1 Stairs Stairwell 1 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S1-1 Stairs Stairwell 1 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S1-1 Stairs Stairwell 1 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S1-1 Stairs Stairwell 1 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S1-1 Stairs Stairwell 1 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S1-1 Stairs Stairwell 1 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S1-1 Stairs Stairwell 1 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S10-1 Stairs Stairwell 10 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S10-1 Stairs Stairwell 10 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S10-1 Stairs Stairwell 10 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S10-1 Stairs Stairwell 10 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S10-1 Stairs Stairwell 10 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S10-1 Stairs Stairwell 10 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S10-1 Stairs Stairwell 10 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S10-1 Stairs Stairwell 10 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S10-1 Stairs Stairwell 10 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S10-1 Stairs Stairwell 10 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S11A Stairs Stairwell 11 yes Riser Metal Grey Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S11A Stairs Stairwell 11 yes Stringer Metal Grey Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S11A Stairs Stairwell 11 yes Tread Metal Grey Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S11A Stairs Stairwell 11 yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S11A Stairs Stairwell 11 yes W1 Concrete White Flaking 40 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S11A Stairs Stairwell 11 yes W2 Concrete White Flaking 80 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S11A Stairs Stairwell 11 yes W3 Concrete White Flaking 150 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S11A Stairs Stairwell 11 yes W4 Concrete White Flaking 100 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S11A Stairs Stairwell 11 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S11A Stairs Stairwell 11 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S12-1 Stairs Stairwell 12 yes Riser Metal Grey Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S12-1 Stairs Stairwell 12 yes Stringer Metal Grey Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S12-1 Stairs Stairwell 12 yes Tread Metal Grey Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S12-1 Stairs Stairwell 12 yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S12-1 Stairs Stairwell 12 yes W1 Concrete White Flaking 40 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S12-1 Stairs Stairwell 12 yes W2 Concrete White Flaking 200 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S12-1 Stairs Stairwell 12 yes W3 Concrete White Flaking 150 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S12-1 Stairs Stairwell 12 yes W4 Concrete White Flaking 150 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S12-1 Stairs Stairwell 12 yes Ceiling Concrete White Flaking 50 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S12-1 Stairs Stairwell 12 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S15-1 Stairs Stairwell 15 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S15-1 Stairs Stairwell 15 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S15-1 Stairs Stairwell 15 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S15-1 Stairs Stairwell 15 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S15-1 Stairs Stairwell 15 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S15-1 Stairs Stairwell 15 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S15-1 Stairs Stairwell 15 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S15-1 Stairs Stairwell 15 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S15-1 Stairs Stairwell 15 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S15-1 Stairs Stairwell 15 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S2-1 Stairs Stairwell 2 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S2-1 Stairs Stairwell 2 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S2-1 Stairs Stairwell 2 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S2-1 Stairs Stairwell 2 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S2-1 Stairs Stairwell 2 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S2-1 Stairs Stairwell 2 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 1 S2-1 Stairs Stairwell 2 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S2-1 Stairs Stairwell 2 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S2-1 Stairs Stairwell 2 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S2-1 Stairs Stairwell 2 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S3-1 Stairs Stairwell 3 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S3-1 Stairs Stairwell 3 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S3-1 Stairs Stairwell 3 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S3-1 Stairs Stairwell 3 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S3-1 Stairs Stairwell 3 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S3-1 Stairs Stairwell 3 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S3-1 Stairs Stairwell 3 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S3-1 Stairs Stairwell 3 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S3-1 Stairs Stairwell 3 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S3-1 Stairs Stairwell 3 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S4-1 Stairs Stairwell 4 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S4-1 Stairs Stairwell 4 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S4-1 Stairs Stairwell 4 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S4-1 Stairs Stairwell 4 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S4-1 Stairs Stairwell 4 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S4-1 Stairs Stairwell 4 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S4-1 Stairs Stairwell 4 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S4-1 Stairs Stairwell 4 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S4-1 Stairs Stairwell 4 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S4-1 Stairs Stairwell 4 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S5-1 Stairs Stairwell 5 yes Riser Metal Gray Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S5-1 Stairs Stairwell 5 yes Stringer Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S5-1 Stairs Stairwell 5 yes Stringer Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S5-1 Stairs Stairwell 5 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S5-1 Stairs Stairwell 5 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S5-1 Stairs Stairwell 5 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S5-1 Stairs Stairwell 5 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S5-1 Stairs Stairwell 5 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S5-1 Stairs Stairwell 5 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S6-1 Stairs Stairwell 6 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S6-1 Stairs Stairwell 6 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S6-1 Stairs Stairwell 6 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S6-1 Stairs Stairwell 6 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S6-1 Stairs Stairwell 6 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S6-1 Stairs Stairwell 6 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S6-1 Stairs Stairwell 6 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S6-1 Stairs Stairwell 6 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S6-1 Stairs Stairwell 6 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S6-1 Stairs Stairwell 6 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S7-1 Stairs Stairwell 7 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S7-1 Stairs Stairwell 7 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S7-1 Stairs Stairwell 7 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S7-1 Stairs Stairwell 7 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S7-1 Stairs Stairwell 7 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S7-1 Stairs Stairwell 7 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S7-1 Stairs Stairwell 7 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S7-1 Stairs Stairwell 7 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S7-1 Stairs Stairwell 7 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S7-1 Stairs Stairwell 7 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S9-1 Stairs Stairwell 9 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S9-1 Stairs Stairwell 9 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S9-1 Stairs Stairwell 9 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S9-1 Stairs Stairwell 9 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 S9-1 Stairs Stairwell 9 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S9-1 Stairs Stairwell 9 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 S9-1 Stairs Stairwell 9 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S9-1 Stairs Stairwell 9 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S9-1 Stairs Stairwell 9 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 S9-1 Stairs Stairwell 9 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 T130 Senior High Visual Communication Classroom T130 yes Door Frame 1 Metal Black Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 T130 Senior High Visual Communication Classroom T130 yes Door Frame 2 Metal Black Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 T130 Senior High Visual Communication Classroom T130 yes Column 1 Concrete Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130 Senior High Visual Communication Classroom T130 yes Column 2 Concrete Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130 Senior High Visual Communication Classroom T130 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130 Senior High Visual Communication Classroom T130 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130 Senior High Visual Communication Classroom T130 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130 Senior High Visual Communication Classroom T130 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130 Senior High Visual Communication Classroom T130 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T130 Senior High Visual Communication Classroom T130 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T130C Storage Left Storage room in Visual Communication Classroom T130yes Door Frame Metal Black None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 T130C Storage Left Storage room in Visual Communication Classroom T130yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130C Storage Left Storage room in Visual Communication Classroom T130yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130C Storage Left Storage room in Visual Communication Classroom T130yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130C Storage Left Storage room in Visual Communication Classroom T130yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130C Storage Left Storage room in Visual Communication Classroom T130yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 1 T130C Storage Left Storage room in Visual Communication Classroom T130yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T130D Storage Right Storage room in Visual Communication Classroom T130yes Door Frame Metal Black None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 T130D Storage Right Storage room in Visual Communication Classroom T130yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130D Storage Right Storage room in Visual Communication Classroom T130yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130D Storage Right Storage room in Visual Communication Classroom T130yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130D Storage Right Storage room in Visual Communication Classroom T130yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T130D Storage Right Storage room in Visual Communication Classroom T130yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T130D Storage Right Storage room in Visual Communication Classroom T130yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T134B Storage Storage Room T134B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T134B Storage Storage Room T134B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T134B Storage Storage Room T134B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T134B Storage Storage Room T134B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 1 T134B Storage Storage Room T134B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T134B Storage Storage Room T134B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T142 Storage Stock Room T142 yes Door frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 1 T142 Storage Stock Room T142 yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T142 Storage Stock Room T142 yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T142 Storage Stock Room T142 yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T142 Storage Stock Room T142 yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T142 Storage Stock Room T142 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T142 Storage Stock Room T142 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T143 Electrical Room Electrical Room no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T143 Electrical Room Electrical Room no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T143 Electrical Room Electrical Room no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T143 Electrical Room Electrical Room no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T143 Electrical Room Electrical Room no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 1 T143 Electrical Room Electrical Room no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200 Senior High Learning Center 200 yes Door Frame 1 Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200 Senior High Learning Center 200 yes Door Frame 2 Metal Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200 Senior High Learning Center 200 yes Door Frame 3 Metal Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200 Senior High Learning Center 200 yes Column 1 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200 Senior High Learning Center 200 yes Column 2 Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200 Senior High Learning Center 200 yes W1 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200 Senior High Learning Center 200 yes W2 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200 Senior High Learning Center 200 yes W3 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200 Senior High Learning Center 200 yes W4 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200 Senior High Learning Center 200 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200 Senior High Learning Center 200 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200A Senior High Learning Center 200A yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200A Storage Storage Closet 200A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200A Storage Storage Closet 200A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200A Storage Storage Closet 200A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200A Storage Storage Closet 200A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200A Storage Storage Closet 200A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200A Storage Storage Closet 200A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200B Administrative Office Office 200B yes Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200B Administrative Office Office 200B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200B Administrative Office Office 200B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200B Administrative Office Office 200B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200B Administrative Office Office 200B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200B Administrative Office Office 200B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200B Administrative Office Office 200B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200C Administrative Office Office 200C yes Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200C Administrative Office Office 200C yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200C Administrative Office Office 200C yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200C Administrative Office Office 200C yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200C Administrative Office Office 200C yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200C Administrative Office Office 200C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200C Administrative Office Office 200C yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200D Administrative Office Office 200D yes Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200D Administrative Office Office 200D yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200D Administrative Office Office 200D yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200D Administrative Office Office 200D yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200D Administrative Office Office 200D yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200D Administrative Office Office 200D yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200D Administrative Office Office 200D yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200E Administrative Office Office 200E yes Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200E Administrative Office Office 200E yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200E Administrative Office Office 200E yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200E Administrative Office Office 200E yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200E Administrative Office Office 200E yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200E Administrative Office Office 200E yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200E Administrative Office Office 200E yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200F Administrative Office Office 200F yes Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200F Administrative Office Office 200F yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200F Administrative Office Office 200F yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200F Administrative Office Office 200F yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200F Administrative Office Office 200F yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200F Administrative Office Office 200F yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 2 200F Administrative Office Office 200F yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200G Administrative Office Office 200G yes Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200G Administrative Office Office 200G yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200G Administrative Office Office 200G yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200G Administrative Office Office 200G yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200G Administrative Office Office 200G yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200G Administrative Office Office 200G yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200G Administrative Office Office 200G yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200H Service Closets Custodial Closet 200H no Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200H Service Closets Custodial Closet 200H no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200H Service Closets Custodial Closet 200H no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200H Service Closets Custodial Closet 200H no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200H Service Closets Custodial Closet 200H no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200H Service Closets Custodial Closet 200H no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200I Storage Storage Closet 200I yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 2 B606001 2 200I Storage Storage Closet 200I yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200I Storage Storage Closet 200I yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200I Storage Storage Closet 200I yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200I Storage Storage Closet 200I yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200I Storage Storage Closet 200I yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200I Storage Storage Closet 200I yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200I Storage Storage Closet 200I yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200J Senior High Classroom 200J yes Door Frame 1 Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200J Senior High Classroom 200J yes Door Frame 2 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 200J Senior High Classroom 200J yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200J Senior High Classroom 200J yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200J Senior High Classroom 200J yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200J Senior High Classroom 200J yes W4 Sheetrock Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200J Senior High Classroom 200J yes Column Concrete Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 200J Senior High Classroom 200J yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200J Senior High Classroom 200J yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200J Senior High Classroom 200J yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200K Senior High Classroom 200K yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 200K Senior High Classroom 200K yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 200K Senior High Classroom 200K yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 200K Senior High Classroom 200K yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 200K Senior High Classroom 200K yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 200K Senior High Classroom 200K yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 201 Senior High Classroom 201 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 201 Senior High Classroom 201 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 201 Senior High Classroom 201 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 201 Senior High Classroom 201 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 201 Senior High Classroom 201 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 201 Senior High Classroom 201 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 201A Mechanical Room Mechanical Room next to stairwell 8 no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 201A Mechanical Room Mechanical Room next to stairwell 8 no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 201A Mechanical Room Mechanical Room next to stairwell 8 no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 201A Mechanical Room Mechanical Room next to stairwell 8 no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 201A Mechanical Room Mechanical Room next to stairwell 8 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 201A Mechanical Room Mechanical Room next to stairwell 8 no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 202 Senior High Classroom 202 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 202 Senior High Classroom 202 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 202 Senior High Classroom 202 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 202 Senior High Classroom 202 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 202 Senior High Classroom 202 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 202 Senior High Classroom 202 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 203 Administrative Office Teacher's Office 203 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 203 Administrative Office Teacher's Office 203 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 203 Administrative Office Teacher's Office 203 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 203 Administrative Office Teacher's Office 203 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 203 Administrative Office Teacher's Office 203 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 203 Administrative Office Teacher's Office 203 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 204 Senior High Classroom 204 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 204 Senior High Classroom 204 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 204 Senior High Classroom 204 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 204 Senior High Classroom 204 yes W3 CMU White Chipping 20 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 2 204 Senior High Classroom 204 yes W4 CMU White Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 2 204 Senior High Classroom 204 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 204 Senior High Classroom 204 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 205 Senior High Classroom 205 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 205 Senior High Classroom 205 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 205 Senior High Classroom 205 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 205 Senior High Classroom 205 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 205 Senior High Classroom 205 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 205 Senior High Classroom 205 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 205 Senior High Classroom 205 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 206 Senior High Classroom 206 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 206 Senior High Classroom 206 yes W1 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 206 Senior High Classroom 206 yes W2 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
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6060 1 B606001 2 206 Senior High Classroom 206 yes W3 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 206 Senior High Classroom 206 yes W4 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 206 Senior High Classroom 206 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 206 Senior High Classroom 206 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 207 Senior High Classroom 207 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 207 Senior High Classroom 207 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 207 Senior High Classroom 207 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 207 Senior High Classroom 207 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 207 Senior High Classroom 207 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 207 Senior High Classroom 207 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 207 Senior High Classroom 207 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 208 Senior High Classroom 208 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 208 Senior High Classroom 208 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 208 Senior High Classroom 208 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 208 Senior High Classroom 208 yes W3 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 208 Senior High Classroom 208 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 208 Senior High Classroom 208 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 208 Senior High Classroom 208 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 209 Senior High Classroom 209 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 209 Senior High Classroom 209 yes W1 CMU Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 209 Senior High Classroom 209 yes W2 CMU Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 209 Senior High Classroom 209 yes W3 CMU Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 209 Senior High Classroom 209 yes W4 CMU Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 209 Senior High Classroom 209 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 209 Senior High Classroom 209 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 210 Senior High Classroom 210 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 210 Senior High Classroom 210 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 210 Senior High Classroom 210 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 210 Senior High Classroom 210 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 210 Senior High Classroom 210 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 210 Senior High Classroom 210 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 210 Senior High Classroom 210 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 211 Senior High Classroom 211 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 211 Senior High Classroom 211 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 211 Senior High Classroom 211 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 211 Senior High Classroom 211 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 211 Senior High Classroom 211 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 211 Senior High Classroom 211 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 211 Senior High Classroom 211 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212A Computer - Senior HighComputer Lab 212 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 212A Computer - Senior HighComputer Lab 212 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 212A Computer - Senior HighComputer Lab 212 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 212A Computer - Senior HighComputer Lab 212 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 212A Computer - Senior HighComputer Lab 212 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212A Computer - Senior HighComputer Lab 212 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212B Computer - Senior HighComputer Lab 212B yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 212B Computer - Senior HighComputer Lab 212B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 212B Computer - Senior HighComputer Lab 212B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 212B Computer - Senior HighComputer Lab 212B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 212B Computer - Senior HighComputer Lab 212B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 212B Computer - Senior HighComputer Lab 212B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212B Computer - Senior HighComputer Lab 212B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212C Computer - Senior HighComputer Lab 212C yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 212C Computer - Senior HighComputer Lab 212C yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 212C Computer - Senior HighComputer Lab 212C yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 212C Computer - Senior HighComputer Lab 212C yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 212C Computer - Senior HighComputer Lab 212C yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 212C Computer - Senior HighComputer Lab 212C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212C Computer - Senior HighComputer Lab 212C yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212D Mechanical Room Mechanical Room in 212 Foyer no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212D Mechanical Room Mechanical Room in 212 Foyer no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212D Mechanical Room Mechanical Room in 212 Foyer no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212D Mechanical Room Mechanical Room in 212 Foyer no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212D Mechanical Room Mechanical Room in 212 Foyer no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 212D Mechanical Room Mechanical Room in 212 Foyer no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213 Storage Storage/IT MDF Room 213 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 213 Storage Storage/IT MDF Room 213 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 213 Storage Storage/IT MDF Room 213 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 213 Storage Storage/IT MDF Room 213 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 213 Storage Storage/IT MDF Room 213 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213 Storage Storage/IT MDF Room 213 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213A Student Restrooms - Male (4-12)Boy's Restroom 213A yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213A Student Restrooms - Male (4-12)Boy's Restroom 213A yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213A Student Restrooms - Male (4-12)Boy's Restroom 213A yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213A Student Restrooms - Male (4-12)Boy's Restroom 213A yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213A Student Restrooms - Male (4-12)Boy's Restroom 213A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213A Student Restrooms - Male (4-12)Boy's Restroom 213A yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213B Student Restrooms - Female (4-12)Girl's Restroom 213B yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213B Student Restrooms - Female (4-12)Girl's Restroom 213B yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no



Dates: 10/9/23-11/9/23 Lead-Safe Certification Assessment Report
Inspector Name and Certificate Number: Erik Swanson 
#006917 Martin Luther King High School
Inspection Company:  Viva EHS 6100 Stenton Ave, Philadelphia PA 19138

ULCS#

E
l
e
m
e
n
t

BldgElmt
ID

F
l
o
o
r Space # Space Type On-Site Room Name

Student/Teacher 
Occupied 

(yes/no) [1] Component
Substrate 
Material [2] Paint Color

Description of 
Damage

Damage 
Quantity (sf) 

[3]
XRF Reading 

(mg/cm2)

XRF
(positive/ 

negative) [4]

Asbestos Paint 
sampled

(positive/ 
negative) [5]

Debris Present
(describe 

location) [6]
Quantity (sf) 

[7]

Date debris 
reported to 

OEP and/or BE  
[8]

Quanitity (SF) 
of Damage 

Paint behind 
Radiator  [9]

Quantity of 
Ceiling Tile to 
be Replaced 
(Number of 
ceiling tiles 
not the SF)

Padlock Needs 
to be Removed

Contents Need 
to be Moved 

[10]

On-going 
Moisture 
Intrusion

Plastering 
Needed (yes or 

no)

Asbestos 
Abatement 

Needed (yes or 
no) [11]

Comments/ 
Description/ 

Notes
6060 1 B606001 2 213B Student Restrooms - Female (4-12)Girl's Restroom 213B yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213B Student Restrooms - Female (4-12)Girl's Restroom 213B yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213B Student Restrooms - Female (4-12)Girl's Restroom 213B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213B Student Restrooms - Female (4-12)Girl's Restroom 213B yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213B-PC Pipe Chase Pipe Chase in Girl's Restroom 213B no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213B-PC Pipe Chase Pipe Chase in Girl's Restroom 213B no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213B-PC Pipe Chase Pipe Chase in Girl's Restroom 213B no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213B-PC Pipe Chase Pipe Chase in Girl's Restroom 213B no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213B-PC Pipe Chase Pipe Chase in Girl's Restroom 213B no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 213B-PC Pipe Chase Pipe Chase in Girl's Restroom 213B no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214 Cafeteria (Dining Area)Cafeteria 214 yes Door Frame 1 Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 214 Cafeteria (Dining Area)Cafeteria 214 yes Door Frame 2 Metal Purple Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 214 Cefeteria (Dining Area)Cafeteria 214 yes W1 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 214 Cafeteria (Dining Area)Cafeteria 214 yes W2 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 214 Cafeteria (Dining Area)Cafeteria 214 yes W3 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 214 Cafeteria (Dining Area)Cafeteria 214 yes W4 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 214 Cafeteria (Dining Area)Cafeteria 214 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214 Cafeteria (Dining Area)Cafeteria 214 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Cafeteria (Dining Area)Pipe Chase off Cafeteria 214 no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Cafeteria (Dining Area)Pipe Chase off Cafeteria 214 no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Cafeteria (Dining Area)Pipe Chase off Cafeteria 214 no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Cafeteria (Dining Area)Pipe Chase off Cafeteria 214 no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Cafeteria (Dining Area)Pipe Chase off Cafeteria 214 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Cafeteria (Dining Area)Pipe Chase off Cafeteria 214 no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Cefeteria (Dining Area)Pantry 214A no Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 214A Kitchen and Dry Storage AreaPantry 214A no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Kitchen and Dry Storage AreaPantry 214A no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Kitchen and Dry Storage AreaPantry 214A no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Kitchen and Dry Storage AreaPantry 214A no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Kitchen and Dry Storage AreaPantry 214A no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214A Kitchen and Dry Storage AreaPantry 214A no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214B Kitchen and Dry Storage Area214B Storage no Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 214B Kitchen and Dry Storage Area214B Storage no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 214B Kitchen and Dry Storage Area214B Storage no W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 214B Kitchen and Dry Storage Area214B Storage no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 214B Kitchen and Dry Storage Area214B Storage no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 214B Kitchen and Dry Storage Area214B Storage no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214B Kitchen and Dry Storage Area214B Storage no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214C Student Restrooms - Female (4-12)Girl's Restroom 214C yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214C Student Restrooms - Female (4-12)Girl's Restroom 214C yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214C Student Restrooms - Female (4-12)Girl's Restroom 214C yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214C Student Restrooms - Female (4-12)Girl's Restroom 214C yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214C Student Restrooms - Female (4-12)Girl's Restroom 214C yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214C Student Restrooms - Female (4-12)Girl's Restroom 214C yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214D Student Restrooms - Male (4-12)Boy's Restroom 214D yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214D Student Restrooms - Male (4-12)Boy's Restroom 214D yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214D Student Restrooms - Male (4-12)Boy's Restroom 214D yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214D Student Restrooms - Male (4-12)Boy's Restroom 214D yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214D Student Restrooms - Male (4-12)Boy's Restroom 214D yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 214D Student Restrooms - Male (4-12)Boy's Restroom 214D yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 215 Senior High Classroom 215 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 215 Senior High Classroom 215 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 215 Senior High Classroom 215 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 215 Senior High Classroom 215 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 215 Senior High Classroom 215 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 215 Senior High Classroom 215 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 215 Senior High Classroom 215 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 216 Senior High Classroom 216 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 216 Senior High Classroom 216 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 216 Senior High Classroom 216 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 216 Senior High Classroom 216 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 216 Senior High Classroom 216 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 216 Senior High Classroom 216 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 216 Senior High Classroom 216 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 217 Senior High Classroom 217 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 217 Senior High Classroom 217 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 217 Senior High Classroom 217 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 217 Senior High Classroom 217 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 217 Senior High Classroom 217 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 217 Senior High Classroom 217 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 218 Senior High Classroom 218 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 218 Senior High Classroom 218 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 218 Senior High Classroom 218 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 218 Senior High Classroom 218 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 218 Senior High Classroom 218 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 218 Senior High Classroom 218 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 219 Administrative Office Roster Office 219 yes Door Frame 1 Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 219 Administrative Office Roster Office 219 yes Door Frame 2 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 219 Administrative Office Roster Office 219 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 2 219 Administrative Office Roster Office 219 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 219 Administrative Office Roster Office 219 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 219 Administrative Office Roster Office 219 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 219 Administrative Office Roster Office 219 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 219 Administrative Office Roster Office 219 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 220 Senior High Classroom 220 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 220 Senior High Classroom 220 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 220 Senior High Classroom 220 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 220 Senior High Classroom 220 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Vertex - 8/27/23
6060 1 B606001 2 220 Senior High Classroom 220 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 220 Senior High Classroom 220 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 221 Senior High Classroom 221 yes Door Frame Metal Purple Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 221 Senior High Classroom 221 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 221 Senior High Classroom 221 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 221 Senior High Classroom 221 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 221 Senior High Classroom 221 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 221 Senior High Classroom 221 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 221 Senior High Classroom 221 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 222 Senior High Classroom 222 yes Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 222 Senior High Classroom 222 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 222 Senior High Classroom 222 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 222 Senior High Classroom 222 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 222 Senior High Classroom 222 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 222 Senior High Classroom 222 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 222 Senior High Classroom 222 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 223 Senior High Classroom 223 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 223 Senior High Classroom 223 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 223 Senior High Classroom 223 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 223 Senior High Classroom 223 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 223 Senior High Classroom 223 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 223 Senior High Classroom 223 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 224 Senior High Classroom 224 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 224 Senior High Classroom 224 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 224 Senior High Classroom 224 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 224 Senior High Classroom 224 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 224 Senior High Classroom 224 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 224 Senior High Classroom 224 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 225 Senior High Classroom 225 yes Door Frame Metal Gray Chipping 3 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 225 Senior High Classroom 225 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 225 Senior High Classroom 225 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 225 Senior High Classroom 225 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 225 Senior High Classroom 225 yes W4 CMU White Flaking 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 2 225 Senior High Classroom 225 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 225 Senior High Classroom 225 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226 Senior High Learning Center 226 yes Door Frame 1 Metal Yellow Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 226 Senior High Learning Center 226 yes Door Frame 2 Metal Yellow Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 226 Senior High Learning Center 226 yes Door Frame 3 Metal Yellow Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 226 Senior High Learning Center 226 yes W1 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226 Senior High Learning Center 226 yes W2 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226 Senior High Learning Center 226 yes W3 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226 Senior High Learning Center 226 yes W4 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226 Senior High Learning Center 226 yes Column 1 Concrete Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226 Senior High Learning Center 226 yes Column 2 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226 Senior High Learning Center 226 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226 Senior High Learning Center 226 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226A Storage Storage Closet 226A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226A Storage Storage Closet 226A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226A Storage Storage Closet 226A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226A Storage Storage Closet 226A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226A Storage Storage Closet 226A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226A Storage Storage Closet 226A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226B Administrative Office Office 226B yes Door Frame 1 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 226B Administrative Office Office 226B yes Door Frame 2 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 226B Administrative Office Office 226B yes Door Frame 3 Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 226B Administrative Office Office 226B yes W1 CMU Yellow Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226B Administrative Office Office 226B yes W2 CMU Yellow Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226B Administrative Office Office 226B yes W3 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226B Administrative Office Office 226B yes W4 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226B Administrative Office Office 226B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226B Administrative Office Office 226B yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226C Administrative Office Office 226C yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 226C Administrative Office Office 226C yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226C Administrative Office Office 226C yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226C Administrative Office Office 226C yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226C Administrative Office Office 226C yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226C Administrative Office Office 226C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226C Administrative Office Office 226C yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226D Administrative Office Office 226D yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226D Administrative Office Office 226D yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 2 226D Administrative Office Office 226D yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226D Administrative Office Office 226D yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226D Administrative Office Office 226D yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226D Administrative Office Office 226D yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226E Administrative Office Office 226E yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226E Administrative Office Office 226E yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226E Administrative Office Office 226E yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226E Administrative Office Office 226E yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226E Administrative Office Office 226E yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226E Administrative Office Office 226E yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226F Administrative Office Office 226F yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226F Administrative Office Office 226F yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226F Administrative Office Office 226F yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226F Administrative Office Office 226F yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226F Administrative Office Office 226F yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226F Administrative Office Office 226F yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226G Administrative Office Office 226G yes Door Frame 1 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 226G Administrative Office Office 226G yes Door Frame 2 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 2226G Administrative Office Office 226G yes Duct Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226G Administrative Office Office 226G yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226G Administrative Office Office 226G yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226G Administrative Office Office 226G yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226G Administrative Office Office 226G yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226G Administrative Office Office 226G yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226G Administrative Office Office 226G yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226H Administrative Office Custodial Closet 226H no Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 226H Service Closets Custodial Closet 226H no W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226H Service Closets Custodial Closet 226H no W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226H Service Closets Custodial Closet 226H no W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226H Service Closets Custodial Closet 226H no W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226H Service Closets Custodial Closet 226H no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226H Service Closets Custodial Closet 226H no Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226I Storage Storage Closet 226I yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226I Storage Storage Closet 226I yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226I Storage Storage Closet 226I yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226I Storage Storage Closet 226I yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226I Storage Storage Closet 226I yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226I Storage Storage Closet 226I yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226J Central Security Deans Office 226J yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226J Central Security Deans Office 226J yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226J Central Security Deans Office 226J yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226J Central Security Deans Office 226J yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226J Central Security Deans Office 226J yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226J Central Security Deans Office 226J yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226K Central Security School Police Office 226K yes Door Frame 1 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 226K Central Security School Police Office 226K yes Door Frame 2 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 226K Central Security School Police Office 226K yes Column Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226K Central Security School Police Office 226K yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226K Central Security School Police Office 226K yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226K Central Security School Police Office 226K yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226K Central Security School Police Office 226K yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 226K Central Security School Police Office 226K yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 226K Central Security School Police Office 226K yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes Column Concrete Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes Column Concrete Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes Column Concrete Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes Column Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes Column Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227 IMC (Library) IMC (Library) 227 yes Column Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227A Storage Work Room 227A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227A Storage Work Room 227A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227A Storage Work Room 227A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227A Storage Work Room 227A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227A Storage Work Room 227A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227A Storage Work Room 227A yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227B Storage Work Room 227B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227B Storage Work Room 227B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227B Storage Work Room 227B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227B Storage Work Room 227B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227B Storage Work Room 227B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227B Storage Work Room 227B yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227C Storage IMC (Library) Receiving Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227C Storage IMC (Library) Receiving Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 2 227C Storage IMC (Library) Receiving Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227C Storage IMC (Library) Receiving Room yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227C Storage IMC (Library) Receiving Room yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227C Storage IMC (Library) Receiving Room yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227D Administrative Office Librarian's Office 227D yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227D Administrative Office Librarian's Office 227D yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227D Administrative Office Librarian's Office 227D yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227D Administrative Office Librarian's Office 227D yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227D Administrative Office Librarian's Office 227D yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227D Administrative Office Librarian's Office 227D yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227E Administrative Office Workroom 227E yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227E Administrative Office Workroom 227E yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227E Administrative Office Workroom 227E yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227E Administrative Office Workroom 227E yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227E Administrative Office Workroom 227E yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227E Administrative Office Workroom 227E yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227F Storage Professional Collection Room 227F yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227F Storage Professional Collection Room 227F yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227F Storage Professional Collection Room 227F yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227F Storage Professional Collection Room 227F yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227F Storage Professional Collection Room 227F yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227F Storage Professional Collection Room 227F yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227H Storage Magazine Storage Room 227H yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227H Storage Magazine Storage Room 227H yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227H Storage Magazine Storage Room 227H yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227H Storage Magazine Storage Room 227H yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227H Storage Magazine Storage Room 227H yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227H Storage Magazine Storage Room 227H yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227I Audio-Visual EquipmentAV Equipment Storage Room 227I yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227I Audio-Visual EquipmentAV Equipment Storage Room 227I yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227I Audio-Visual EquipmentAV Equipment Storage Room 227I yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227I Audio-Visual EquipmentAV Equipment Storage Room 227I yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227I Audio-Visual EquipmentAV Equipment Storage Room 227I yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227I Audio-Visual EquipmentAV Equipment Storage Room 227I yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227J Audio-Visual EquipmentAV Equipment Storage Room 227J yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227J Audio-Visual EquipmentAV Equipment Storage Room 227J yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227J Audio-Visual EquipmentAV Equipment Storage Room 227J yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227J Audio-Visual EquipmentAV Equipment Storage Room 227J yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227J Audio-Visual EquipmentAV Equipment Storage Room 227J yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227J Audio-Visual EquipmentAV Equipment Storage Room 227J yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227K Conference Room Conference Room 227K yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227K Conference Room Conference Room 227K yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227K Conference Room Conference Room 227K yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227K Conference Room Conference Room 227K yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227K Conference Room Conference Room 227K yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227K Conference Room Conference Room 227K yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227L Conference Room Conference Room 227L yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227L Conference Room Conference Room 227L yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227L Conference Room Conference Room 227L yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227L Conference Room Conference Room 227L yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227L Conference Room Conference Room 227L yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227L Conference Room Conference Room 227L yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227M Conference Room Conference Room 227M yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227M Conference Room Conference Room 227M yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227M Conference Room Conference Room 227M yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227M Conference Room Conference Room 227M yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 227M Conference Room Conference Room 227M yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 227M Conference Room Conference Room 227M yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 228 Administrative Office Coop. Coordinator Office 228 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 228 Administrative Office Coop. Coordinator Office 228 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 228 Administrative Office Coop. Coordinator Office 228 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 228 Administrative Office Coop. Coordinator Office 228 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 228 Administrative Office Coop. Coordinator Office 228 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 228 Administrative Office Coop. Coordinator Office 228 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 228B Restroom - Male Men's Faculty 228B yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 228B Restroom - Male Men's Faculty 228B yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 228B Restroom - Male Men's Faculty 228B yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 228B Restroom - Male Men's Faculty 228B yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 228B Restroom - Male Men's Faculty 228B yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 228B Restroom - Male Men's Faculty 228B yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 228B Restroom - Male Men's Faculty 228B yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 229 Senior High Classroom 229 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 229 Senior High Classroom 229 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 229 Senior High Classroom 229 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 229 Senior High Classroom 229 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 229 Senior High Classroom 229 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 229 Senior High Classroom 229 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 229A Storage Classroom 229 Closet yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 229A Storage Classroom 229 Closet yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 2 229A Storage Classroom 229 Closet yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 229A Storage Classroom 229 Closet yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 229A Storage Classroom 229 Closet yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 229A Storage Classroom 229 Closet yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 230 Senior High Classroom 230 yes Door Frame 1 Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 230 Senior High Classroom 230 yes Door Frame 2 Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 230 Senior High Classroom 230 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 230 Senior High Classroom 230 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 230 Senior High Classroom 230 yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 230 Senior High Classroom 230 yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 230 Senior High Classroom 230 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 230 Senior High Classroom 230 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 230A Storage Storage Room 230A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 230A Storage Storage Room 230A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 230A Storage Storage Room 230A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 230A Storage Storage Room 230A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 230A Storage Storage Room 230A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 230A Storage Storage Room 230A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 231 Senior High Classroom 231 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 231 Senior High Classroom 231 yes W1 CMU White Flaking 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 2 231 Senior High Classroom 231 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 231 Senior High Classroom 231 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 231 Senior High Classroom 231 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 231 Senior High Classroom 231 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 231 Senior High Classroom 231 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 232 Senior High Classroom 232 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 232 Senior High Classroom 232 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 232 Senior High Classroom 232 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 232 Senior High Classroom 232 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 232 Senior High Classroom 232 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 232 Senior High Classroom 232 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 232 Senior High Classroom 232 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 233 Senior High Classroom 233 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 233 Senior High Classroom 233 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 233 Senior High Classroom 233 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 233 Senior High Classroom 233 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 233 Senior High Classroom 233 yes W4 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 233 Senior High Classroom 233 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 233 Senior High Classroom 233 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 233A Storage Storage Room 233A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 233A Storage Storage Room 233A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 233A Storage Storage Room 233A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 233A Storage Storage Room 233A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 233A Storage Storage Room 233A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 233A Storage Storage Room 233A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 234A Senior High Classroom 234A yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 234A Senior High Classroom 234A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 234A Senior High Classroom 234A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 234A Senior High Classroom 234A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 234A Senior High Classroom 234A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 234A Senior High Classroom 234A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 234A Senior High Classroom 234A yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 234B Senior High Classroom 234B yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 234B Senior High Classroom 234B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 234B Senior High Classroom 234B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 234B Senior High Classroom 234B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 234B Senior High Classroom 234B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 234B Senior High Classroom 234B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 234B Senior High Classroom 234B yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 235 Computer - Senior HighOffice 235 yes Door Frame 1 Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 235 Computer - Senior HighOffice 235 yes Door Frame 2 Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 235 Computer - Senior HighOffice 235 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 235 Computer - Senior HighOffice 235 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 235 Computer - Senior HighOffice 235 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 235 Computer - Senior HighOffice 235 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 235 Computer - Senior HighOffice 235 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 235 Computer - Senior HighOffice 235 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 236 Administrative Office Department Head Office to Business Education 236 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 236 Administrative Office Department Head Office to Business Education 236 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 236 Administrative Office Department Head Office to Business Education 236 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 236 Administrative Office Department Head Office to Business Education 236 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 236 Administrative Office Department Head Office to Business Education 236 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 236 Administrative Office Department Head Office to Business Education 236 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 237 Administrative Office Home Economics Office 237 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 237 Administrative Office Home Economics Office 237 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 237 Administrative Office Home Economics Office 237 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 237 Administrative Office Home Economics Office 237 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 237 Administrative Office Home Economics Office 237 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 237 Administrative Office Home Economics Office 237 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no



Dates: 10/9/23-11/9/23 Lead-Safe Certification Assessment Report
Inspector Name and Certificate Number: Erik Swanson 
#006917 Martin Luther King High School
Inspection Company:  Viva EHS 6100 Stenton Ave, Philadelphia PA 19138

ULCS#

E
l
e
m
e
n
t

BldgElmt
ID

F
l
o
o
r Space # Space Type On-Site Room Name

Student/Teacher 
Occupied 

(yes/no) [1] Component
Substrate 
Material [2] Paint Color

Description of 
Damage

Damage 
Quantity (sf) 

[3]
XRF Reading 

(mg/cm2)

XRF
(positive/ 

negative) [4]

Asbestos Paint 
sampled

(positive/ 
negative) [5]

Debris Present
(describe 

location) [6]
Quantity (sf) 

[7]

Date debris 
reported to 

OEP and/or BE  
[8]

Quanitity (SF) 
of Damage 

Paint behind 
Radiator  [9]

Quantity of 
Ceiling Tile to 
be Replaced 
(Number of 
ceiling tiles 
not the SF)

Padlock Needs 
to be Removed

Contents Need 
to be Moved 

[10]

On-going 
Moisture 
Intrusion

Plastering 
Needed (yes or 

no)

Asbestos 
Abatement 

Needed (yes or 
no) [11]

Comments/ 
Description/ 

Notes
6060 1 B606001 2 237B Storage Storage Closet yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 237B Storage Storage Closet yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 237B Storage Storage Closet yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 237B Storage Storage Closet yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 237B Storage Storage Closet yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 237B Storage Storage Closet yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238 Administrative Office Classroom 238 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 238 Administrative Office Classroom 238 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 238 Administrative Office Classroom 238 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 238 Administrative Office Classroom 238 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 238 Administrative Office Classroom 238 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238 Administrative Office Classroom 238 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238A Student Restrooms - Female (4-12)Girl's Restroom 238A yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238A Student Restrooms - Female (4-12)Girl's Restroom 238A yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238A Student Restrooms - Female (4-12)Girl's Restroom 238A yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238A Student Restrooms - Female (4-12)Girl's Restroom 238A yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238A Student Restrooms - Female (4-12)Girl's Restroom 238A yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238A Student Restrooms - Female (4-12)Girl's Restroom 238A yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238B Restrooms, Staff - FemaleWomen's Restroom next to Girl's Restroom 238A yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238B Restrooms, Staff - FemaleWomen's Restroom next to Girl's Restroom 238A yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238B Restrooms, Staff - FemaleWomen's Restroom next to Girl's Restroom 238A yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238B Restrooms, Staff - FemaleWomen's Restroom next to Girl's Restroom 238A yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238B Restrooms, Staff - FemaleWomen's Restroom next to Girl's Restroom 238A yes Ceiling Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 238B Restrooms, Staff - FemaleWomen's Restroom next to Girl's Restroom 238A yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 239 Senior High Classroom 239 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 239 Senior High Classroom 239 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 239 Senior High Classroom 239 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 239 Senior High Classroom 239 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 239 Senior High Classroom 239 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 239 Senior High Classroom 239 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 239A Storage Storage in 239A no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 239A Storage Storage in 239A no W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 239A Storage Storage in 239A no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 239A Storage Storage in 239A no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 239A Storage Storage in 239A no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 239A Storage Storage in 239A no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 240 Senior High Classroom 240 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 240 Senior High Classroom 240 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 240 Senior High Classroom 240 yes W1 CMU White Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 2 240 Senior High Classroom 240 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 240 Senior High Classroom 240 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 240 Senior High Classroom 240 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 240 Senior High Classroom 240 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 240 Senior High Classroom 240 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 241 Senior High Classroom 241 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 241 Senior High Classroom 241 yes Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 241 Senior High Classroom 241 yes W1 CMU White Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 241 Senior High Classroom 241 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 241 Senior High Classroom 241 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 241 Senior High Classroom 241 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 241 Senior High Classroom 241 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 241 Senior High Classroom 241 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 241A Storage Storage closet in 241 no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 241A Storage Storage closet in 241 no W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 241A Storage Storage closet in 241 no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 241A Storage Storage closet in 241 no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 241A Storage Storage closet in 241 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 241A Storage Storage closet in 241 no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 247 Shop, General Maintenance Shop 247 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 247 Shop, General Maintenance Shop 247 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 247 Shop, General Maintenance Shop 247 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 247 Shop, General Maintenance Shop 247 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 247 Shop, General Maintenance Shop 247 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 247 Shop, General Maintenance Shop 247 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250 Administrative Office Main Office Large Mail Room 250 yes Door Frame 1 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 250 Administrative Office Main Office Large Mail Room 250 yes Door Frame 2 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 250 Administrative Office Main Office Large Mail Room 250 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 250 Administrative Office Main Office Large Mail Room 250 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 250 Administrative Office Main Office Large Mail Room 250 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 250 Administrative Office Main Office Large Mail Room 250 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 250 Administrative Office Main Office Large Mail Room 250 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250 Administrative Office Main Office Large Mail Room 250 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250A Student Restrooms - Male (4-12)Boy's Restroom outside of Gymnasium yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250A Student Restrooms - Male (4-12)Boy's Restroom outside of Gymnasium yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250A Student Restrooms - Male (4-12)Boy's Restroom outside of Gymnasium yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250A Student Restrooms - Male (4-12)Boy's Restroom outside of Gymnasium yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250A Student Restrooms - Male (4-12)Boy's Restroom outside of Gymnasium yes Ceiling Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250A Student Restrooms - Male (4-12)Boy's Restroom outside of Gymnasium yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250B Student Restrooms - Female (4-12)Girl's Restroom outside of Gymnasium yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 2 250B Student Restrooms - Female (4-12)Girl's Restroom outside of Gymnasium yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250B Student Restrooms - Female (4-12)Girl's Restroom outside of Gymnasium yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250B Student Restrooms - Female (4-12)Girl's Restroom outside of Gymnasium yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250B Student Restrooms - Female (4-12)Girl's Restroom outside of Gymnasium yes Ceiling Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250B Student Restrooms - Female (4-12)Girl's Restroom outside of Gymnasium yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250C Service Closets Custodial Closet between the Boy's and Girl's Restroom outside of Gymnasiumno Door Frame Metal Gray Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 250C Service Closets Custodial Closet between the Boy's and Girl's Restroom outside of Gymnasiumno Pipe Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 250C Service Closets Custodial Closet between the Boy's and Girl's Restroom outside of Gymnasiumno W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250C Service Closets Custodial Closet between the Boy's and Girl's Restroom outside of Gymnasiumno W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250C Service Closets Custodial Closet between the Boy's and Girl's Restroom outside of Gymnasiumno W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250C Service Closets Custodial Closet between the Boy's and Girl's Restroom outside of Gymnasiumno W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 250C Service Closets Custodial Closet between the Boy's and Girl's Restroom outside of Gymnasiumno Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 250C Service Closets Custodial Closet between the Boy's and Girl's Restroom outside of Gymnasiumno Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 251 Mail Room Mail Room 251 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251 Mail Room Mail Room 251 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251 Mail Room Mail Room 251 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251 Mail Room Mail Room 251 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251 Mail Room Mail Room 251 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 251 Mail Room Mail Room 251 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 251A Administrative Office Office 251A yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 251A Administrative Office Office 251A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251A Administrative Office Office 251A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251A Administrative Office Office 251A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251A Administrative Office Office 251A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251A Administrative Office Office 251A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 251A Administrative Office Office 251A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 251B Administrative Office Office 251B yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 251B Administrative Office Office 251B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251B Administrative Office Office 251B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251B Administrative Office Office 251B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251B Administrative Office Office 251B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251B Administrative Office Office 251B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 251B Administrative Office Office 251B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 251C Administrative Office Office 251C yes Door Frame Metal Black None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 251C Administrative Office Office 251C yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251C Administrative Office Office 251C yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251C Administrative Office Office 251C yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251C Administrative Office Office 251C yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 251C Administrative Office Office 251C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 251C Administrative Office Office 251C yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 252 Administrative Office Main Office 252 yes Door frame 1 Metal Brown Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 252 Administrative Office Main Office 252 yes Door Frame 2 Metal Brown Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 252 Administrative Office Main Office 252 yes Door Frame 3 Metal Brown Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 252 Administrative Office Main Office 252 yes W1 Metal Brown None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 252 Administrative Office Main Office 252 yes W2 Metal Brown None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 252 Administrative Office Main Office 252 yes W3 Metal Brown None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 252 Administrative Office Main Office 252 yes W4 Metal Brown None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 252 Administrative Office Main Office 252 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 252 Administrative Office Main Office 252 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 252C Storage Main Office Storage Room 252C yes Door frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 252C Storage Main Office Storage Room 252C yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 252C Storage Main Office Storage Room 252C yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 252C Storage Main Office Storage Room 252C yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 252C Storage Main Office Storage Room 252C yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 252C Storage Main Office Storage Room 252C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 252C Storage Main Office Storage Room 252C yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 253A Storage Main Office Storage Room 253A yes W1 No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access no Mechanically fastened
6060 1 B606001 2 253A Storage Main Office Storage Room 253A yes W2 No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access no Mechanically fastened
6060 1 B606001 2 253A Storage Main Office Storage Room 253A yes W3 No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access no Mechanically fastened
6060 1 B606001 2 253A Storage Main Office Storage Room 253A yes W4 No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access no Mechanically fastened
6060 1 B606001 2 253A Storage Main Office Storage Room 253A yes Ceiling No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access no Mechanically fastened
6060 1 B606001 2 253A Storage Main Office Storage Room 253A yes Floor No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access No Access no Mechanically fastened
6060 1 B606001 2 254 Administrative Office Office 254 yes Door Frame 1 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 254 Administrative Office Office 254 yes Door Frame 2 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 254 Administrative Office Office 254 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254 Administrative Office Office 254 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254 Administrative Office Office 254 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254 Administrative Office Office 254 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254 Administrative Office Office 254 yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254 Administrative Office Office 254 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254B Administrative Office Office 254B yes W1 Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254B Administrative Office Office 254B yes W2 Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254B Administrative Office Office 254B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254B Administrative Office Office 254B yes W4 Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254B Administrative Office Office 254B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254B Administrative Office Office 254B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254C Administrative Office Office 254C yes W1 Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254C Administrative Office Office 254C yes W2 Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254C Administrative Office Office 254C yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 2 254C Administrative Office Office 254C yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254C Administrative Office Office 254C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254C Administrative Office Office 254C yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254D Principal/Directors OfficePrincipal's Office 254D yes Door Frame 1 Metal Black Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 254D Principal/Directors OfficePrincipal's Office 254D yes Door Frame 2 Metal Black Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 254D Principal/Directors OfficePrincipal's Office 254D yes W1 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254D Principal/Directors OfficePrincipal's Office 254D yes W2 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254D Principal/Directors OfficePrincipal's Office 254D yes W3 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254D Principal/Directors OfficePrincipal's Office 254D yes W4 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254D Principal/Directors OfficePrincipal's Office 254D yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254D Principal/Directors OfficePrincipal's Office 254D yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254D1 Restrooms, Staff - Male/FemalePrincipal's Office Restroom yes Door frame Metal Black Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 254D1 Restrooms, Staff - Male/FemalePrincipal's Office Restroom yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254D1 Restrooms, Staff - Male/FemalePrincipal's Office Restroom yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254D1 Restrooms, Staff - Male/FemalePrincipal's Office Restroom yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254D1 Restrooms, Staff - Male/FemalePrincipal's Office Restroom yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254D1 Restrooms, Staff - Male/FemalePrincipal's Office Restroom yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254D1 Restrooms, Staff - Male/FemalePrincipal's Office Restroom yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254F Restrooms, Staff - Male/FemaleRestroom across from Office 254 yes Door Frame Metal Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 254F Restrooms, Staff - Male/FemaleRestroom across from Office 254 yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254F Restrooms, Staff - Male/FemaleRestroom across from Office 254 yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254F Restrooms, Staff - Male/FemaleRestroom across from Office 254 yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254F Restrooms, Staff - Male/FemaleRestroom across from Office 254 yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 254F Restrooms, Staff - Male/FemaleRestroom across from Office 254 yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 254F Restrooms, Staff - Male/FemaleRestroom across from Office 254 yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 255 Conference Room Conference Room 255 yes Door frame Metal Black None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 255 Conference Room Conference Room 255 yes W1 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 255 Conference Room Conference Room 255 yes W2 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 255 Conference Room Conference Room 255 yes W3 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 255 Conference Room Conference Room 255 yes W4 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 255 Conference Room Conference Room 255 yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 255 Conference Room Conference Room 255 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 256 Storage Storage Room 256 next to Office 254 yes Door frame 1 Metal Black None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 256 Storage Storage Room 256 next to Office 254 yes Door Frame 2 Metal Black None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 256 Storage Storage Room 256 next to Office 254 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 256 Storage Storage Room 256 next to Office 254 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 256 Storage Storage Room 256 next to Office 254 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 256 Storage Storage Room 256 next to Office 254 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 256 Storage Storage Room 256 next to Office 254 yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 256 Storage Storage Room 256 next to Office 254 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263 Lockers - Male Boy's Dressing Room next to Auditorium Stage yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 263 Lockers - Male Boy's Dressing Room next to Auditorium Stage yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 263 Lockers - Male Boy's Dressing Room next to Auditorium Stage yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 263 Lockers - Male Boy's Dressing Room next to Auditorium Stage yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 263 Lockers - Male Boy's Dressing Room next to Auditorium Stage yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263 Lockers - Male Boy's Dressing Room next to Auditorium Stage yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263-PC Pipe Chase Pipe Chase in Boy's Dressing Room next to Auditorium Stageno W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263-PC Pipe Chase Pipe Chase in Boy's Dressing Room next to Auditorium Stageno W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263-PC Pipe Chase Pipe Chase in Boy's Dressing Room next to Auditorium Stageno W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263-PC Pipe Chase Pipe Chase in Boy's Dressing Room next to Auditorium Stageno W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263-PC Pipe Chase Pipe Chase in Boy's Dressing Room next to Auditorium Stageno Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263-PC Pipe Chase Pipe Chase in Boy's Dressing Room next to Auditorium Stageno Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263A Storage Storage Room inside Boy's Dressing Room next to Auditorium Stageyes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 263A Storage Storage Room inside Boy's Dressing Room next to Auditorium Stageyes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 263A Storage Storage Room inside Boy's Dressing Room next to Auditorium Stageyes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 263A Storage Storage Room inside Boy's Dressing Room next to Auditorium Stageyes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 263A Storage Storage Room inside Boy's Dressing Room next to Auditorium Stageyes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263A Storage Storage Room inside Boy's Dressing Room next to Auditorium Stageyes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263B Student Restrooms - Male (4-12)Restroom inside Boy's Dressing Room next to Auditorium Stageyes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263B Student Restrooms - Male (4-12)Restroom inside Boy's Dressing Room next to Auditorium Stageyes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263B Student Restrooms - Male (4-12)Restroom inside Boy's Dressing Room next to Auditorium Stageyes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263B Student Restrooms - Male (4-12)Restroom inside Boy's Dressing Room next to Auditorium Stageyes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263B Student Restrooms - Male (4-12)Restroom inside Boy's Dressing Room next to Auditorium Stageyes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 263B Student Restrooms - Male (4-12)Restroom inside Boy's Dressing Room next to Auditorium Stageyes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 267A Music Music Practice Room 267A yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 267A Music Music Practice Room 267A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267A Music Music Practice Room 267A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267A Music Music Practice Room 267A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267A Music Music Practice Room 267A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267A Music Music Practice Room 267A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 267A Music Music Practice Room 267A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 267B Music Music Practice Room 267B yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 267B Music Music Practice Room 267B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267B Music Music Practice Room 267B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267B Music Music Practice Room 267B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267B Music Music Practice Room 267B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267B Music Music Practice Room 267B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 267B Music Music Practice Room 267B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 267C Music Music Practice Room 267C yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
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6060 1 B606001 2 267C Music Music Practice Room 267C yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267C Music Music Practice Room 267C yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267C Music Music Practice Room 267C yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267C Music Music Practice Room 267C yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267C Music Music Practice Room 267C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 267C Music Music Practice Room 267C yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 267D Music Music Practice Room 267D yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 267D Music Music Practice Room 267D yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267D Music Music Practice Room 267D yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267D Music Music Practice Room 267D yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267D Music Music Practice Room 267D yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267D Music Music Practice Room 267D yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 267D Music Music Practice Room 267D yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 267D Music Music Practice Room 267D yes Radiator Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267E Storage Storage Room next to Music Classroom A267 yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 267E Storage Storage Room next to Music Classroom A267 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267E Storage Storage Room next to Music Classroom A267 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267E Storage Storage Room next to Music Classroom A267 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A 0 N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267E Storage Storage Room next to Music Classroom A267 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 267E Storage Storage Room next to Music Classroom A267 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 267E Storage Storage Room next to Music Classroom A267 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 267E Storage Storage Room next to Music Classroom A267 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 268 Music Music Classroom 268 yes Door Frame 1 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 268 Music Music Classroom 268 yes Door Frame 2 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 268 Music Music Classroom 268 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 268 Music Music Classroom 268 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 268 Music Music Classroom 268 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 268 Music Music Classroom 268 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 268 Music Music Classroom 268 yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 268 Music Music Classroom 268 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 268A Music Music Practice Room 268A yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 268A Music Music Practice Room 268A yes W1 CMU Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 268A Music Music Practice Room 268A yes W2 CMU Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 268A Music Music Practice Room 268A yes W3 CMU Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 268A Music Music Practice Room 268A yes W4 CMU Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 268A Music Music Practice Room 268A yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 268A Music Music Practice Room 268A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 269 Music Music Classroom 269 yes Door Frame 1 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 269 Music Music Classroom 269 yes Door Frame 2 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 269 Music Music Classroom 269 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269 Music Music Classroom 269 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269 Music Music Classroom 269 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269 Music Music Classroom 269 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269 Music Music Classroom 269 yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 269 Music Music Classroom 269 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 269A Music Music Practice Room 269A yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 269A Music Music Practice Room 269A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269A Music Music Practice Room 269A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269A Music Music Practice Room 269A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269A Music Music Practice Room 269A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269A Music Music Practice Room 269A yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 269A Music Music Practice Room 269A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 269B Music Music Practice Room 269B yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 269B Music Music Practice Room 269B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269B Music Music Practice Room 269B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269B Music Music Practice Room 269B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269B Music Music Practice Room 269B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269B Music Music Practice Room 269B yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 269B Music Music Practice Room 269B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 269C Music Music Practice Room 269C yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 269C Music Music Practice Room 269C yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269C Music Music Practice Room 269C yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269C Music Music Practice Room 269C yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269C Music Music Practice Room 269C yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269C Music Music Practice Room 269C yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 269C Music Music Practice Room 269C yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 269D Music Music Practice Room 269D yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 269D Music Music Practice Room 269D yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269D Music Music Practice Room 269D yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269D Music Music Practice Room 269D yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269D Music Music Practice Room 269D yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 269D Music Music Practice Room 269D yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 269D Music Music Practice Room 269D yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 270 Senior High Community Room 270 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 270 Senior High Community Room 270 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 270 Senior High Community Room 270 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 270 Senior High Community Room 270 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 270 Senior High Community Room 270 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 270 Senior High Community Room 270 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 2 270 Senior High Community Room 270 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 271 Storage Storage Room 271 next to Health Classroom 270 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 271 Storage Storage Room 271 next to Health Classroom 270 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 271 Storage Storage Room 271 next to Health Classroom 270 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 271 Storage Storage Room 271 next to Health Classroom 270 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 271 Storage Storage Room 271 next to Health Classroom 270 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 271 Storage Storage Room 271 next to Health Classroom 270 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 271 Storage Storage Room 271 next to Health Classroom 270 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 272 Administrative Office Office 272 next to Weight Room 273A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 272 Administrative Office Office 272 next to Weight Room 273A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 272 Administrative Office Office 272 next to Weight Room 273A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 272 Administrative Office Office 272 next to Weight Room 273A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 272 Administrative Office Office 272 next to Weight Room 273A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 272 Administrative Office Office 272 next to Weight Room 273A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 273 Storage Storage Room 273 next to Weight Room 273A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273 Storage Storage Room 273 next to Weight Room 273A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273 Storage Storage Room 273 next to Weight Room 273A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273 Storage Storage Room 273 next to Weight Room 273A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273 Storage Storage Room 273 next to Weight Room 273A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 273 Storage Storage Room 273 next to Weight Room 273A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 273A Weight Room Weight Room 273A yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 273A Weight Room Weight Room 273A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273A Weight Room Weight Room 273A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273A Weight Room Weight Room 273A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273A Weight Room Weight Room 273A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273A Weight Room Weight Room 273A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 273A Weight Room Weight Room 273A yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 273B Administrative Office Office inside Weight Room 273A yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 273B Administrative Office Office inside Weight Room 273A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273B Administrative Office Office inside Weight Room 273A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273B Administrative Office Office inside Weight Room 273A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273B Administrative Office Office inside Weight Room 273A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 273B Administrative Office Office inside Weight Room 273A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 273B Administrative Office Office inside Weight Room 273A yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 274 Administrative Office Boy's Gym Teacher Office 274 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 274 Administrative Office Boy's Gym Teacher Office 274 yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 274 Administrative Office Boy's Gym Teacher Office 274 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 274 Administrative Office Boy's Gym Teacher Office 274 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 274 Administrative Office Boy's Gym Teacher Office 274 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 274 Administrative Office Boy's Gym Teacher Office 274 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 274 Administrative Office Boy's Gym Teacher Office 274 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 274 Administrative Office Boy's Gym Teacher Office 274 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 274B Restrooms, Staff - MaleBoy's Gym Teacher Office Restroom yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 274B Restrooms, Staff - MaleBoy's Gym Teacher Office Restroom yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 274B Restrooms, Staff - MaleBoy's Gym Teacher Office Restroom yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 274B Restrooms, Staff - MaleBoy's Gym Teacher Office Restroom yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 274B Restrooms, Staff - MaleBoy's Gym Teacher Office Restroom yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 274B Restrooms, Staff - MaleBoy's Gym Teacher Office Restroom yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 274B Restrooms, Staff - MaleBoy's Gym Teacher Office Restroom yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275 Administrative Office Girl's Gym Teacher Office 275 yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 275 Administrative Office Girl's Gym Teacher Office 275 yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 275 Administrative Office Girl's Gym Teacher Office 275 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 275 Administrative Office Girl's Gym Teacher Office 275 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 275 Administrative Office Girl's Gym Teacher Office 275 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 275 Administrative Office Girl's Gym Teacher Office 275 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 275 Administrative Office Girl's Gym Teacher Office 275 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275 Administrative Office Girl's Gym Teacher Office 275 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275A Storage Gymnasium B Storage Room 275A yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 275A Storage Gymnasium B Storage Room 275A yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275A Storage Gymnasium B Storage Room 275A yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275A Storage Gymnasium B Storage Room 275A yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275A Storage Gymnasium B Storage Room 275A yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275A Storage Gymnasium B Storage Room 275A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275A Storage Gymnasium B Storage Room 275A yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275B Restrooms, Staff - MaleGirl's Gym Teacher Office Restroom yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 275B Restrooms, Staff - MaleGirl's Gym Teacher Office Restroom yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275B Restrooms, Staff - MaleGirl's Gym Teacher Office Restroom yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275B Restrooms, Staff - MaleGirl's Gym Teacher Office Restroom yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275B Restrooms, Staff - MaleGirl's Gym Teacher Office Restroom yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275B Restrooms, Staff - MaleGirl's Gym Teacher Office Restroom yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 275B Restrooms, Staff - MaleGirl's Gym Teacher Office Restroom yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 278A Gymnasium - Senior HighGymnasium A yes Duct Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278A Gymnasium - Senior HighGymnasium A yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 278A Gymnasium - Senior HighGymnasium A yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 278A Gymnasium - Senior HighGymnasium A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278A Gymnasium - Senior HighGymnasium A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278A Gymnasium - Senior HighGymnasium A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278A Gymnasium - Senior HighGymnasium A yes Ceiling Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278A Gymnasium - Senior HighGymnasium A yes Floor Wood Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 2 278B Gymnasium - Senior HighGymnasium B yes Duct Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278B Gymnasium - Senior HighGymnasium B yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 278B Gymnasium - Senior HighGymnasium B yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 278B Gymnasium - Senior HighGymnasium B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278B Gymnasium - Senior HighGymnasium B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278B Gymnasium - Senior HighGymnasium B yes Ceiling Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278B Gymnasium - Senior HighGymnasium B yes Floor Wood Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 278C Gymnasium - Senior HighGymnasium C yes Duct Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278C Gymnasium - Senior HighGymnasium C yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 278C Gymnasium - Senior HighGymnasium C yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 278C Gymnasium - Senior HighGymnasium C yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278C Gymnasium - Senior HighGymnasium C yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278C Gymnasium - Senior HighGymnasium C yes Ceiling Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278C Gymnasium - Senior HighGymnasium C yes Floor Wood Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 278D Gymnasium - Senior HighGymnasium D yes Duct Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278D Gymnasium - Senior HighGymnasium D yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 278D Gymnasium - Senior HighGymnasium D yes Door Frame Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 278D Gymnasium - Senior HighGymnasium D yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278D Gymnasium - Senior HighGymnasium D yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278D Gymnasium - Senior HighGymnasium D yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278D Gymnasium - Senior HighGymnasium D yes Ceiling Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 278D Gymnasium - Senior HighGymnasium D yes Floor Wood Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 290A Auditorium Auditorium yes Door Frame 1 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 290A Auditorium Auditorium yes Door Frame 2 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 290A Auditorium Auditorium yes Door Frame 3 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 290A Auditorium Auditorium yes Door Frame 4 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 290A Auditorium Auditorium yes W1 Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 290A Auditorium Auditorium yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 290A Auditorium Auditorium yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 290A Auditorium Auditorium yes Ceiling Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 290A Auditorium Auditorium yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 290B Equipment Storage Equipment Storage Room 290B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 290B Equipment Storage Equipment Storage Room 290B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 290B Equipment Storage Equipment Storage Room 290B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 290B Equipment Storage Equipment Storage Room 290B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 290B Equipment Storage Equipment Storage Room 290B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 290B Equipment Storage Equipment Storage Room 290B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 290P Auditorium Auditorium Stage yes Door Frame 1 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 290P Auditorium Auditorium Stage yes Door Frame 2 Metal Gray Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 290P Auditorium Auditorium Stage yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 290P Auditorium Auditorium Stage yes W2 Wood White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 290P Auditorium Auditorium Stage yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 290P Auditorium Auditorium Stage yes Ceiling Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 290P Auditorium Auditorium Stage yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A252A Space (Kitchen) Main Office Kitchen 252A no Door frame Metal Brown Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 A252A Space (Kitchen) Main Office Kitchen 252A no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A252A Space (Kitchen) Main Office Kitchen 252A no W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A252A Space (Kitchen) Main Office Kitchen 252A no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A252A Space (Kitchen) Main Office Kitchen 252A no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A252A Space (Kitchen) Main Office Kitchen 252A no Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A252A Space (Kitchen) Main Office Kitchen 252A no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A252B Restrooms, Staff - Male/FemaleMain Office Restroom 252B yes Door Frame Metal Brown Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 A252B Restrooms, Staff - Male/FemaleMain Office Restroom 252B yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A252B Restrooms, Staff - Male/FemaleMain Office Restroom 252B yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A252B Restrooms, Staff - Male/FemaleMain Office Restroom 252B yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A252B Restrooms, Staff - Male/FemaleMain Office Restroom 252B yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A252B Restrooms, Staff - Male/FemaleMain Office Restroom 252B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A252B Restrooms, Staff - Male/FemaleMain Office Restroom 252B yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A254A Administrative Office Office 254A yes W1 Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A254A Administrative Office Office 254A yes W2 Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A254A Administrative Office Office 254A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A254A Administrative Office Office 254A yes W4 Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A254A Administrative Office Office 254A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A254A Administrative Office Office 254A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262 Lockers - Female Girl's Dressing Room next to Auditorium Stage yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A262 Lockers - Female Girl's Dressing Room next to Auditorium Stage yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A262 Lockers - Female Girl's Dressing Room next to Auditorium Stage yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A262 Lockers - Female Girl's Dressing Room next to Auditorium Stage yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A262 Lockers - Female Girl's Dressing Room next to Auditorium Stage yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262 Lockers - Female Girl's Dressing Room next to Auditorium Stage yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262-PC Pipe Chase Pipe Chase in Storage Room inside Girl's Dressing Room next to Auditorium Stageno W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262-PC Pipe Chase Pipe Chase in Storage Room inside Girl's Dressing Room next to Auditorium Stageno W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262-PC Pipe Chase Pipe Chase in Storage Room inside Girl's Dressing Room next to Auditorium Stageno W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262-PC Pipe Chase Pipe Chase in Storage Room inside Girl's Dressing Room next to Auditorium Stageno W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262-PC Pipe Chase Pipe Chase in Storage Room inside Girl's Dressing Room next to Auditorium Stageno Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262-PC Pipe Chase Pipe Chase in Storage Room inside Girl's Dressing Room next to Auditorium Stageno Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262A Storage Storage Room inside Girl's Dressing Room next to Auditorium Stageyes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A262A Storage Storage Room inside Girl's Dressing Room next to Auditorium Stageyes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A262A Storage Storage Room inside Girl's Dressing Room next to Auditorium Stageyes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 2 A262A Storage Storage Room inside Girl's Dressing Room next to Auditorium Stageyes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A262A Storage Storage Room inside Girl's Dressing Room next to Auditorium Stageyes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262A Storage Storage Room inside Girl's Dressing Room next to Auditorium Stageyes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262B Student Restrooms - Female (4-12)Restroom inside Girl's Dressing Room next to Auditorium Stageyes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262B Student Restrooms - Female (4-12)Restroom inside Girl's Dressing Room next to Auditorium Stageyes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262B Student Restrooms - Female (4-12)Restroom inside Girl's Dressing Room next to Auditorium Stageyes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262B Student Restrooms - Female (4-12)Restroom inside Girl's Dressing Room next to Auditorium Stageyes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262B Student Restrooms - Female (4-12)Restroom inside Girl's Dressing Room next to Auditorium Stageyes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A262B Student Restrooms - Female (4-12)Restroom inside Girl's Dressing Room next to Auditorium Stageyes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264 Administrative Office Music Teacher's Office A264 yes Door Frame 1 Metal Black None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 A264 Administrative Office Music Teacher's Office A264 yes Door Frame 2 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 A264 Administrative Office Music Teacher's Office A264 yes Door Frame 3 Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 A264 Administrative Office Music Teacher's Office A264 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A264 Administrative Office Music Teacher's Office A264 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A264 Administrative Office Music Teacher's Office A264 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A264 Administrative Office Music Teacher's Office A264 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A264 Administrative Office Music Teacher's Office A264 yes Ceiling Sheetrock Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264 Administrative Office Music Teacher's Office A264 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264A Student Restrooms - Female (4-12)Teacher's Office A264 Girl's Restroom yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264A Student Restrooms - Female (4-12)Teacher's Office A264 Girl's Restroom yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264A Student Restrooms - Female (4-12)Teacher's Office A264 Girl's Restroom yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264A Student Restrooms - Female (4-12)Teacher's Office A264 Girl's Restroom yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264A Student Restrooms - Female (4-12)Teacher's Office A264 Girl's Restroom yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A264A Student Restrooms - Female (4-12)Teacher's Office A264 Girl's Restroom yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264B Student Restrooms - Male (4-12)Teacher's Office A264 Boy's Restroom yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264B Student Restrooms - Male (4-12)Teacher's Office A264 Boy's Restroom yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264B Student Restrooms - Male (4-12)Teacher's Office A264 Boy's Restroom yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264B Student Restrooms - Male (4-12)Teacher's Office A264 Boy's Restroom yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A264B Student Restrooms - Male (4-12)Teacher's Office A264 Boy's Restroom yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A264B Student Restrooms - Male (4-12)Teacher's Office A264 Boy's Restroom yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A267 Music Music Classroom A267 yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 A267 Music Music Classroom A267 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A267 Music Music Classroom A267 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A267 Music Music Classroom A267 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A267 Music Music Classroom A267 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 A267 Music Music Classroom A267 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 A267 Music Music Classroom A267 yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G274A Storage Gymnasium C Storage Room G274A yes Door Frame Metal Gray None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 G274A Storage Gymnasium C Storage Room G274A yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G274A Storage Gymnasium C Storage Room G274A yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G274A Storage Gymnasium C Storage Room G274A yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G274A Storage Gymnasium C Storage Room G274A yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G274A Storage Gymnasium C Storage Room G274A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G274A Storage Gymnasium C Storage Room G274A yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G277 Storage Storage Room G277 in Rear Stairwell to Girl's Locker Room yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G277 Storage Storage Room G277 in Rear Stairwell to Girl's Locker Room yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G277 Storage Storage Room G277 in Rear Stairwell to Girl's Locker Room yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G277 Storage Storage Room G277 in Rear Stairwell to Girl's Locker Room yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G277 Storage Storage Room G277 in Rear Stairwell to Girl's Locker Room yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G277 Storage Storage Room G277 in Rear Stairwell to Girl's Locker Room yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G278 Storage Storage Room G278 in Rear Stairwell to Boy's Locker Roomyes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G278 Storage Storage Room G278 in Rear Stairwell to Boy's Locker Roomyes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G278 Storage Storage Room G278 in Rear Stairwell to Boy's Locker Roomyes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G278 Storage Storage Room G278 in Rear Stairwell to Boy's Locker Roomyes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G278 Storage Storage Room G278 in Rear Stairwell to Boy's Locker Roomyes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 G278 Storage Storage Room G278 in Rear Stairwell to Boy's Locker Roomyes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H21 Circulation (Hallway) Main hallway from 241 to 227H yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H21 Circulation (Hallway) Main hallway from 241 to 227H yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H21 Circulation (Hallway) Main hallway from 241 to 227H yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H21 Circulation (Hallway) Main hallway from 241 to 227H yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H21 Circulation (Hallway) Main hallway from 241 to 227H yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H21 Circulation (Hallway) Main hallway from 241 to 227H yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H210 Circulation (Hallway) Main Hallway outside IMC from 226K School Police to 201A Mechanical Roomyes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H210 Circulation (Hallway) Main Hallway outside IMC from 226K School Police to 201A Mechanical Roomyes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H210 Circulation (Hallway) Main Hallway outside IMC from 226K School Police to 201A Mechanical Roomyes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H210 Circulation (Hallway) Main Hallway outside IMC from 226K School Police to 201A Mechanical Roomyes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H210 Circulation (Hallway) Main Hallway outside IMC from 226K School Police to 201A Mechanical Roomyes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H210 Circulation (Hallway) Main Hallway outside IMC from 226K School Police to 201A Mechanical Roomyes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H211 Circulation (Hallway) Hallway from Classrooms 215 to 216 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H211 Circulation (Hallway) Hallway from Classrooms 215 to 216 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H211 Circulation (Hallway) Hallway from Classrooms 215 to 216 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H211 Circulation (Hallway) Hallway from Classrooms 215 to 216 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H211 Circulation (Hallway) Hallway from Classrooms 215 to 216 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H211 Circulation (Hallway) Hallway from Classrooms 215 to 216 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H212 Circulation (Hallway) Hallway/Foyer outside of Computer Lab Suite 212 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H212 Circulation (Hallway) Hallway/Foyer outside of Computer Lab Suite 212 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H212 Circulation (Hallway) Hallway/Foyer outside of Computer Lab Suite 212 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H212 Circulation (Hallway) Hallway/Foyer outside of Computer Lab Suite 212 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H212 Circulation (Hallway) Hallway/Foyer outside of Computer Lab Suite 212 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 2 H212 Circulation (Hallway) Hallway/Foyer outside of Computer Lab Suite 212 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H218 Circulation (Hallway) Hallway between Computer Lab 212 and 200 Learning Centeryes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H218 Circulation (Hallway) Hallway between Computer Lab 212 and 200 Learning Centeryes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H218 Circulation (Hallway) Hallway between Computer Lab 212 and 200 Learning Centeryes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H218 Circulation (Hallway) Hallway between Computer Lab 212 and 200 Learning Centeryes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H218 Circulation (Hallway) Hallway between Computer Lab 212 and 200 Learning Centeryes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H218 Circulation (Hallway) Hallway between Computer Lab 212 and 200 Learning Centeryes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H22 Circulation (Hallway) Hallway/Foyer Entrance at Stairwell 6 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H22 Circulation (Hallway) Hallway/Foyer Entrance at Stairwell 6 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H22 Circulation (Hallway) Hallway/Foyer Entrance at Stairwell 6 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H22 Circulation (Hallway) Hallway/Foyer Entrance at Stairwell 6 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H22 Circulation (Hallway) Hallway/Foyer Entrance at Stairwell 6 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H22 Circulation (Hallway) Hallway/Foyer Entrance at Stairwell 6 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H220 Circulation (Hallway) Hallway from H24 to H221 at 239 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H220 Circulation (Hallway) Hallway from H24 to H221 at 239 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H220 Circulation (Hallway) Hallway from H24 to H221 at 239 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H220 Circulation (Hallway) Hallway from H24 to H221 at 239 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H220 Circulation (Hallway) Hallway from H24 to H221 at 239 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H220 Circulation (Hallway) Hallway from H24 to H221 at 239 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H221 Circulation (Hallway) Hallway from Classrooms 239 to 241 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H221 Circulation (Hallway) Hallway from Classrooms 239 to 241 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H221 Circulation (Hallway) Hallway from Classrooms 239 to 241 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H221 Circulation (Hallway) Hallway from Classrooms 239 to 241 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H221 Circulation (Hallway) Hallway from Classrooms 239 to 241 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H221 Circulation (Hallway) Hallway from Classrooms 239 to 241 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H222 Circulation (Hallway) Hallway from H222 to Storage Room 273 yes W2 CMu White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H222 Circulation (Hallway) Hallway from H222 to Storage Room 273 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H222 Circulation (Hallway) Hallway from H222 to Storage Room 273 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H222 Circulation (Hallway) Hallway from H222 to Storage Room 273 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H223 Circulation (Hallway) Hallway From G270 to Gymnasium A and B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H223 Circulation (Hallway) Hallway From G270 to Gymnasium A and B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H223 Circulation (Hallway) Hallway From G270 to Gymnasium A and B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H223 Circulation (Hallway) Hallway From G270 to Gymnasium A and B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H223 Circulation (Hallway) Hallway From G270 to Gymnasium A and B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H223 Circulation (Hallway) Hallway From G270 to Gymnasium A and B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H224 Circulation (Hallway) Hallway/Entrance Foyer from Main Office Suite to Gymnasiumyes W1 Metal Brown None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H224 Circulation (Hallway) Hallway/Entrance Foyer from Main Office Suite to Gymnasiumyes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H224 Circulation (Hallway) Hallway/Entrance Foyer from Main Office Suite to Gymnasiumyes W3 Concrete Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H224 Circulation (Hallway) Hallway/Entrance Foyer from Main Office Suite to Gymnasiumyes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H224 Circulation (Hallway) Hallway/Entrance Foyer from Main Office Suite to Gymnasiumyes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H224 Circulation (Hallway) Hallway/Entrance Foyer from Main Office Suite to Gymnasiumyes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H226 Circulation (Hallway) Hallway from Music Classrooms A267 to A269 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H226 Circulation (Hallway) Hallway from Music Classrooms A267 to A269 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H226 Circulation (Hallway) Hallway from Music Classrooms A267 to A269 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H226 Circulation (Hallway) Hallway from Music Classrooms A267 to A269 yes W4 CMU Multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H226 Circulation (Hallway) Hallway from Music Classrooms A267 to A269 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H226 Circulation (Hallway) Hallway from Music Classrooms A267 to A269 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H227 Circulation (Hallway) Hallway to Left of Auditorium Stage yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H227 Circulation (Hallway) Hallway to Left of Auditorium Stage yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H227 Circulation (Hallway) Hallway to Left of Auditorium Stage yes W4 CMU multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H227 Circulation (Hallway) Hallway to Left of Auditorium Stage yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H227 Circulation (Hallway) Hallway to Left of Auditorium Stage yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H229 Circulation (Hallway) Hallway outside Main Office Suite yes W1 Metal Brown None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H229 Circulation (Hallway) Hallway outside Main Office Suite yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H229 Circulation (Hallway) Hallway outside Main Office Suite yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H229 Circulation (Hallway) Hallway outside Main Office Suite yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H229 Circulation (Hallway) Hallway outside Main Office Suite yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H229 Circulation (Hallway) Hallway outside Main Office Suite yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H24 Circulation (Hallway) Hallway from Classrooms 229 to 233 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H24 Circulation (Hallway) Hallway from Classrooms 229 to 233 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H24 Circulation (Hallway) Hallway from Classrooms 229 to 233 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H24 Circulation (Hallway) Hallway from Classrooms 229 to 233 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H24 Circulation (Hallway) Hallway from Classrooms 229 to 233 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H24 Circulation (Hallway) Hallway from Classrooms 229 to 233 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H25 Circulation (Hallway) Hallway from Classrooms 201 to 204 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H25 Circulation (Hallway) Hallway from Classrooms 201 to 204 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H25 Circulation (Hallway) Hallway from Classrooms 201 to 204 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H25 Circulation (Hallway) Hallway from Classrooms 201 to 204 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H25 Circulation (Hallway) Hallway from Classrooms 201 to 204 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H25 Circulation (Hallway) Hallway from Classrooms 201 to 204 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H25A Circulation (Hallway) Hallway from Classrooms 205 to 209 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H25A Circulation (Hallway) Hallway from Classrooms 205 to 209 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H25A Circulation (Hallway) Hallway from Classrooms 205 to 209 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H25A Circulation (Hallway) Hallway from Classrooms 205 to 209 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H25A Circulation (Hallway) Hallway from Classrooms 205 to 209 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H25A Circulation (Hallway) Hallway from Classrooms 205 to 209 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H26 Circulation (Hallway) Hallway from Classrooms 210 to 211 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H26 Circulation (Hallway) Hallway from Classrooms 210 to 211 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H26 Circulation (Hallway) Hallway from Classrooms 210 to 211 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 2 H26 Circulation (Hallway) Hallway from Classrooms 210 to 211 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H26 Circulation (Hallway) Hallway from Classrooms 210 to 211 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H26 Circulation (Hallway) Hallway from Classrooms 210 to 211 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H27 Circulation (Hallway) Hallway from Classrooms 217 to 222 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H27 Circulation (Hallway) Hallway from Classrooms 217 to 222 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H27 Circulation (Hallway) Hallway from Classrooms 217 to 222 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H27 Circulation (Hallway) Hallway from Classrooms 217 to 222 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H27 Circulation (Hallway) Hallway from Classrooms 217 to 222 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H27 Circulation (Hallway) Hallway from Classrooms 217 to 222 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H28 Circulation (Hallway) Hallway from Classrooms 223 to 225 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H28 Circulation (Hallway) Hallway from Classrooms 223 to 225 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H28 Circulation (Hallway) Hallway from Classrooms 223 to 225 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H28 Circulation (Hallway) Hallway from Classrooms 223 to 225 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H28 Circulation (Hallway) Hallway from Classrooms 223 to 225 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H28 Circulation (Hallway) Hallway from Classrooms 223 to 225 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H290 Circulation (Hallway) Hallway along Right Side of Auditorium Stage yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H290 Circulation (Hallway) Hallway along Right Side of Auditorium Stage yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H290 Circulation (Hallway) Hallway along Right Side of Auditorium Stage yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H290 Circulation (Hallway) Hallway along Right Side of Auditorium Stage yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H290 Circulation (Hallway) Hallway along Right Side of Auditorium Stage yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H290 Circulation (Hallway) Hallway along Right Side of Auditorium Stage yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H29A Circulation (Hallway) Hallway outside Auditorium yes W1 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H29A Circulation (Hallway) Hallway outside Auditorium yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H29A Circulation (Hallway) Hallway outside Auditorium yes W3 Concrete multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H29A Circulation (Hallway) Hallway outside Auditorium yes W4 CMU multi None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 H29A Circulation (Hallway) Hallway outside Auditorium yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H29A Circulation (Hallway) Hallway outside Auditorium yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 H29A Circulation (Hallway) Hallway outside Auditorium yes Radiator Metal Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S1-2 Stairs Stairwell 1 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S1-2 Stairs Stairwell 1 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S1-2 Stairs Stairwell 1 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S1-2 Stairs Stairwell 1 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S1-2 Stairs Stairwell 1 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S1-2 Stairs Stairwell 1 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S1-2 Stairs Stairwell 1 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S1-2 Stairs Stairwell 1 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S1-2 Stairs Stairwell 1 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S1-2 Stairs Stairwell 1 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S10-2 Stairs Front Stairwell to Girl's Locker Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S10-2 Stairs Front Stairwell to Girl's Locker Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S10-2 Stairs Front Stairwell to Girl's Locker Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S10-2 Stairs Front Stairwell to Girl's Locker Room yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S10-2 Stairs Front Stairwell to Girl's Locker Room yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S10-2 Stairs Front Stairwell to Girl's Locker Room yes Floor Concrete Grey Chipping 50 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S10-2 Stairs Front Stairwell to Girl's Locker Room yes Riser Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S10-2 Stairs Front Stairwell to Girl's Locker Room yes Stringer Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S10-2 Stairs Front Stairwell to Girl's Locker Room yes Tread Metal Black Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S10-2 Stairs Front Stairwell to Girl's Locker Room yes Handrail Metal Black Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S11 Stairs Front Stairwell to Boy's Locker Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S11 Stairs Front Stairwell to Boy's Locker Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S11 Stairs Front Stairwell to Boy's Locker Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S11 Stairs Front Stairwell to Boy's Locker Room yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S11 Stairs Front Stairwell to Boy's Locker Room yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S11 Stairs Front Stairwell to Boy's Locker Room yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S11 Stairs Front Stairwell to Boy's Locker Room yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S11 Stairs Front Stairwell to Boy's Locker Room yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S11 Stairs Front Stairwell to Boy's Locker Room yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S11 Stairs Front Stairwell to Boy's Locker Room yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes Riser Metal Grey Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S12-2 Stairs Rear Stairwell to Girl's Locker Room yes Stringer Metal Grey Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S13-2 Stairs Stairwell 13 yes Tread Metal Grey Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S13-2 Stairs Stairwell 13 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S13-2 Stairs Stairwell 13 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S13-2 Stairs Stairwell 13 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S13-2 Stairs Stairwell 13 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S13-2 Stairs Stairwell 13 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S13-2 Stairs Stairwell 13 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S13-2 Stairs Stairwell 13 yes Floor Concrete Grey Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S14-2 Stairs Stairwell 14 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 2 S14-2 Stairs Stairwell 14 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S14-2 Stairs Stairwell 14 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S14-2 Stairs Stairwell 14 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S14-2 Stairs Stairwell 14 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S14-2 Stairs Stairwell 14 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S14-2 Stairs Stairwell 14 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S14-2 Stairs Stairwell 14 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S14-2 Stairs Stairwell 14 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S14-2 Stairs Stairwell 14 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S15-2 Stairs Stairwell 15 yes W1 Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S15-2 Stairs Stairwell 15 yes W2 Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S15-2 Stairs Stairwell 15 yes W3 Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S15-2 Stairs Stairwell 15 yes W4 Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S15-2 Stairs Stairwell 15 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S15-2 Stairs Stairwell 15 yes Floor Concrete Grey Chipping 50 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S15-2 Stairs Stairwell 15 yes Riser Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S15-2 Stairs Stairwell 15 yes Stringer Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S15-2 Stairs Stairwell 15 yes Tread Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S15-2 Stairs Stairwell 15 yes Handrail Metal Purple Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S2-2 Stairs Stairwell 2 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S2-2 Stairs Stairwell 2 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S2-2 Stairs Stairwell 2 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S2-2 Stairs Stairwell 2 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S2-2 Stairs Stairwell 2 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S2-2 Stairs Stairwell 2 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S2-2 Stairs Stairwell 2 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S2-2 Stairs Stairwell 2 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S2-2 Stairs Stairwell 2 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S2-2 Stairs Stairwell 2 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S22 Circulation (Hallway) Entrance Vestibule at Stairwell 6 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S22 Circulation (Hallway) Entrance Vestibule at Stairwell 6 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S22 Circulation (Hallway) Entrance Vestibule at Stairwell 6 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S22 Circulation (Hallway) Entrance Vestibule at Stairwell 6 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S22 Circulation (Hallway) Entrance Vestibule at Stairwell 6 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S22 Circulation (Hallway) Entrance Vestibule at Stairwell 6 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S28 Circulation (Hallway) Main/Visitor's Entrance Vestibule yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S28 Circulation (Hallway) Main/Visitor's Entrance Vestibule yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S28 Circulation (Hallway) Main/Visitor's Entrance Vestibule yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S28 Circulation (Hallway) Main/Visitor's Entrance Vestibule yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S28 Circulation (Hallway) Main/Visitor's Entrance Vestibule yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S28 Circulation (Hallway) Main/Visitor's Entrance Vestibule yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S3-2 Stairs Stairwell 3 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S3-2 Stairs Stairwell 3 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S3-2 Stairs Stairwell 3 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S3-2 Stairs Stairwell 3 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S3-2 Stairs Stairwell 3 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S3-2 Stairs Stairwell 3 yes Floor Concrete Grey Chipping 50 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S3-2 Stairs Stairwell 3 yes Riser Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S3-2 Stairs Stairwell 3 yes Stringer Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S3-2 Stairs Stairwell 3 yes Tread Metal Black Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S3-2 Stairs Stairwell 3 yes Handrail Metal Black Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S4-2 Stairs Stairwell 4 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S4-2 Stairs Stairwell 4 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S4-2 Stairs Stairwell 4 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S4-2 Stairs Stairwell 4 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S4-2 Stairs Stairwell 4 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S4-2 Stairs Stairwell 4 yes Floor Concrete Grey Chipping 50 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S4-2 Stairs Stairwell 4 yes Riser Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S4-2 Stairs Stairwell 4 yes Stringer Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S4-2 Stairs Stairwell 4 yes Tread Metal Black Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S4-2 Stairs Stairwell 4 yes Handrail Metal Black Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S5-2 Stairs Stairwell 5 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S5-2 Stairs Stairwell 5 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S5-2 Stairs Stairwell 5 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S5-2 Stairs Stairwell 5 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S5-2 Stairs Stairwell 5 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S5-2 Stairs Stairwell 5 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S5-2 Stairs Stairwell 5 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S5-2 Stairs Stairwell 5 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S5-2 Stairs Stairwell 5 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S5-2 Stairs Stairwell 5 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S6-2 Stairs Stairwell 6 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S6-2 Stairs Stairwell 6 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S6-2 Stairs Stairwell 6 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S6-2 Stairs Stairwell 6 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S6-2 Stairs Stairwell 6 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S6-2 Stairs Stairwell 6 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 S6-2 Stairs Stairwell 6 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S6-2 Stairs Stairwell 6 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
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6060 1 B606001 2 S6-2 Stairs Stairwell 6 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S6-2 Stairs Stairwell 6 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S7-2 Stairs Stairwell 7 yes Riser Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S7-2 Stairs Stairwell 7 yes Stringer Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S7-2 Stairs Stairwell 7 yes Tread Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S7-2 Stairs Stairwell 7 yes Handrail Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S7-2 Stairs Stairwell 7 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S7-2 Stairs Stairwell 7 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S7-2 Stairs Stairwell 7 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S7-2 Stairs Stairwell 7 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S7-2 Stairs Stairwell 7 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S7-2 Stairs Stairwell 7 yes Floor Concrete Grey Flaking 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S8-2 Stairs Stairwell 8 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S8-2 Stairs Stairwell 8 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S8-2 Stairs Stairwell 8 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S8-2 Stairs Stairwell 8 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S8-2 Stairs Stairwell 8 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S8-2 Stairs Stairwell 8 yes Floor Concrete Grey Chipping 50 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S8-2 Stairs Stairwell 8 yes Riser Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S8-2 Stairs Stairwell 8 yes Stringer Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S8-2 Stairs Stairwell 8 yes Tread Metal Black Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S8-2 Stairs Stairwell 8 yes Handrail Metal Black Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S9-2 Stairs Rear Stairwell to Boy's Locker Room yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S9-2 Stairs Rear Stairwell to Boy's Locker Room yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S9-2 Stairs Rear Stairwell to Boy's Locker Room yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S9-2 Stairs Rear Stairwell to Boy's Locker Room yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S9-2 Stairs Rear Stairwell to Boy's Locker Room yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S9-2 Stairs Rear Stairwell to Boy's Locker Room yes Floor Concrete Grey Chipping 50 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 S9-2 Stairs Rear Stairwell to Boy's Locker Room yes Riser Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S9-2 Stairs Rear Stairwell to Boy's Locker Room yes Stringer Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S9-2 Stairs Rear Stairwell to Boy's Locker Room yes Tread Metal Black Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 S9-2 Stairs Rear Stairwell to Boy's Locker Room yes Handrail Metal Black Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 2 V222 Lobby Entrance Vestibule beside Stairwell 11 yes W1 Metal Brown None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V222 Lobby Entrance Vestibule beside Stairwell 11 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V222 Lobby Entrance Vestibule beside Stairwell 11 yes W3 Metal Brown None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V222 Lobby Entrance Vestibule beside Stairwell 11 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V222 Lobby Entrance Vestibule beside Stairwell 11 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V222 Lobby Entrance Vestibule beside Stairwell 11 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 V224 Circulation (Hallway) Entrance Vestibule to Hallway/Entrance Foyer between Main Office Suite to Gymnasiumyes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V224 Circulation (Hallway) Entrance Vestibule to Hallway/Entrance Foyer between Main Office Suite to Gymnasiumyes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V224 Circulation (Hallway) Entrance Vestibule to Hallway/Entrance Foyer between Main Office Suite to Gymnasiumyes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V224 Circulation (Hallway) Entrance Vestibule to Hallway/Entrance Foyer between Main Office Suite to Gymnasiumyes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V224 Circulation (Hallway) Entrance Vestibule to Hallway/Entrance Foyer between Main Office Suite to Gymnasiumyes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 V224 Circulation (Hallway) Entrance Vestibule to Hallway/Entrance Foyer between Main Office Suite to Gymnasiumyes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 V229 Circulation (Hallway) Entrance Vestibule to Hallway outside Main Office Suite yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V229 Circulation (Hallway) Entrance Vestibule to Hallway outside Main Office Suite yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V229 Circulation (Hallway) Entrance Vestibule to Hallway outside Main Office Suite yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V229 Circulation (Hallway) Entrance Vestibule to Hallway outside Main Office Suite yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 2 V229 Circulation (Hallway) Entrance Vestibule to Hallway outside Main Office Suite yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 2 V229 Circulation (Hallway) Entrance Vestibule to Hallway outside Main Office Suite yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300 Kitchen (Family and Consumer Sciences)Culinary Arts Learning Center Kitchen yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300 Kitchen (Family and Consumer Sciences)Culinary Arts Learning Center Kitchen yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300 Kitchen (Family and Consumer Sciences)Culinary Arts Learning Center Kitchen yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300 Kitchen (Family and Consumer Sciences)Culinary Arts Learning Center Kitchen yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300 Kitchen (Family and Consumer Sciences)Culinary Arts Learning Center Kitchen yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300 Kitchen (Family and Consumer Sciences)Culinary Arts Learning Center Kitchen yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300A Vo-Tech Classroom for Related InstructionCulinary Arts Learning Center Lab Classroom yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300A Vo-Tech Classroom for Related InstructionCulinary Arts Learning Center Lab Classroom yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300A Vo-Tech Classroom for Related InstructionCulinary Arts Learning Center Lab Classroom yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300A Vo-Tech Classroom for Related InstructionCulinary Arts Learning Center Lab Classroom yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300A Vo-Tech Classroom for Related InstructionCulinary Arts Learning Center Lab Classroom yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300A Vo-Tech Classroom for Related InstructionCulinary Arts Learning Center Lab Classroom yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300B Space (Tech/Vo tech)Culinary Arts Learning Center Restaurant yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300B Space (Tech/Vo tech)Culinary Arts Learning Center Restaurant yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300B Space (Tech/Vo tech)Culinary Arts Learning Center Restaurant yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300B Space (Tech/Vo tech)Culinary Arts Learning Center Restaurant yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300B Space (Tech/Vo tech)Culinary Arts Learning Center Restaurant yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300B Space (Tech/Vo tech)Culinary Arts Learning Center Restaurant yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300C Kitchen and Dry Storage AreaDry Goods Storage yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300C Kitchen and Dry Storage AreaDry Goods Storage yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300C Kitchen and Dry Storage AreaDry Goods Storage yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300C Kitchen and Dry Storage AreaDry Goods Storage yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300C Kitchen and Dry Storage AreaDry Goods Storage yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300C Kitchen and Dry Storage AreaDry Goods Storage yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300D Circulation (Hallway) Culinary Locker Hallway yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300D Circulation (Hallway) Culinary Locker Hallway yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300D Circulation (Hallway) Culinary Locker Hallway yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300D Circulation (Hallway) Culinary Locker Hallway yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 300D Circulation (Hallway) Culinary Locker Hallway yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 3 300D Circulation (Hallway) Culinary Locker Hallway yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300L Electrical Room Electrical Room 300L outside of Culinary Arts Learning Centerno W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300L Electrical Room Electrical Room 300L outside of Culinary Arts Learning Centerno W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300L Electrical Room Electrical Room 300L outside of Culinary Arts Learning Centerno W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300L Electrical Room Electrical Room 300L outside of Culinary Arts Learning Centerno W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300L Electrical Room Electrical Room 300L outside of Culinary Arts Learning Centerno Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 300L Electrical Room Electrical Room 300L outside of Culinary Arts Learning Centerno Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 301 Senior High Classroom 301 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 301 Senior High Classroom 301 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 301 Senior High Classroom 301 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 301 Senior High Classroom 301 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 301 Senior High Classroom 301 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 301 Senior High Classroom 301 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 304 Senior High Classroom 304 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 304 Senior High Classroom 304 yes W2 Wood Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 304 Senior High Classroom 304 yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 304 Senior High Classroom 304 yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 304 Senior High Classroom 304 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 304 Senior High Classroom 304 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 305 Senior High Classroom 305 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 305 Senior High Classroom 305 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 305 Senior High Classroom 305 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 305 Senior High Classroom 305 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 305 Senior High Classroom 305 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 305 Senior High Classroom 305 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no 12x12 tile
6060 1 B606001 3 306 Senior High Classroom 306 yes Door Frame Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 306 Senior High Classroom 306 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 306 Senior High Classroom 306 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 306 Senior High Classroom 306 yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 306 Senior High Classroom 306 yes W4 CMU Red None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 306 Senior High Classroom 306 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 306 Senior High Classroom 306 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 307 Senior High Classroom 307 yes Door Frame Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 307 Senior High Classroom 307 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 307 Senior High Classroom 307 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 307 Senior High Classroom 307 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 307 Senior High Classroom 307 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 307 Senior High Classroom 307 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 307 Senior High Classroom 307 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 308 Senior High Classroom 308 yes Door Frame Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 308 Senior High Classroom 308 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 308 Senior High Classroom 308 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 308 Senior High Classroom 308 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 308 Senior High Classroom 308 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 308 Senior High Classroom 308 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 308 Senior High Classroom 308 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 309 Senior High Classroom 309 yes Door Frame Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 309 Senior High Classroom 309 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 309 Senior High Classroom 309 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 309 Senior High Classroom 309 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 309 Senior High Classroom 309 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 309 Senior High Classroom 309 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 309 Senior High Classroom 309 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 310 Senior High Classroom 310 yes Door Frame Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 310 Senior High Classroom 310 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 310 Senior High Classroom 310 yes W2 CMU Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 310 Senior High Classroom 310 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 310 Senior High Classroom 310 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 310 Senior High Classroom 310 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 310 Senior High Classroom 310 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 311 Senior High Classroom 311 yes Door Frame Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 311 Senior High Classroom 311 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 311 Senior High Classroom 311 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 311 Senior High Classroom 311 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 311 Senior High Classroom 311 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 311 Senior High Classroom 311 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 311 Senior High Classroom 311 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 312 Senior High Classroom 312 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 312 Senior High Classroom 312 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 312 Senior High Classroom 312 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 312 Senior High Classroom 312 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 312 Senior High Classroom 312 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 312 Senior High Classroom 312 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 312 Senior High Classroom 312 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313 Storage Storage Room 313 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 313 Storage Storage Room 313 yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313 Storage Storage Room 313 yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313 Storage Storage Room 313 yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313 Storage Storage Room 313 yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 3 313 Storage Storage Room 313 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313 Storage Storage Room 313 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313A Student Restrooms - Male (4-12)Boy's Restroom 313A yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313A Student Restrooms - Male (4-12)Boy's Restroom 313A yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313A Student Restrooms - Male (4-12)Boy's Restroom 313A yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313A Student Restrooms - Male (4-12)Boy's Restroom 313A yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313A Student Restrooms - Male (4-12)Boy's Restroom 313A yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 313A Student Restrooms - Male (4-12)Boy's Restroom 313A yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B Student Restrooms - Female (4-12)Girl's Restroom 313B yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B Student Restrooms - Female (4-12)Girl's Restroom 313B yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B Student Restrooms - Female (4-12)Girl's Restroom 313B yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B Student Restrooms - Female (4-12)Girl's Restroom 313B yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B Student Restrooms - Female (4-12)Girl's Restroom 313B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B Student Restrooms - Female (4-12)Girl's Restroom 313B yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B-PC Pipe Chase Pipe Chase in Girl's Restroom 313B no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B-PC Pipe Chase Pipe Chase in Girl's Restroom 313B no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B-PC Pipe Chase Pipe Chase in Girl's Restroom 313B no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B-PC Pipe Chase Pipe Chase in Girl's Restroom 313B no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B-PC Pipe Chase Pipe Chase in Girl's Restroom 313B no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313B-PC Pipe Chase Pipe Chase in Girl's Restroom 313B no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313C Computer - Senior High313A Computer Lab yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 313C Computer - Senior High313A Computer Lab yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 313C Computer - Senior High313A Computer Lab yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 313C Computer - Senior High313A Computer Lab yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 313C Computer - Senior High313A Computer Lab yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313C Computer - Senior High313A Computer Lab yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313C Computer - Senior High313A Computer Lab yes Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 313D Mechanical Room Mechanical Room no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313D Mechanical Room Mechanical Room no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313D Mechanical Room Mechanical Room no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313D Mechanical Room Mechanical Room no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313D Mechanical Room Mechanical Room no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313D Mechanical Room Mechanical Room no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 313D Mechanical Room Mechanical Room no Door Frame Metal Purple Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 314 Cafeteria (Dining Area)Cafeteria 314 yes Door Frame 1 Metal Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 314 Cafeteria (Dining Area)Cafeteria 314 yes Door Frame 2 Metal Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 314 Cafeteria (Dining Area)Cafeteria 314 yes W1 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314 Cafeteria (Dining Area)Cafeteria 314 yes W2 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314 Cafeteria (Dining Area)Cafeteria 314 yes W3 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314 Cafeteria (Dining Area)Cafeteria 314 yes W4 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314 Cafeteria (Dining Area)Cafeteria 314 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314 Cafeteria (Dining Area)Cafeteria 314 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314A Pipe Chase Pipe Chase off Cafeteria 314 yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314A Pipe Chase Pipe Chase off Cafeteria 314 yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314A Pipe Chase Pipe Chase off Cafeteria 314 yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314A Pipe Chase Pipe Chase off Cafeteria 314 yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314A Pipe Chase Pipe Chase off Cafeteria 314 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314A Pipe Chase Pipe Chase off Cafeteria 314 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314B Storage 314B Pantry yes Door Frame Metal Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 314B Storage 314B Pantry yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314B Storage 314B Pantry yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314B Storage 314B Pantry yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314B Storage 314B Pantry yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314B Storage 314B Pantry yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314B Storage 314B Pantry yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314C Student Restrooms - Female (4-12)Girl's Restroom 314C yes W1 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314C Student Restrooms - Female (4-12)Girl's Restroom 314C yes W2 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314C Student Restrooms - Female (4-12)Girl's Restroom 314C yes W3 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314C Student Restrooms - Female (4-12)Girl's Restroom 314C yes W4 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314C Student Restrooms - Female (4-12)Girl's Restroom 314C yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314C Student Restrooms - Female (4-12)Girl's Restroom 314C yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314D Student Restrooms - Male (4-12)Boy's Restroom 314D yes W1 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314D Student Restrooms - Male (4-12)Boy's Restroom 314D yes W2 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314D Student Restrooms - Male (4-12)Boy's Restroom 314D yes W3 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314D Student Restrooms - Male (4-12)Boy's Restroom 314D yes W4 Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314D Student Restrooms - Male (4-12)Boy's Restroom 314D yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314D Student Restrooms - Male (4-12)Boy's Restroom 314D yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314E Storage Equipment Storage in Cafeteria 314 no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314E Storage Equipment Storage in Cafeteria 314 no W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314E Storage Equipment Storage in Cafeteria 314 no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314E Storage Equipment Storage in Cafeteria 314 no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 314E Storage Equipment Storage in Cafeteria 314 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 314E Storage Equipment Storage in Cafeteria 314 no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 315 Senior High Classroom 315 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 315 Senior High Classroom 315 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 315 Senior High Classroom 315 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 315 Senior High Classroom 315 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 315 Senior High Classroom 315 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 315 Senior High Classroom 315 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 3 316 Senior High Classroom 316 yes Door Frame Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 316 Senior High Classroom 316 yes W1 CMU Blue Flaking 100 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 316 Senior High Classroom 316 yes W2 CMU Blue Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 316 Senior High Classroom 316 yes W3 CMU Blue Flaking 25 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 316 Senior High Classroom 316 yes W4 CMU Yellow Flaking 50 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 316 Senior High Classroom 316 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 316 Senior High Classroom 316 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 317 Senior High Classroom 317 yes Door Frame Metal Tan Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 317 Senior High Classroom 317 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 317 Senior High Classroom 317 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 317 Senior High Classroom 317 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 317 Senior High Classroom 317 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 317 Senior High Classroom 317 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 317 Senior High Classroom 317 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 318 Senior High Classroom 318 yes Door Frame Metal Tan Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 318 Senior High Classroom 318 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 318 Senior High Classroom 318 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 318 Senior High Classroom 318 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 318 Senior High Classroom 318 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 318 Senior High Classroom 318 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 318 Senior High Classroom 318 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 319 Teacher Planning OfficeTeacher's Office 319 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 319 Teacher Planning OfficeTeacher's Office 319 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 319 Teacher Planning OfficeTeacher's Office 319 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 319 Teacher Planning OfficeTeacher's Office 319 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 319 Teacher Planning OfficeTeacher's Office 319 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 319 Teacher Planning OfficeTeacher's Office 319 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 320 Senior High Classroom 320 yes Door Frame Metal Tan Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 320 Senior High Classroom 320 yes W1 CMU Blue Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 320 Senior High Classroom 320 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 320 Senior High Classroom 320 yes W3 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 320 Senior High Classroom 320 yes W4 CMU Blue Chipping 25 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 320 Senior High Classroom 320 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 320 Senior High Classroom 320 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 321 Senior High Classroom 321 yes Door Frame Metal Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 321 Senior High Classroom 321 yes W1 CMU White Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 321 Senior High Classroom 321 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 321 Senior High Classroom 321 yes W3 CMU White Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 321 Senior High Classroom 321 yes W4 CMU White Chipping 25 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 321 Senior High Classroom 321 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 321 Senior High Classroom 321 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 322 Senior High Classroom 322 yes Door Frame Metal Tan Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 322 Senior High Classroom 322 yes W1 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 322 Senior High Classroom 322 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 322 Senior High Classroom 322 yes W3 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 322 Senior High Classroom 322 yes W4 CMU Blue Chipping 25 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 322 Senior High Classroom 322 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 322 Senior High Classroom 322 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 323 Senior High Classroom 323 yes Door Frame Metal Tan Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 323 Senior High Classroom 323 yes W1 CMU Green Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 323 Senior High Classroom 323 yes W2 CMU Green None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 323 Senior High Classroom 323 yes W3 CMU Green Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 323 Senior High Classroom 323 yes W4 CMU Green Chipping 25 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 323 Senior High Classroom 323 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 323 Senior High Classroom 323 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 324 Senior High Classroom 324 yes Door Frame Metal Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 324 Senior High Classroom 324 yes W1 CMU White Chipping 3 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 324 Senior High Classroom 324 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 324 Senior High Classroom 324 yes W3 CMU White Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 324 Senior High Classroom 324 yes W4 CMU White Chipping 25 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 324 Senior High Classroom 324 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 324 Senior High Classroom 324 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 325 Senior High Classroom 325 yes Door Frame Metal Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 325 Senior High Classroom 325 yes W1 CMU White Chipping 4 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 325 Senior High Classroom 325 yes W2 CMU White Flaking 25 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 325 Senior High Classroom 325 yes W3 CMU White Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 325 Senior High Classroom 325 yes W4 CMU White Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 325 Senior High Classroom 325 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 325 Senior High Classroom 325 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326 Senior High Learning Center 326 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 326 Senior High Learning Center 326 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 326 Senior High Learning Center 326 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 326 Senior High Learning Center 326 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 326 Senior High Learning Center 326 yes Concrete Column 1 White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes Concrete Column 1 Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes Concrete Column 2 White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes Concrete Column 2 Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes Column 3 Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes Column 3 Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 3 326 Senior High Learning Center 326 yes Column 4 Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes Column 4 Concrete Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes W1 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes W2 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes W3 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes W4 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326 Senior High Learning Center 326 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326 Senior High Learning Center 326 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326A Storage Storage Closet 326A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326A Storage Storage Closet 326A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326A Storage Storage Closet 326A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326A Storage Storage Closet 326A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326A Storage Storage Closet 326A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326A Storage Storage Closet 326A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326B Administrative Office Office 326B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326B Administrative Office Office 326B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326B Administrative Office Office 326B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326B Administrative Office Office 326B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326B Administrative Office Office 326B yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326B Administrative Office Office 326B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326B Administrative Office Office 326B yes Door Frame Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 326C Administrative Office Office 326C yes Door Frame Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 326C Administrative Office Office 326C yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326C Administrative Office Office 326C yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326C Administrative Office Office 326C yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326C Administrative Office Office 326C yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326C Administrative Office Office 326C yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326C Administrative Office Office 326C yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326D Administrative Office Office 326D yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326D Administrative Office Office 326D yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326D Administrative Office Office 326D yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326D Administrative Office Office 326D yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326D Administrative Office Office 326D yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326D Administrative Office Office 326D yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326D Administrative Office Office 326D yes Door Frame Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 326E Administrative Office Office 326E yes Door Frame Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 326E Administrative Office Office 326E yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326E Administrative Office Office 326E yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326E Administrative Office Office 326E yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326E Administrative Office Office 326E yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326E Administrative Office Office 326E yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326E Administrative Office Office 326E yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326F Administrative Office Office 326F yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326F Administrative Office Office 326F yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326F Administrative Office Office 326F yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326F Administrative Office Office 326F yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326F Administrative Office Office 326F yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326F Administrative Office Office 326F yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326F Administrative Office Office 326F yes Door Frame Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 326G Administrative Office Office 326G yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326G Administrative Office Office 326G yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326G Administrative Office Office 326G yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326G Administrative Office Office 326G yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326G Administrative Office Office 326G yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326G Administrative Office Office 326G yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326G Administrative Office Office 326G yes Door Frame Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 326H Service Closets Custodial Closet 326H no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326H Service Closets Custodial Closet 326H no W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326H Service Closets Custodial Closet 326H no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326H Service Closets Custodial Closet 326H no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326H Service Closets Custodial Closet 326H no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326H Service Closets Custodial Closet 326H no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326I Storage Storage Closet 326I yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 326I Storage Storage Closet 326I yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326I Storage Storage Closet 326I yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326I Storage Storage Closet 326I yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326I Storage Storage Closet 326I yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 326I Storage Storage Closet 326I yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 326I Storage Storage Closet 326I yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 327 TV Studio (2) TV Studio 327 yes Door Frame Metal Tan Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 327 TV Studio (2) TV Studio 327 yes W1 CMU White Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 327 TV Studio (2) TV Studio 327 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 327 TV Studio (2) TV Studio 327 yes W3 CMU White Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 327 TV Studio (2) TV Studio 327 yes W4 CMU White Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 327 TV Studio (2) TV Studio 327 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 3 327 TV Studio (2) TV Studio 327 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 328 Senior High Classroom 328 yes Door Frame Metal Tan None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 328 Senior High Classroom 328 yes W1 CMU Blue Chipping 3 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 328 Senior High Classroom 328 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 328 Senior High Classroom 328 yes W3 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 328 Senior High Classroom 328 yes W4 CMU Blue Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 328 Senior High Classroom 328 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 328 Senior High Classroom 328 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 329 Storage Storage Room 329 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329 Storage Storage Room 329 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329 Storage Storage Room 329 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329 Storage Storage Room 329 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329 Storage Storage Room 329 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 329 Storage Storage Room 329 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 329A Storage Storage Room 329A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329A Storage Storage Room 329A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329A Storage Storage Room 329A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329A Storage Storage Room 329A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329A Storage Storage Room 329A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 329A Storage Storage Room 329A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 329B Storage Storage Room 329B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329B Storage Storage Room 329B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329B Storage Storage Room 329B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329B Storage Storage Room 329B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329B Storage Storage Room 329B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 329B Storage Storage Room 329B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 329C Storage Storage Room 329C yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329C Storage Storage Room 329C yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329C Storage Storage Room 329C yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329C Storage Storage Room 329C yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 329C Storage Storage Room 329C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 329C Storage Storage Room 329C yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 330 Storage Storage Room 330 yes Door Frame Metal Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 330 Storage Storage Room 330 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 330 Storage Storage Room 330 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 330 Storage Storage Room 330 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 330 Storage Storage Room 330 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 330 Storage Storage Room 330 yes Ceiling CMU Unpainted N/A N/A N/A N/A Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 330 Storage Storage Room 330 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 331 Administrative Office Office 331 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 331 Administrative Office Office 331 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 331 Administrative Office Office 331 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 331 Administrative Office Office 331 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 331 Administrative Office Office 331 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 331 Administrative Office Office 331 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 332 Storage Storage Room 332 yes Door Frame Metal Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 332 Storage Storage Room 332 yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 332 Storage Storage Room 332 yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 332 Storage Storage Room 332 yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 332 Storage Storage Room 332 yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 332 Storage Storage Room 332 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 332 Storage Storage Room 332 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 333 Computer - Senior HighComputer Lab 333 yes Door Frame Metal Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 333 Computer - Senior HighComputer Lab 333 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 333 Computer - Senior HighComputer Lab 333 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 333 Computer - Senior HighComputer Lab 333 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 333 Computer - Senior HighComputer Lab 333 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 333 Computer - Senior HighComputer Lab 333 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 333 Computer - Senior HighComputer Lab 333 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 333A Storage Storage Closet in Computer Lab 333 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 333A Storage Storage Closet in Computer Lab 333 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 333A Storage Storage Closet in Computer Lab 333 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 333A Storage Storage Closet in Computer Lab 333 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 333A Storage Storage Closet in Computer Lab 333 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 333A Storage Storage Closet in Computer Lab 333 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 345D Electrical Room Electrical Room in 321 no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 345D Electrical Room Electrical Room in 321 no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 345D Electrical Room Electrical Room in 321 no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 345D Electrical Room Electrical Room in 321 no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 345D Electrical Room Electrical Room in 321 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 345D Electrical Room Electrical Room in 321 no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 349A Administrative Office Office Space in T349 no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 349A Administrative Office Office Space in T349 no W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 349A Administrative Office Office Space in T349 no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 349A Administrative Office Office Space in T349 no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 349A Administrative Office Office Space in T349 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 349A Administrative Office Office Space in T349 no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 354B-PC Pipe Chase Pipe Chase in Staff Restroom 354B no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 354B-PC Pipe Chase Pipe Chase in Staff Restroom 354B no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 3 354B-PC Pipe Chase Pipe Chase in Staff Restroom 354B no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 354B-PC Pipe Chase Pipe Chase in Staff Restroom 354B no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 354B-PC Pipe Chase Pipe Chase in Staff Restroom 354B no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 354B-PC Pipe Chase Pipe Chase in Staff Restroom 354B no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 370A Senior High Classroom 370A yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 370A Senior High Classroom 370A yes W1 CMU Blue Flaking 50 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 370A Senior High Classroom 370A yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 370A Senior High Classroom 370A yes W3 CMU Blue Flaking 50 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 370A Senior High Classroom 370A yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 370A Senior High Classroom 370A yes Ceiling Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 370A Senior High Classroom 370A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 370B Senior High Classroom 370B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 370B Senior High Classroom 370B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 370B Senior High Classroom 370B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 370B Senior High Classroom 370B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 370B Senior High Classroom 370B yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 370B Senior High Classroom 370B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 371 Mechanical Room Mechanical Room G371 no Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 371 Mechanical Room Mechanical Room G371 no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 371 Mechanical Room Mechanical Room G371 no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 371 Mechanical Room Mechanical Room G371 no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 371 Mechanical Room Mechanical Room G371 no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 371 Mechanical Room Mechanical Room G371 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 371 Mechanical Room Mechanical Room G371 no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 372 Senior High Classroom 372 yes Door Frame Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 372 Senior High Classroom 372 yes W1 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 372 Senior High Classroom 372 yes W2 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 372 Senior High Classroom 372 yes W3 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 372 Senior High Classroom 372 yes W4 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 372 Senior High Classroom 372 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 372 Senior High Classroom 372 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 373 Senior High Classroom 373 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 373 Senior High Classroom 373 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 373 Senior High Classroom 373 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 373 Senior High Classroom 373 yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 373 Senior High Classroom 373 yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 373 Senior High Classroom 373 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 373 Senior High Classroom 373 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 374 Senior High Classroom 374 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 374 Senior High Classroom 374 yes W1 CMU Blue Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 374 Senior High Classroom 374 yes W2 CMU Blue Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 374 Senior High Classroom 374 yes W3 CMU Blue Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 374 Senior High Classroom 374 yes W4 CMU Blue Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 374 Senior High Classroom 374 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 374 Senior High Classroom 374 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375 Health Service RoomNurse's Office Waiting Room 375 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 375 Health Service RoomNurse's Office Waiting Room 375 yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375 Health Service RoomNurse's Office Waiting Room 375 yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375 Health Service RoomNurse's Office Waiting Room 375 yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375 Health Service RoomNurse's Office Waiting Room 375 yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375 Health Service RoomNurse's Office Waiting Room 375 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375 Health Service RoomNurse's Office Waiting Room 375 yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375A Health Service RoomNurse's Office 375A yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 375A Health Service RoomNurse's Office 375A yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375A Health Service RoomNurse's Office 375A yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375A Health Service RoomNurse's Office 375A yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375A Health Service RoomNurse's Office 375A yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375A Health Service RoomNurse's Office 375A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375A Health Service RoomNurse's Office 375A yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375B Storage Nurse's Office Storage Closet yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 375B Storage Nurse's Office Storage Closet yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375B Storage Nurse's Office Storage Closet yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375B Storage Nurse's Office Storage Closet yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375B Storage Nurse's Office Storage Closet yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375B Storage Nurse's Office Storage Closet yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375B Storage Nurse's Office Storage Closet yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375C Health Service RoomNurse's Office Suite Rear Patient Room yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 375C Health Service RoomNurse's Office Suite Rear Patient Room yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375C Health Service RoomNurse's Office Suite Rear Patient Room yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375C Health Service RoomNurse's Office Suite Rear Patient Room yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375C Health Service RoomNurse's Office Suite Rear Patient Room yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375C Health Service RoomNurse's Office Suite Rear Patient Room yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375C Health Service RoomNurse's Office Suite Rear Patient Room yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375D Health Service RoomNurse's Office Suite Side Patient Room yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 375D Health Service RoomNurse's Office Suite Side Patient Room yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375D Health Service RoomNurse's Office Suite Side Patient Room yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375D Health Service RoomNurse's Office Suite Side Patient Room yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375D Health Service RoomNurse's Office Suite Side Patient Room yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375D Health Service RoomNurse's Office Suite Side Patient Room yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 3 375D Health Service RoomNurse's Office Suite Side Patient Room yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E Health Service RoomNurse's Office Suite Front Patient Room yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 375E Health Service RoomNurse's Office Suite Front Patient Room yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E Health Service RoomNurse's Office Suite Front Patient Room yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E Health Service RoomNurse's Office Suite Front Patient Room yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E Health Service RoomNurse's Office Suite Front Patient Room yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E Health Service RoomNurse's Office Suite Front Patient Room yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E Health Service RoomNurse's Office Suite Front Patient Room yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E-PC Pipe Chase Pipe Chase in Nurse's Office Suite Front Patient Room no Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 375E-PC Pipe Chase Pipe Chase in Nurse's Office Suite Front Patient Room no W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E-PC Pipe Chase Pipe Chase in Nurse's Office Suite Front Patient Room no W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E-PC Pipe Chase Pipe Chase in Nurse's Office Suite Front Patient Room no W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E-PC Pipe Chase Pipe Chase in Nurse's Office Suite Front Patient Room no W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E-PC Pipe Chase Pipe Chase in Nurse's Office Suite Front Patient Room no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375E-PC Pipe Chase Pipe Chase in Nurse's Office Suite Front Patient Room no Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375F Student Restrooms - Male/FemaleRestroom in 375D yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 375F Student Restrooms - Male/FemaleRestroom in 375D yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375F Student Restrooms - Male/FemaleRestroom in 375D yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375F Student Restrooms - Male/FemaleRestroom in 375D yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375F Student Restrooms - Male/FemaleRestroom in 375D yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375F Student Restrooms - Male/FemaleRestroom in 375D yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375F Student Restrooms - Male/FemaleRestroom in 375D yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375G Student Restrooms - Male/FemaleRestroom in 375E yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 375G Student Restrooms - Male/FemaleRestroom in 375E yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375G Student Restrooms - Male/FemaleRestroom in 375E yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375G Student Restrooms - Male/FemaleRestroom in 375E yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375G Student Restrooms - Male/FemaleRestroom in 375E yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375G Student Restrooms - Male/FemaleRestroom in 375E yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 375G Student Restrooms - Male/FemaleRestroom in 375E yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 390A Auditorium Balcony Auditorium Balcony yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 390A Auditorium Balcony Auditorium Balcony yes W1 CMU White Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 390A Auditorium Balcony Auditorium Balcony yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 390A Auditorium Balcony Auditorium Balcony yes Banister Wood White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 390A Auditorium Balcony Auditorium Balcony yes W4 CMU White Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 390A Auditorium Balcony Auditorium Balcony yes Ceiling Sheetrock White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 390A Auditorium Balcony Auditorium Balcony yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351 Senior High Classroom 351 yes Door Frame Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A351 Senior High Classroom 351 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351 Senior High Classroom 351 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351 Senior High Classroom 351 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351 Senior High Classroom 351 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351 Senior High Classroom 351 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351 Senior High Classroom 351 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351A Storage Classroom 351 Storage Room 351A yes Door Frame Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A351A Storage Classroom 351 Storage Room 351A yes W1 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351A Storage Classroom 351 Storage Room 351A yes W2 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351A Storage Classroom 351 Storage Room 351A yes W3 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351A Storage Classroom 351 Storage Room 351A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351A Storage Classroom 351 Storage Room 351A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351A Storage Classroom 351 Storage Room 351A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351B Storage Classroom 351 Storage Room 351B yes Door Frame Metal White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A351B Storage Classroom 351 Storage Room 351B yes W1 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351B Storage Classroom 351 Storage Room 351B yes W2 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351B Storage Classroom 351 Storage Room 351B yes W3 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351B Storage Classroom 351 Storage Room 351B yes W4 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A351B Storage Classroom 351 Storage Room 351B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351B Storage Classroom 351 Storage Room 351B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351C Student Restrooms - Male (4-12)Classroom 351 Boy's Restroom 351C yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A351C Student Restrooms - Male (4-12)Classroom 351 Boy's Restroom 351C yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351C Student Restrooms - Male (4-12)Classroom 351 Boy's Restroom 351C yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351C Student Restrooms - Male (4-12)Classroom 351 Boy's Restroom 351C yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351C Student Restrooms - Male (4-12)Classroom 351 Boy's Restroom 351C yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351C Student Restrooms - Male (4-12)Classroom 351 Boy's Restroom 351C yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351C Student Restrooms - Male (4-12)Classroom 351 Boy's Restroom 351C yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351D Student Restrooms - Female (4-12)Classroom 351 Girl's Restroom 351D yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A351D Student Restrooms - Female (4-12)Classroom 351 Girl's Restroom 351D yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351D Student Restrooms - Female (4-12)Classroom 351 Girl's Restroom 351D yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351D Student Restrooms - Female (4-12)Classroom 351 Girl's Restroom 351D yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351D Student Restrooms - Female (4-12)Classroom 351 Girl's Restroom 351D yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351D Student Restrooms - Female (4-12)Classroom 351 Girl's Restroom 351D yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A351D Student Restrooms - Female (4-12)Classroom 351 Girl's Restroom 351D yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A352 Senior High Classroom 352 yes Door Frame Metal Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A352 Senior High Classroom 352 yes W1 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A352 Senior High Classroom 352 yes W2 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A352 Senior High Classroom 352 yes W3 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A352 Senior High Classroom 352 yes W4 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A352 Senior High Classroom 352 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A352 Senior High Classroom 352 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A352A Storage Classroom 352 Storage Room 352A yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
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6060 1 B606001 3 A352A Storage Classroom 352 Storage Room 352A yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A352A Storage Classroom 352 Storage Room 352A yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A352A Storage Classroom 352 Storage Room 352A yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A352A Storage Classroom 352 Storage Room 352A yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A352A Storage Classroom 352 Storage Room 352A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A352A Storage Classroom 352 Storage Room 352A yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A353 Senior High Classroom 353 yes W1 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A353 Senior High Classroom 353 yes W2 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A353 Senior High Classroom 353 yes W3 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A353 Senior High Classroom 353 yes W4 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A353 Senior High Classroom 353 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A353 Senior High Classroom 353 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A353 Senior High Classroom 353 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A353A-3 Storage Classroom 353 Storage Room 353A yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A353A-3 Storage Classroom 353 Storage Room 353A yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A353A-3 Storage Classroom 353 Storage Room 353A yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A353A-3 Storage Classroom 353 Storage Room 353A yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A353A-3 Storage Classroom 353 Storage Room 353A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A353A-3 Storage Classroom 353 Storage Room 353A yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354 Storage Storage Room A354 yes Door Frame Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A354 Storage Storage Room A354 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A354 Storage Storage Room A354 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A354 Storage Storage Room A354 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A354 Storage Storage Room A354 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A354 Storage Storage Room A354 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354 Storage Storage Room A354 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354A Storage Storage Room 354A yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A354A Storage Storage Room 354A yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354A Storage Storage Room 354A yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354A Storage Storage Room 354A yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354A Storage Storage Room 354A yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354A Storage Storage Room 354A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354A Storage Storage Room 354A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354B Restrooms, Staff - Male/FemaleStaff Restroom 354B yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A354B Restrooms, Staff - Male/FemaleStaff Restroom 354B yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354B Restrooms, Staff - Male/FemaleStaff Restroom 354B yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354B Restrooms, Staff - Male/FemaleStaff Restroom 354B yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354B Restrooms, Staff - Male/FemaleStaff Restroom 354B yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354B Restrooms, Staff - Male/FemaleStaff Restroom 354B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A354B Restrooms, Staff - Male/FemaleStaff Restroom 354B yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A355 Administrative Office Kitchen 355 yes Door Frame Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A355 Administrative Office Kitchen 355 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A355 Administrative Office Kitchen 355 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A355 Administrative Office Kitchen 355 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A355 Administrative Office Kitchen 355 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A355 Administrative Office Kitchen 355 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A355 Administrative Office Kitchen 355 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A356 Administrative Office Assistant Superintendent's Office across from Classroom 353yes Door Frame Metal Grey Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A356 Administrative Office Assistant Superintendent's Office across from Classroom 353yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A356 Administrative Office Assistant Superintendent's Office across from Classroom 353yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A356 Administrative Office Assistant Superintendent's Office across from Classroom 353yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A356 Administrative Office Assistant Superintendent's Office across from Classroom 353yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A356 Administrative Office Assistant Superintendent's Office across from Classroom 353yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A356 Administrative Office Assistant Superintendent's Office across from Classroom 353yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A357 Administrative Office Conference room next to A356 yes Door Frame 1 Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A357 Administrative Office Conference room next to A356 yes Door Frame 2 Metal Grey None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 A357 Administrative Office Conference room next to A356 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A357 Administrative Office Conference room next to A356 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A357 Administrative Office Conference room next to A356 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A357 Administrative Office Conference room next to A356 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A357 Administrative Office Conference room next to A356 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A357 Administrative Office Conference room next to A356 yes Floor Carpet Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A370 Auditorium Balcony Auditorium Balcony Projection Room yes W1 Plaster White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A370 Auditorium Balcony Auditorium Balcony Projection Room yes W2 Plaster White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A370 Auditorium Balcony Auditorium Balcony Projection Room yes W3 Plaster White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A370 Auditorium Balcony Auditorium Balcony Projection Room yes W4 Plaster White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A370 Auditorium Balcony Auditorium Balcony Projection Room yes Ceiling Plaster White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 A370 Auditorium Balcony Auditorium Balcony Projection Room yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A374 Mechanical Room Mechanical Room A374 no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A374 Mechanical Room Mechanical Room A374 no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A374 Mechanical Room Mechanical Room A374 no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A374 Mechanical Room Mechanical Room A374 no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A374 Mechanical Room Mechanical Room A374 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A374 Mechanical Room Mechanical Room A374 no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A374-PS Pipe Shaft Pipe Shaft in Mechanical Room A374 no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A374-PS Pipe Shaft Pipe Shaft in Mechanical Room A374 no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A374-PS Pipe Shaft Pipe Shaft in Mechanical Room A374 no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A374-PS Pipe Shaft Pipe Shaft in Mechanical Room A374 no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 A374-PS Pipe Shaft Pipe Shaft in Mechanical Room A374 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 3 A374-PS Pipe Shaft Pipe Shaft in Mechanical Room A374 no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H31 Circulation (Hallway) Main Hallway from T346 to 333 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H31 Circulation (Hallway) Main Hallway from T346 to 333 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H31 Circulation (Hallway) Main Hallway from T346 to 333 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H31 Circulation (Hallway) Main Hallway from T346 to 333 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H31 Circulation (Hallway) Main Hallway from T346 to 333 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H31 Circulation (Hallway) Main Hallway from T346 to 333 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H310 Circulation (Hallway) Main Hallway from 322 to 327 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H310 Circulation (Hallway) Main Hallway from 322 to 327 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H310 Circulation (Hallway) Main Hallway from 322 to 327 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H310 Circulation (Hallway) Main Hallway from 322 to 327 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H310 Circulation (Hallway) Main Hallway from 322 to 327 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H310 Circulation (Hallway) Main Hallway from 322 to 327 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H311 Circulation (Hallway) Hallway from Classrooms 315 to 316 yes Door Frame Metal Yellow Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 H311 Circulation (Hallway) Hallway from Classrooms 315 to 316 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H311 Circulation (Hallway) Hallway from Classrooms 315 to 316 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H311 Circulation (Hallway) Hallway from Classrooms 315 to 316 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H311 Circulation (Hallway) Hallway from Classrooms 315 to 316 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H311 Circulation (Hallway) Hallway from Classrooms 315 to 316 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H311 Circulation (Hallway) Hallway from Classrooms 315 to 316 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H32 Circulation (Hallway) Hallway from T334 to T335A yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H32 Circulation (Hallway) Hallway from T334 to T335A yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H32 Circulation (Hallway) Hallway from T334 to T335A yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H32 Circulation (Hallway) Hallway from T334 to T335A yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H32 Circulation (Hallway) Hallway from T334 to T335A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H32 Circulation (Hallway) Hallway from T334 to T335A yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H320 Circulation (Hallway) Hallway from T340 to t341 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H320 Circulation (Hallway) Hallway from T340 to t341 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H320 Circulation (Hallway) Hallway from T340 to t341 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H320 Circulation (Hallway) Hallway from T340 to t341 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H320 Circulation (Hallway) Hallway from T340 to t341 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H320 Circulation (Hallway) Hallway from T340 to t341 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H321 Circulation (Hallway) Hallway from Science Wing Classrooms T341 to 346 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H321 Circulation (Hallway) Hallway from Science Wing Classrooms T341 to 346 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H321 Circulation (Hallway) Hallway from Science Wing Classrooms T341 to 346 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H321 Circulation (Hallway) Hallway from Science Wing Classrooms T341 to 346 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H321 Circulation (Hallway) Hallway from Science Wing Classrooms T341 to 346 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H321 Circulation (Hallway) Hallway from Science Wing Classrooms T341 to 346 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H321-PC Pipe Chase Pipe Chase In Hallway H321 no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H321-PC Pipe Chase Pipe Chase In Hallway H321 no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H321-PC Pipe Chase Pipe Chase In Hallway H321 no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H321-PC Pipe Chase Pipe Chase In Hallway H321 no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H321-PC Pipe Chase Pipe Chase In Hallway H321 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H321-PC Pipe Chase Pipe Chase In Hallway H321 no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H322 Circulation (Hallway) Hallway outside Mechanical Room G371 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H322 Circulation (Hallway) Hallway outside Mechanical Room G371 yes W2 CMU Orange None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H322 Circulation (Hallway) Hallway outside Mechanical Room G371 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H322 Circulation (Hallway) Hallway outside Mechanical Room G371 yes W4 CMU Orange None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H322 Circulation (Hallway) Hallway outside Mechanical Room G371 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H322 Circulation (Hallway) Hallway outside Mechanical Room G371 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H323 Circulation (Hallway) Hallway from Classrooms 370A to 370B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H323 Circulation (Hallway) Hallway from Classrooms 370A to 370B yes W2 CMU Orange None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H323 Circulation (Hallway) Hallway from Classrooms 370A to 370B yes W3 CMU White Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 H323 Circulation (Hallway) Hallway from Classrooms 370A to 370B yes W4 CMU Orange None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H323 Circulation (Hallway) Hallway from Classrooms 370A to 370B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H323 Circulation (Hallway) Hallway from Classrooms 370A to 370B yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H324 Circulation (Hallway) Hallway from H323 to H327 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H324 Circulation (Hallway) Hallway from H323 to H327 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H324 Circulation (Hallway) Hallway from H323 to H327 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H324 Circulation (Hallway) Hallway from H323 to H327 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H324 Circulation (Hallway) Hallway from H323 to H327 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H324 Circulation (Hallway) Hallway from H323 to H327 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H325 Circulation (Hallway) Hallway from Main Hallway to Classroom 328 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H325 Circulation (Hallway) Hallway from Main Hallway to Classroom 328 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H325 Circulation (Hallway) Hallway from Main Hallway to Classroom 328 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H325 Circulation (Hallway) Hallway from Main Hallway to Classroom 328 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H325 Circulation (Hallway) Hallway from Main Hallway to Classroom 328 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H327 Circulation (Hallway) Hallway outside Auditorium Balcony yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H327 Circulation (Hallway) Hallway outside Auditorium Balcony yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H327 Circulation (Hallway) Hallway outside Auditorium Balcony yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H327 Circulation (Hallway) Hallway outside Auditorium Balcony yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H327 Circulation (Hallway) Hallway outside Auditorium Balcony yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H327 Circulation (Hallway) Hallway outside Auditorium Balcony yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H328 Circulation (Hallway) Hallway outside Balcony to Mechanical Room A374 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H328 Circulation (Hallway) Hallway outside Balcony to Mechanical Room A374 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H328 Circulation (Hallway) Hallway outside Balcony to Mechanical Room A374 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H328 Circulation (Hallway) Hallway outside Balcony to Mechanical Room A374 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H328 Circulation (Hallway) Hallway outside Balcony to Mechanical Room A374 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H328 Circulation (Hallway) Hallway outside Balcony to Mechanical Room A374 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
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6060 1 B606001 3 H329 Circulation (Hallway) Hallway from Classrooms A351 to A353 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H329 Circulation (Hallway) Hallway from Classrooms A351 to A353 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H329 Circulation (Hallway) Hallway from Classrooms A351 to A353 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H329 Circulation (Hallway) Hallway from Classrooms A351 to A353 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H329 Circulation (Hallway) Hallway from Classrooms A351 to A353 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329 Circulation (Hallway) Hallway from Classrooms A351 to A353 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-R Restrooms, Staff - Male/FemaleRestroom in H329 Near 351 yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-R Restrooms, Staff - Male/FemaleRestroom in H329 Near 351 yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-R Restrooms, Staff - Male/FemaleRestroom in H329 Near 351 yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-R Restrooms, Staff - Male/FemaleRestroom in H329 Near 351 yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-R Restrooms, Staff - Male/FemaleRestroom in H329 Near 351 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-R Restrooms, Staff - Male/FemaleRestroom in H329 Near 351 yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-RR Restrooms, Staff - Male/FemaleRestroom in Hallway H329 Near Section D yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-RR Restrooms, Staff - Male/FemaleRestroom in Hallway H329 Near Section D yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-RR Restrooms, Staff - Male/FemaleRestroom in Hallway H329 Near Section D yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-RR Restrooms, Staff - Male/FemaleRestroom in Hallway H329 Near Section D yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-RR Restrooms, Staff - Male/FemaleRestroom in Hallway H329 Near Section D yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H329-RR Restrooms, Staff - Male/FemaleRestroom in Hallway H329 Near Section D yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H32A Circulation (Hallway) Small Hallway next to T345 Music yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H32A Circulation (Hallway) Small Hallway next to T345 Music yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H32A Circulation (Hallway) Small Hallway next to T345 Music yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H32A Circulation (Hallway) Small Hallway next to T345 Music yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H32A Circulation (Hallway) Small Hallway next to T345 Music yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H32A Circulation (Hallway) Small Hallway next to T345 Music yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H33 Circulation (Hallway) Hallway outside classroom 333 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H33 Circulation (Hallway) Hallway outside classroom 333 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H33 Circulation (Hallway) Hallway outside classroom 333 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H33 Circulation (Hallway) Hallway outside classroom 333 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H33 Circulation (Hallway) Hallway outside classroom 333 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H33 Circulation (Hallway) Hallway outside classroom 333 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H34 Circulation (Hallway) Hallway From 345A to 339 no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H34 Circulation (Hallway) Hallway From 345A to 339 no W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H34 Circulation (Hallway) Hallway From 345A to 339 no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H34 Circulation (Hallway) Hallway From 345A to 339 no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H34 Circulation (Hallway) Hallway From 345A to 339 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H34 Circulation (Hallway) Hallway From 345A to 339 no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H34-PC Pipe Chase Pipe Chase in Hallway From 345A to 339 no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H34-PC Pipe Chase Pipe Chase in Hallway From 345A to 339 no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H34-PC Pipe Chase Pipe Chase in Hallway From 345A to 339 no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H34-PC Pipe Chase Pipe Chase in Hallway From 345A to 339 no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H34-PC Pipe Chase Pipe Chase in Hallway From 345A to 339 no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H34-PC Pipe Chase Pipe Chase in Hallway From 345A to 339 no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H35 Circulation (Hallway) Hallway from Classrooms 301 to 304 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H35 Circulation (Hallway) Hallway from Classrooms 301 to 304 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H35 Circulation (Hallway) Hallway from Classrooms 301 to 304 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H35 Circulation (Hallway) Hallway from Classrooms 301 to 304 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H35 Circulation (Hallway) Hallway from Classrooms 301 to 304 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H35 Circulation (Hallway) Hallway from Classrooms 301 to 304 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H354 Circulation (Hallway) Hallway to rooms A354A and A354B yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H354 Circulation (Hallway) Hallway to rooms A354A and A354B yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H354 Circulation (Hallway) Hallway to rooms A354A and A354B yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H354 Circulation (Hallway) Hallway to rooms A354A and A354B yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H354 Circulation (Hallway) Hallway to rooms A354A and A354B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H354 Circulation (Hallway) Hallway to rooms A354A and A354B yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H36 Circulation (Hallway) Hallway from Classrooms 310 to 312 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H36 Circulation (Hallway) Hallway from Classrooms 310 to 312 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H36 Circulation (Hallway) Hallway from Classrooms 310 to 312 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H36 Circulation (Hallway) Hallway from Classrooms 310 to 312 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H36 Circulation (Hallway) Hallway from Classrooms 310 to 312 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H36 Circulation (Hallway) Hallway from Classrooms 310 to 312 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H36A Circulation (Hallway) Hallway from Classrooms 305 to 309 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H36A Circulation (Hallway) Hallway from Classrooms 305 to 309 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H36A Circulation (Hallway) Hallway from Classrooms 305 to 309 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H36A Circulation (Hallway) Hallway from Classrooms 305 to 309 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H36A Circulation (Hallway) Hallway from Classrooms 305 to 309 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H36A Circulation (Hallway) Hallway from Classrooms 305 to 309 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H37 Circulation (Hallway) Hallway from Classrooms 317 to 322 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H37 Circulation (Hallway) Hallway from Classrooms 317 to 322 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H37 Circulation (Hallway) Hallway from Classrooms 317 to 322 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H37 Circulation (Hallway) Hallway from Classrooms 317 to 322 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H37 Circulation (Hallway) Hallway from Classrooms 317 to 322 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H37 Circulation (Hallway) Hallway from Classrooms 317 to 322 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H38 Circulation (Hallway) Hallway from Classrooms 323 to 325 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H38 Circulation (Hallway) Hallway from Classrooms 323 to 325 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H38 Circulation (Hallway) Hallway from Classrooms 323 to 325 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H38 Circulation (Hallway) Hallway from Classrooms 323 to 325 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 H38 Circulation (Hallway) Hallway from Classrooms 323 to 325 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 H38 Circulation (Hallway) Hallway from Classrooms 323 to 325 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 S1-3 Stairs Stairwell 1 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 3 S1-3 Stairs Stairwell 1 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S1-3 Stairs Stairwell 1 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S1-3 Stairs Stairwell 1 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S1-3 Stairs Stairwell 1 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S1-3 Stairs Stairwell 1 yes Floor Concrete Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S1-3 Stairs Stairwell 1 yes Stringer Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S1-3 Stairs Stairwell 1 yes Tread Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S1-3 Stairs Stairwell 1 yes Riser Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S1-3 Stairs Stairwell 1 yes Handrail Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S10-3 Stairs Stairwell 10 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S10-3 Stairs Stairwell 10 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S10-3 Stairs Stairwell 10 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S10-3 Stairs Stairwell 10 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S10-3 Stairs Stairwell 10 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S10-3 Stairs Stairwell 10 yes Floor Concrete Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S10-3 Stairs Stairwell 10 yes Stringer Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S10-3 Stairs Stairwell 10 yes Tread Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S10-3 Stairs Stairwell 10 yes Riser Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S10-3 Stairs Stairwell 10 yes Handrail Metal Black Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S13-3 Stairs Stairwell 13 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S13-3 Stairs Stairwell 13 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S13-3 Stairs Stairwell 13 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S13-3 Stairs Stairwell 13 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S13-3 Stairs Stairwell 13 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S13-3 Stairs Stairwell 13 yes Floor Concrete Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S13-3 Stairs Stairwell 13 yes Stringer Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S13-3 Stairs Stairwell 13 yes Tread Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S13-3 Stairs Stairwell 13 yes Riser Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S13-3 Stairs Stairwell 13 yes Handrail Metal Black Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S14-3 Stairs Stairwell 14 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S14-3 Stairs Stairwell 14 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S14-3 Stairs Stairwell 14 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S14-3 Stairs Stairwell 14 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S14-3 Stairs Stairwell 14 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S14-3 Stairs Stairwell 14 yes Floor Concrete Grey Friction 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S14-3 Stairs Stairwell 14 yes Stringer Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S14-3 Stairs Stairwell 14 yes Tread Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S14-3 Stairs Stairwell 14 yes Riser Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S14-3 Stairs Stairwell 14 yes Handrail Metal Black Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S15-3 Stairs Stairwell 15 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S15-3 Stairs Stairwell 15 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S15-3 Stairs Stairwell 15 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S15-3 Stairs Stairwell 15 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S15-3 Stairs Stairwell 15 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S15-3 Stairs Stairwell 15 yes Floor Concrete Blue Friction 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S15-3 Stairs Stairwell 15 yes Stringer Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S15-3 Stairs Stairwell 15 yes Tread Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S15-3 Stairs Stairwell 15 yes Riser Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S15-3 Stairs Stairwell 15 yes Handrail Metal Purple Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S2-3 Stairs Stairwell 2 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S2-3 Stairs Stairwell 2 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S2-3 Stairs Stairwell 2 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S2-3 Stairs Stairwell 2 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S2-3 Stairs Stairwell 2 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S2-3 Stairs Stairwell 2 yes Floor Concrete Blue Friction 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S2-3 Stairs Stairwell 2 yes Stringer Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S2-3 Stairs Stairwell 2 yes Tread Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S2-3 Stairs Stairwell 2 yes Riser Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S2-3 Stairs Stairwell 2 yes Handrail Metal Black Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S3-3 Stairs Stairwell 3 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S3-3 Stairs Stairwell 3 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S3-3 Stairs Stairwell 3 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S3-3 Stairs Stairwell 3 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S3-3 Stairs Stairwell 3 yes Ceiling Concrete White None 0 0 Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 S3-3 Stairs Stairwell 3 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S3-3 Stairs Stairwell 3 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S3-3 Stairs Stairwell 3 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S3-3 Stairs Stairwell 3 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S3-3 Stairs Stairwell 3 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S4-3 Stairs Stairwell 4 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S4-3 Stairs Stairwell 4 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S4-3 Stairs Stairwell 4 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S4-3 Stairs Stairwell 4 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S4-3 Stairs Stairwell 4 yes Ceiling Concrete White None 0 0 Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 S4-3 Stairs Stairwell 4 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S4-3 Stairs Stairwell 4 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S4-3 Stairs Stairwell 4 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S4-3 Stairs Stairwell 4 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S4-3 Stairs Stairwell 4 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23



Dates: 10/9/23-11/9/23 Lead-Safe Certification Assessment Report
Inspector Name and Certificate Number: Erik Swanson 
#006917 Martin Luther King High School
Inspection Company:  Viva EHS 6100 Stenton Ave, Philadelphia PA 19138

ULCS#

E
l
e
m
e
n
t

BldgElmt
ID

F
l
o
o
r Space # Space Type On-Site Room Name

Student/Teacher 
Occupied 

(yes/no) [1] Component
Substrate 
Material [2] Paint Color

Description of 
Damage

Damage 
Quantity (sf) 

[3]
XRF Reading 

(mg/cm2)

XRF
(positive/ 

negative) [4]

Asbestos Paint 
sampled

(positive/ 
negative) [5]

Debris Present
(describe 

location) [6]
Quantity (sf) 

[7]

Date debris 
reported to 

OEP and/or BE  
[8]

Quanitity (SF) 
of Damage 

Paint behind 
Radiator  [9]

Quantity of 
Ceiling Tile to 
be Replaced 
(Number of 
ceiling tiles 
not the SF)

Padlock Needs 
to be Removed

Contents Need 
to be Moved 

[10]

On-going 
Moisture 
Intrusion

Plastering 
Needed (yes or 

no)

Asbestos 
Abatement 

Needed (yes or 
no) [11]

Comments/ 
Description/ 

Notes
6060 1 B606001 3 S5-3 Stairs Stairwell 5 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S5-3 Stairs Stairwell 5 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S5-3 Stairs Stairwell 5 yes W3 CMU White Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 S5-3 Stairs Stairwell 5 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S5-3 Stairs Stairwell 5 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S5-3 Stairs Stairwell 5 yes Floor Concrete Brown Friction 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S5-3 Stairs Stairwell 5 yes Stringer Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S5-3 Stairs Stairwell 5 yes Tread Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S5-3 Stairs Stairwell 5 yes Riser Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S5-3 Stairs Stairwell 5 yes Handrail Metal Black Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S6-3 Stairs Stairwell 6 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S6-3 Stairs Stairwell 6 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S6-3 Stairs Stairwell 6 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S6-3 Stairs Stairwell 6 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S6-3 Stairs Stairwell 6 yes Ceiling Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S6-3 Stairs Stairwell 6 yes Floor Concrete White None 0 0 Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 S6-3 Stairs Stairwell 6 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S6-3 Stairs Stairwell 6 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S6-3 Stairs Stairwell 6 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S6-3 Stairs Stairwell 6 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S7-3 Stairs Stairwell 7 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S7-3 Stairs Stairwell 7 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S7-3 Stairs Stairwell 7 yes W3 CMU White Chipping 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 S7-3 Stairs Stairwell 7 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S7-3 Stairs Stairwell 7 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S7-3 Stairs Stairwell 7 yes Floor Concrete Blue Friction 5 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S7-3 Stairs Stairwell 7 yes Stringer Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S7-3 Stairs Stairwell 7 yes Tread Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S7-3 Stairs Stairwell 7 yes Riser Metal Blue Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S7-3 Stairs Stairwell 7 yes Handrail Metal Purple Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S8-3 Stairs Stairwell 8 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S8-3 Stairs Stairwell 8 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S8-3 Stairs Stairwell 8 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S8-3 Stairs Stairwell 8 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S8-3 Stairs Stairwell 8 yes Ceiling Concrete White None 0 0 Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 S8-3 Stairs Stairwell 8 yes Floor Concrete Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S8-3 Stairs Stairwell 8 yes Riser Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S8-3 Stairs Stairwell 8 yes Tread Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S8-3 Stairs Stairwell 8 yes Stringer Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S8-3 Stairs Stairwell 8 yes Handrail Metal Grey Chipping 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S9-3 Stairs Stairwell 9 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S9-3 Stairs Stairwell 9 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S9-3 Stairs Stairwell 9 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S9-3 Stairs Stairwell 9 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S9-3 Stairs Stairwell 9 yes Ceiling Concrete White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S9-3 Stairs Stairwell 9 yes Floor Concrete Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 S9-3 Stairs Stairwell 9 yes Stringer Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S9-3 Stairs Stairwell 9 yes Tread Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S9-3 Stairs Stairwell 9 yes Riser Metal Brown Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 S9-3 Stairs Stairwell 9 yes Handrail Metal Black Friction 2 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 T334 Senior High Classroom 334 yes Door Frame Metal Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 T334 Senior High Classroom 334 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T334 Senior High Classroom 334 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T334 Senior High Classroom 334 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T334 Senior High Classroom 334 yes W4 CMU White Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T334 Senior High Classroom 334 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T334 Senior High Classroom 334 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335 Senior High Classroom 335 yes Door Frame Metal Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 T335 Senior High Classroom 335 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T335 Senior High Classroom 335 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T335 Senior High Classroom 335 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T335 Senior High Classroom 335 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T335 Senior High Classroom 335 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335 Senior High Classroom 335 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335A Restrooms, Staff - MaleMen's Restroom 335A yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335A Restrooms, Staff - MaleMen's Restroom 335A yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335A Restrooms, Staff - MaleMen's Restroom 335A yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335A Restrooms, Staff - MaleMen's Restroom 335A yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335A Restrooms, Staff - MaleMen's Restroom 335A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335A Restrooms, Staff - MaleMen's Restroom 335A yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335B Student Restrooms - Male (4-12)Boy's Restroom 335B yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335B Student Restrooms - Male (4-12)Boy's Restroom 335B yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335B Student Restrooms - Male (4-12)Boy's Restroom 335B yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335B Student Restrooms - Male (4-12)Boy's Restroom 335B yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335B Student Restrooms - Male (4-12)Boy's Restroom 335B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T335B Student Restrooms - Male (4-12)Boy's Restroom 335B yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T336 Senior High Classroom 336 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T336 Senior High Classroom 336 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T336 Senior High Classroom 336 yes W3 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
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6060 1 B606001 3 T336 Senior High Classroom 336 yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T336 Senior High Classroom 336 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T336 Senior High Classroom 336 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T337 Senior High Classroom 337 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T337 Senior High Classroom 337 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T337 Senior High Classroom 337 yes W3 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T337 Senior High Classroom 337 yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T337 Senior High Classroom 337 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T337 Senior High Classroom 337 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T337A Senior High Storage closet in Classroom 337 yes W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T337A Senior High Storage closet in Classroom 337 yes W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T337A Senior High Storage closet in Classroom 337 yes W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T337A Senior High Storage closet in Classroom 337 yes W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T337A Senior High Storage closet in Classroom 337 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T337A Senior High Storage closet in Classroom 337 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T338 Senior High Classroom 338 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T338 Senior High Classroom 338 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T338 Senior High Classroom 338 yes W3 CMU White Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T338 Senior High Classroom 338 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T338 Senior High Classroom 338 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T338 Senior High Classroom 338 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T338A Storage Storage Room inside Classroom 338 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T338A Storage Storage Room inside Classroom 338 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T338A Storage Storage Room inside Classroom 338 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T338A Storage Storage Room inside Classroom 338 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T338A Storage Storage Room inside Classroom 338 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T338A Storage Storage Room inside Classroom 338 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T339 Senior High Classroom 339 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T339 Senior High Classroom 339 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T339 Senior High Classroom 339 yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T339 Senior High Classroom 339 yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T339 Senior High Classroom 339 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T339 Senior High Classroom 339 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T340 Senior High Classroom 340 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T340 Senior High Classroom 340 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T340 Senior High Classroom 340 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T340 Senior High Classroom 340 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T340 Senior High Classroom 340 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T340 Senior High Classroom 340 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T341 Senior High Classroom 341 yes W1 CMU Blue Flaking 15 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T341 Senior High Classroom 341 yes W2 CMU Blue Flaking 15 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T341 Senior High Classroom 341 yes W3 CMU Blue Flaking 15 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T341 Senior High Classroom 341 yes W4 CMU Blue Flaking 15 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T341 Senior High Classroom 341 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T341 Senior High Classroom 341 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T342 Storage Chemical Storage Room 342 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342 Storage Chemical Storage Room 342 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342 Storage Chemical Storage Room 342 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342 Storage Chemical Storage Room 342 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342 Storage Chemical Storage Room 342 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T342 Storage Chemical Storage Room 342 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T342A Storage Storage Closet 342A in 342 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342A Storage Storage Closet 342A in 342 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342A Storage Storage Closet 342A in 342 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342A Storage Storage Closet 342A in 342 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342A Storage Storage Closet 342A in 342 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T342A Storage Storage Closet 342A in 342 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T342B Storage Storage Closet 342B in 342 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342B Storage Storage Closet 342B in 342 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342B Storage Storage Closet 342B in 342 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342B Storage Storage Closet 342B in 342 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342B Storage Storage Closet 342B in 342 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T342B Storage Storage Closet 342B in 342 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T342D Storage Storage Closet next to T343 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342D Storage Storage Closet next to T343 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342D Storage Storage Closet next to T343 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342D Storage Storage Closet next to T343 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T342D Storage Storage Closet next to T343 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T342D Storage Storage Closet next to T343 yes Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T343 Senior High Classroom 343 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T343 Senior High Classroom 343 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T343 Senior High Classroom 343 yes W3 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T343 Senior High Classroom 343 yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T343 Senior High Classroom 343 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T343 Senior High Classroom 343 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T344 Senior High Classroom 344 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T344 Senior High Classroom 344 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T344 Senior High Classroom 344 yes W3 CMU White Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T344 Senior High Classroom 344 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
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6060 1 B606001 3 T344 Senior High Classroom 344 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T344 Senior High Classroom 344 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345 Senior High Classroom 345 yes Door Frame 1 Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 T345 Senior High Classroom 345 yes Door Frame 2 Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 T345 Senior High Classroom 345 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T345 Senior High Classroom 345 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T345 Senior High Classroom 345 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T345 Senior High Classroom 345 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T345 Senior High Classroom 345 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345 Senior High Classroom 345 yes Floor 9x9 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345A Student Restrooms - Female (4-12)Girl's Restroom 345A yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345A Student Restrooms - Female (4-12)Girl's Restroom 345A yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345A Student Restrooms - Female (4-12)Girl's Restroom 345A yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345A Student Restrooms - Female (4-12)Girl's Restroom 345A yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345A Student Restrooms - Female (4-12)Girl's Restroom 345A yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345A Student Restrooms - Female (4-12)Girl's Restroom 345A yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345B Restrooms, Staff - FemaleWomen's Restroom 345B yes W1 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345B Restrooms, Staff - FemaleWomen's Restroom 345B yes W2 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345B Restrooms, Staff - FemaleWomen's Restroom 345B yes W3 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345B Restrooms, Staff - FemaleWomen's Restroom 345B yes W4 Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345B Restrooms, Staff - FemaleWomen's Restroom 345B yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345B Restrooms, Staff - FemaleWomen's Restroom 345B yes Floor Ceramic Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345C Service Closets Custodial Closet 345C next to Women's Restroom 345B no W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T345C Service Closets Custodial Closet 345C next to Women's Restroom 345B no W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T345C Service Closets Custodial Closet 345C next to Women's Restroom 345B no W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T345C Service Closets Custodial Closet 345C next to Women's Restroom 345B no W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T345C Service Closets Custodial Closet 345C next to Women's Restroom 345B no Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T345C Service Closets Custodial Closet 345C next to Women's Restroom 345B no Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T346 Senior High Classroom 346 yes Door Frame 1 Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 T346 Senior High Classroom 346 yes Door Frame 2 Metal Grey Chipping 1 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva EHS - 11/9/23
6060 1 B606001 3 T346 Senior High Classroom 346 yes Column Concrete Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T346 Senior High Classroom 346 yes W1 CMU Yellow Chipping 150 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T346 Senior High Classroom 346 yes W2 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T346 Senior High Classroom 346 yes W3 CMU Yellow None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T346 Senior High Classroom 346 yes W4 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T346 Senior High Classroom 346 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T346 Senior High Classroom 346 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T347 Senior High Classroom 347 yes W1 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T347 Senior High Classroom 347 yes W2 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T347 Senior High Classroom 347 yes W3 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T347 Senior High Classroom 347 yes W4 CMU Blue Chipping 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T347 Senior High Classroom 347 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T347 Senior High Classroom 347 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T348 Senior High Classroom 348 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T348 Senior High Classroom 348 yes W2 CMU White Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T348 Senior High Classroom 348 yes W3 CMU White Flaking 10 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD - Viva/Vertex - 8/27/23
6060 1 B606001 3 T348 Senior High Classroom 348 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T348 Senior High Classroom 348 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T348 Senior High Classroom 348 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T349 Administrative Office Office 349 yes W1 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T349 Administrative Office Office 349 yes W2 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T349 Administrative Office Office 349 yes W3 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T349 Administrative Office Office 349 yes W4 CMU White None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T349 Administrative Office Office 349 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T349 Administrative Office Office 349 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T350 Senior High Classroom 350 yes W1 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T350 Senior High Classroom 350 yes W2 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T350 Senior High Classroom 350 yes W3 CMU Purple None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T350 Senior High Classroom 350 yes W4 CMU Blue None 0 0 Negative Negative N/A N/A N/A N/A N/A N/A N/A N/A N/A no NAD per Donesafe
6060 1 B606001 3 T350 Senior High Classroom 350 yes Ceiling Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 3 T350 Senior High Classroom 350 yes Floor 12x12 Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 400 Mechanical Room Penthouse Mechanical Room no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 400 Mechanical Room Penthouse Mechanical Room no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 400 Mechanical Room Penthouse Mechanical Room no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 400 Mechanical Room Penthouse Mechanical Room no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 400 Mechanical Room Penthouse Mechanical Room no Ceiling Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 400 Mechanical Room Penthouse Mechanical Room no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 401 Mechanical Room Freight Elevator Mechanical Rooom no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 401 Mechanical Room Freight Elevator Mechanical Rooom no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 401 Mechanical Room Freight Elevator Mechanical Rooom no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 401 Mechanical Room Freight Elevator Mechanical Rooom no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 401 Mechanical Room Freight Elevator Mechanical Rooom no Ceiling Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 401 Mechanical Room Freight Elevator Mechanical Rooom no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 402 Mechanical Room Maintenance Elevator Mechanical Room no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 402 Mechanical Room Maintenance Elevator Mechanical Room no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 402 Mechanical Room Maintenance Elevator Mechanical Room no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 402 Mechanical Room Maintenance Elevator Mechanical Room no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 402 Mechanical Room Maintenance Elevator Mechanical Room no Ceiling Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 4 402 Mechanical Room Maintenance Elevator Mechanical Room no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no



Dates: 10/9/23-11/9/23 Lead-Safe Certification Assessment Report
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#006917 Martin Luther King High School
Inspection Company:  Viva EHS 6100 Stenton Ave, Philadelphia PA 19138

ULCS#

E
l
e
m
e
n
t

BldgElmt
ID

F
l
o
o
r Space # Space Type On-Site Room Name
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Occupied 

(yes/no) [1] Component
Substrate 
Material [2] Paint Color

Description of 
Damage

Damage 
Quantity (sf) 

[3]
XRF Reading 

(mg/cm2)

XRF
(positive/ 

negative) [4]

Asbestos Paint 
sampled

(positive/ 
negative) [5]

Debris Present
(describe 

location) [6]
Quantity (sf) 

[7]

Date debris 
reported to 

OEP and/or BE  
[8]

Quanitity (SF) 
of Damage 

Paint behind 
Radiator  [9]

Quantity of 
Ceiling Tile to 
be Replaced 
(Number of 
ceiling tiles 
not the SF)

Padlock Needs 
to be Removed

Contents Need 
to be Moved 

[10]

On-going 
Moisture 
Intrusion

Plastering 
Needed (yes or 

no)

Asbestos 
Abatement 

Needed (yes or 
no) [11]

Comments/ 
Description/ 

Notes
6060 1 B606001 AT A Attic Auditorium Attic at Mechanical Room 374 no W1 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 AT A Attic Auditorium Attic at Mechanical Room 374 no W2 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 AT A Attic Auditorium Attic at Mechanical Room 374 no W3 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 AT A Attic Auditorium Attic at Mechanical Room 374 no W4 CMU Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 AT A Attic Auditorium Attic at Mechanical Room 374 no Ceiling Metal Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no
6060 1 B606001 AT A Attic Auditorium Attic at Mechanical Room 374 no Floor Concrete Unpainted N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A no



[1] Use the drop down

[2] If the substrate is an undamaged ceramic tile that is unpainted, please note that in the comments. If undamaged ceramic tile is painted and the paint is 
damaged, a paint chip sample should be collected to determine whether or not the paint is lead-based.

[3] With the exception of "No Access," the entry should be numerical. For example, if there is no damage enter "0."

[4] Positive damaged lead-based paint requires a negative or positive entry in the asbestos paint sampled column. If no data, sampling, and analysis are 
required.

[5] Positive damaged lead-based paint requires a negative or positive entry in the asbestos paint sampled column. If no data, sampling, and analysis are 
required.

[6] Debris associated with a positive material (lead and/or asbestos), notify OEP ASAP.

[7] Unless the answer is N/A. There should be a number stated. 0 or more.

[8] Report LBP debris ASAP

[9] If applicable enter the quantity of damaged paint behind radiator on the line with the component that is in front of the damage (ex. wall or ceiling). If zero 
damage behind radiator enter zero and if no radiator present enter N/A.

[10] If radiators need to be removed call and/or e

[11] If asbestos abatement is needed a DDC should be created.




































